
ENMARC ENVIRONMENTAL MANAGEMENT AND RESOURCE CONSULTANTS, INC. 
P.O. Box 678 • Lemont, IL 60439 

630. 257. 9357 • 888. 436. 6272 • Fax 630. 257. 1650 

September 24, 2001 

u s EPA RECORDS CENTER REGION 

461040 

Certified IVlail No.: 7000 0520 0015 3518 0395 

IVls. Anita Boseman 
On-Scene Coordinator 
US Environmental Protection Agency 
Emergency Response Branch (SE5J) 
77 West Jacl<son Boulevard 
Chicago, Illinois 60604-3590 

RE: SERVICE WELDING & SHIP BUILDING 
NE CANAL BANK ROAD, LEMONT, IL 

REVISED (9/2001) SPCC PLAN 

Dear Ms. Boseman: 

Pursuant to the Agency's correspondence dated August 17,2001, ENMARC, under the direction of 
Service Welding and Ship Building has amended the facility's SPCC Plan herein. 

The Plan has been reviewed and certified by a Professional Engineer. Additionally, for ease of 
review, ENMARC has provided an individual response to each of the items identified in Attachment 
A to the Agency's subject correspondence. 

Should you have any further questions regarding this matter, feel free to contact myself @ 630/257-
9357, or Mr. Dennis Egan @ 630/7390947. 

Sincerely, 

Jeanette Virgilio 
Environmental Engineer 

cc: Mr. Dennis Egan, Service Welding & Ship Building, P.O. Box 669, Lemont, IL 60439 



Service Welding and Ship Building 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, COUNTERMEASURES AND CONTROL PLAN (9/2001) 
RESPONSES TO ALLEGED VIOLATIONS OUTLINED IN USEPA'S 

8/17/2001 CORRESPONDENCE 

The following is an individual response by Service Welding to each of the USEPA's alleged violations 
outline in correspondence dated 8/17/2001. 

USEPA ALLEGED DEFICIENCY 1: EGAN RESPONSE #4 AND #24 

(e) (2) Failure to provide complete discussions and/or implement requirements pertaining 
to Bulk Storage Tanks 

(ii) Failure to provide secondary containment for the largest single tank plus an 
allowance for precipitation. 

* Secondary containment is required for all tanks, whether empty or full tanks, unless empty 
tanks have been properly decommissioned. * Decommissioning may include but, is not 
limited to removal of all product, and disconnection of piping to render the tank incapable 
of storing oil or and the tanks must be completely taken out of operation to be properly 
decommissioned. Also, the containment must be free of water, which, if present will reduce 
the containment capacity, and or may decay the bottom of the tank. A written log for 
drainage schedule is required. 

*Operations on the eastern peninsula lack adequate secondary containment. Therefore, 
the above also applies. If a tank is currently being used, even if temporarily [e.g. the 
soapstock storage tanks], or if future use is still possible [bulk storage tanks in eastern 
peninsula], secondary containment must be provided. 

Service Welding's Response: 

Within the primary containment area in which Tanks B1, B2 and U1 through U18 are located, there 
is adequate containment capacity for the storage of all of these tanks as demonstrated by the 
containment calculations included under Section C.I (on pages 3-5). Service Welding intends to 
only contain four permanent active tanks (B1, B2, U1 and U2) for storage. The remaining tanks are 
for emergency backup purposes in which storage will be limited. 

The four upright tanks labeled U19 through U22 are additionally intended for emergency backup 
storage. However, due to the lack of adequate containment, one of these tanks is proposed to be 
temporarily decommission (i.e., removed from the containment area) until the existing containment 
system can be expanded to accommodate the proper containment capacity. 

As indicated within the SPCC Plan under Section C. 1 (pages 3-5), during or immediately after each 
rain event, all containment areas will be drained of any stormwater accumulation. Furthermore, 
under Section E.5 (page 20), the plant is inspected on a daily basis, which includes inspection of 
the tanks and containment area for the absence of stormwater accumulation. 
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Service Welding and Ship Building 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, COUNTERMEASURES AND CONTROL PLAN (9/2001) 
RESPONSES TO ALLEGED VIOLATIONS OUTLINED IN USEPA'S 

8/17/2001 CORRESPONDENCE 

With regard to written logs of these discharge events, rain events can be monitored by contact with 
the Illinois State Climatologist Office. Information regarding rainfall events can be accessed by their 
website: www.sws.uiuc.edu/atmos/statecli/. This information has been included in the SPCC Plan 
under Section E.2.iii.d. (page 17) to address the record -keeping of these events. Service Welding 
believes that the requirements of this part have been met. 

As stated in the SPCC Plan (refer to Page 1, General Facility Description), and re-iterated here, 
there are no storage operation on the eastern peninsula. All storage operations are located solely 
on the Western peninsula of the Property. 

USEPA ALLEGED DEFICIENCY 2: EGAN RESPONSE #8 

(via) Failure to implement fail-safe engineering techniques on the tanks with one of the following: 

(A) High liquid level alarms with an audible or visual signal; 

(B) High liquid level pump cutoff devices; 
(C) Direct audible or code signal between the tank gauger and pumping station; 

*As indicated above, this requirement applies to all tanks until properly decommissioned. As to 
boiler and vehicle tank operation, some means of detecting level must be used even if it is only the 
method identified in VI 11(0) above, e.g. your plan must state in detail the procedures by which this 
operation will be "continuously monitored" as indicated in your response. Such continuous 
monitoring must in turn satisfy viii. C requirement of having direct communication between two 
individuals manning the gauger and the pumping station. Absent this, you must demonstrate the 
impracticability of implementing any of the techniques specified in the regulation. 

Service Welding's Response: 
The SPCC Plan (specifically Section E.2.viii, page 18) has been amended to include more detail 
regarding the continuous monitoring of loading/unloading operations to prevent overfilling of the 
tanks. 

DEFICIENCY 3: EGAN RESPONSE #14 

(e) (4) Failure to provide complete discussions and/or implement requirements pertaining to Facility Tank 
Truck Loading/Unloading Rack. 

(i) Failure to meet the minimum requirements and regulation established by the Department of 
Transportation regarding tank car and tank truck loading and unloading procedures. 
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Service Welding and Ship Building 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, COUNTERMEASURES AND CONTROL PLAN (9/2001) 
RESPONSES TO ALLEGED VIOLATIONS OUTLINED IN USEPA'S 

8/17/2001 CORRESPONDENCE 

*U.S.EPA is fully aware of the DOT regulations. However, it is necessary to state in the Plan that 
the facility is in compliance with this requirement e.g., facility meets minimum requirements set by 
DOT. tell us you follow the DOT requirements. 

Service Welding's Response: 

The SPCC Plan has been modified under Section E.4.i. (page 19) to state compliance with DOT 
requirements. 

USEPA DEFICIENCY 4: EGAN RESPONSE #15 

(ii) Failure to provide a quick drainage system with a containment valve greater than the 
largest compartment of any tank car or truck where drainage does not flow into a 
catchment basin or a treatment facility. 

^Please identify the catchment volumes of the "containment areas" and the maximum 
compartment capacity of each tank truck utilized at each loading rack area. 

Service Welding's Response: 

The two unloading areas at the plant are that west of the primary upright tank storage area and that 
west of the three small fuel tanks. The maximum compartment capacity of the tanker trucks utilized 
for transfer operations is 3000 gals. The SPCC Plan has been modified to identify this (refer to 
Section E.4.ii, page 20). Service Welding believes that the SPCC Plan has already demonstrated 
that the there is adequate containment in the upright tanks' unloading area and believes that the 
unloading area for the small fuel tanks is situated in such a manner as to divert any released 
materials until such time emergency response efforts can be initiated to contain and cleanup the 
released materials. Therefore, the objectives of these regulations from tanker unloading has been 
met. Service Welding believes that based upon the structures and procedures adopted by the 
enclosed Plan, no releases of materials will reach the surrounding waterways. 
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Service Welding and Ship Building 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, COUNTERMEASURES AND CONTROL PLAN (9/2001) 
RESPONSES TO ALLEGED VIOLATIONS OUTLINED IN USEPA'S 

8/17/2001 CORRESPONDENCE 

USEPA DEFICIENCY 5: EGAN RESPONSE #19: 

(e) (9) Security (excluding oil production facilities) 

(i) Failure to securely lock master flow and drain valves in the closed position or any other 
valves that will permit direct outward flow of the tanks' contents to the surface when in non-
operating or non-standby status. 

*All drain valves must be locked when facility is not in operation. Please state in Plan if you meet 
this requirement. * 

Sen/ice Welding's Response: 

The SPCC Plan has been amended to clarify the 24 hour operational status of the facility (refer to 
Section E.6.ii., page 21). Furthermore, as indicated under E.6.i. (page 21), the facility maintains 24 
hour security personnel to ensure no unauthorized access. 

USEPA DEFICIENCY 6: SCOPE OF PLAN: 

*During site inspections, many portable tanks were stored in the " Western Peninsula " and need to 
be addressed in the Plan, or as stated above, properly decommissioned. If retained (even if empty), 
the inventory, locations and secondary containment, etc. for these portable tanks must be covered 
per the SPCC regulations. Therefore, since the numbering of the tanks changed, please provide 
updated list of all tanks (even those that may be empty) including each tank number, 
volume/capacity; location (via indicating on facility map) and secondary containment. If secondary 
containment includes the use of facility topography, the plan must identify and prove that the rock 
is not impervious. Remember, bedrock is not impervious by definition. There are cracks. Also, if 
facility drainage is to the center, the plan must also provide in detail the procedures for collection 
of release, rainwater...., where stored and the means to address overflow, a pond or sump. 

Service Welding's Response: 

Only one portable tank is maintained on the Western peninsula. This 3000 gal. tanker is used for 
boiler fuel barge to tank transfers as necessary. When not in use the tanker is stored empty at 
various designated locations on the Western peninsula. The remaining portable tankers that are 
on-site are actually damaged tankers that are not usable, i.e., broken down, imploded, etc. that the 
facility intends to either repair or scrap at a future date. Therefore, the mere state of their damage 
rendering the tank unusable, additionally meets the definition of decommissioned. 
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Service Welding and Ship Building 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, COUNTERMEASURES AND CONTROL PLAN (9/2001) 
RESPONSES TO ALLEGED VIOLATIONS OUTLINED IN USEPA'S 

8/17/2001 CORRESPONDENCE 

For ease of review, the tanks have been renumbered in the SPCC Plan under Section E.2, page 16 
and under Attachment 1, Site Topographic Location Map with the original numbering system 
adopted under the 12/96 SPCC Plan. The requirements of the SPCC regulations state under 
Section 112.7 that "appropriate containment and/or diversionary structures or equipment to prevent 
discharge oil from reaching a navigable watercourse should be provided. "Service Welding believes 
that the combination of the general nature of the natural topography, underlying bedrock and 
emergency (release) response procedures outlined in the SPCC will provide an adequate means 
of initial containment to allow for response action to further contain any releases which will 
subsequently meet the ultimate goal of these regulations: prevention of oil releases into navigable 
waterways. 

5 of 5 



ENMARC ENVIRONMENTAL MANAGEMENT A N D RESOURCE CONSULTANTS, INC. 
P.O. Box 578 • lemonf, IL 60439 

630. 257. 9357 • 888. 436. 6272 • Fax 630. 257. 1650 

SPILL PREVENTION, CONTROL 
AND COUNTERMEASURE (SPCC) PLAN 

PREPARED FOR: 

SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank 

Lemont, Illinois 60439 

PREPARED BY: 

ENvironmental Management And 
Resource Consultants, Inc. (ENMARC) 

229 E. Custer St. 
Lemont, Illinois 60439 

September 2001 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, CONTROL AND COUNTERMEASURE (SPCC) PLAN 
(September 2001) 

TABLE OF CONTENTS 

SPCC - Certification Form 

Professional Engineer Certification Form 

SPCC Plan Pages 1 - 22 

LIST OF ATTACHMENTS 

Attachment 1 - Topographic Site Map(s) 

Attachment 2 - Primary Product f̂ /lSD Sheet(s) 

Attachment 3 - Emergency Response Inventory & Location Map 

Attachment 4 - EMC On-Shore Emergency Response Plan 

Attachment 5 - EMC Mobile Facility/Emergency Response Plan 

Attachment 6 - Written Commitment of Resources 

Attachment 7 - Inspection Procedures And Forms 

Attachment 8 - Training Log Forms 



CERTIFICATION OF SUBSTANTIAL HARM DETERMINATION FORM 

FACILITY NAME: Service Welding and Ship Building 

FACILITY ADDRESS: NE Canal Bank Road (Mailing Address: P.O. Box 669) 

Lemont. Illinois 60439 

Does the facility have a maximum storage capacity greater than or equal to 42,000 gallons and do 
the operations include over water transfer of oil to or from vessel? 

YES X NO 

2. Does the facility have a maximum storage capacity greater than or equal to one million (1,000,000) 
gallons and is the facility without secondary containment for each aboveground storage area 
sufficiently large to contain the capacity of the largest aboveground storage tank within the storage 
area? 

YES NO X 

3. Does the facility have a maximum storage capacity greater than or equal to one million (1,000,000) 
gallons and is the facility located at a distance (as calculated using the appropriate formula* in 
Attachment C-III or an alternative formula considered acceptable by the RA) such that a discharge 
from the facility cold cause injury to an environmentally sensitive area as defined in Appendix D? 

YES NO X 

4. Does the facility have a maximum storage capacity greater than or equal to one million (1,000,000) 
gallons and is the facility located at a distance (as calculated using the appropriate formula* in 
Attachment C-III or an alternative formula considered acceptable by the RA) such that a discharge 
from the facility would shut down a public drinking water intake? 

YES NO X 

5. Does the facility have a maximum storage capacity greater than or equal to one million (1,000,000) 
gallons and within the past 5 years, has the facility experienced a reportable spill in an amount greater 
than or equal to 10,000 gallons? 

YES NO X 

*If an alternative formula is used, documentation of the reliability and analytical soundness of the alternative 
formula must be attached to this form. 

CERTIFICATION 
I certify under penalty of law that I have personally examined and am familiar with the information submitted 

wnent, and that based on my inquiry of those individuals responsible for obtaining this information, 
that the submitted information is true, accurate and complete. 

( ^ - ^ ^ ^ - ^ Owner/President 
Signature ^ Title 

Dennis Egan / ' QI'T " ^ / 
Name (Please Type or Print) Date 



Service Welding and Ship Building 
NE Canal Bank Road 
Lemont, Illinois 60439 

Spill Prevention, Control and Countermeasures Plan 
(SPCC Plan, 9/2001) 

PROFESSIONAL ENGINEER CERTIFICATION 

I hereby certify that I have reviewed and evaluated the enclosed SPCC Plan and am familiar with 
the provisions of 40 CFR, Part 112, and attest that the SPCC Plan has been prepared in 
accordance with good engineering practices. 

Signature: 

î - -̂ ^̂  
| * i TOOFESSIONAL : * = 
\ \ ENGINEER / ^ 
\ \ OF * ^ 

' ' ' < m > ' ' " 

Name: Siqitas P. Vaznelis ^^ •*. .-y .̂ ^ 

Title: Professional Engineer. Morris Engineering. Inc. 

Registration Number: 062-044114 (Illinois) SEAL: 

Date: f'^'T'c^U^r 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont, Illinois 

SPILL PREVENTION, CONTROL AND COUNTERMEASURE (SPCC) PLAN 
(September 2001) 

This SPCC Plan has been prepared in accordance with appropriate engineering practices, and has 
the full approval of management at a level of authority to commit the necessary resources. This 
SPCC Plan has been developed in accordance with 40 CFR Part 112.7. 

Copies of this Plan will be maintained in the Supervisor's office on-site. Additionally, each SPCC 
Emergency Coordinator will keep a copy at the office and at home. 

GENERAL FACILITY DESCRIPTION: 

Name of Facility: 

Location of Facility: 

Mailing Address of Facility: 

Type of Facility: 

Facility Layout: 

Service Welding and Ship Building (herein after referenced as 
Service Welding) 

The north bank of the Chicago Sanitary and Ship Canal, 1/2 mile 
east of the Lemont Road bridge on the south side of the DesPlaines 
River. Refer to the Regional Topographic Site Location Map 
incorporated under Attachment 1. 

P.O. Box 669 
Lemont, Illinois 60439 
Phone Number: (708)739-6660 

Bulk Storage of Petroleum Boiler Fuel, Gasoline and Diesel (for on-
site fueling operations); and Temporary Storage of Edible Grade, 
Vegetable-Based Oil (Common Name: Soapstock) ~ Refer to 
Attachment 2 for a copy of the Material Safety Data Sheet(s) for the 
products currently stored on-site. 

Refer to the Site Plan Map incorporated under Attachment 1. Only 
the portion of the facility west of the barge slip is utilized for 
petroleum storage. There are no storage operations located on the 
property east of the barge slip. 

Additional Information: Service Welding also engages in operations specific to commercial 
tugboat and barge maintenance and repairs. An additional operation 
located at the subject location consists of tugboat and barge 
transportation (fleet) operations owned and operated by Egan Marine 
Corporation. 

A. Written description of spills, corrective actions taken and plans for preventing recurrence 

Service Welding, Lemont, Illinois 
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(for spill events within last 12 months). 

There has been no major releases to a navigable waterway within the last 12 months. 

The small spills which occur are collected using portable pumps and are reintroduced to the 
product tanks. Residues can additionally be collected by means of manual removal with 
oil dry, shovels, absorbent pads/booms, etc... These types of deminimus spill cleanup 
residues, if generated, will be placed for temporary storage in drums, pending off-site 
transport for disposal. Service Welding is additionally implementing daily and weekly 
inspection procedures to ensure better housekeeping practices and minimize releases into 
the environment. 

Service Welding has minimized the their tank storage capacity to only include those tanks 
necessary for their commercial tugboat and barge maintenance/repair operations. The 
soapstock materials are intended for temporary storage pending procurement of a fair 
market price for this product. The remaining tanks have been emptied and will not be 
placed back into operation. 

B. Prediction of the direction, rate of flow, and total quantity of oil which could be discharged 
from the facility as a result of each major type of failure. 

Due to the topography of the plant, any release from the 7 - 40,000 gallon ("lay down") tanks 
used temporarily to store edible grade oil (soapstock) product will flow to the center of the 
plant which contains a depression within the limestone bedrock with an approximate 1.5 -
2' depth. This structure acts as one of the primary containment system for these storage 
tanks. Refer to the Site Plan Map (incorporated under Attachment 1) which illustrates the 
contouring of the storage plant operations. The largest tank within this containment is 
approximately 40,000 gallons, whereas the current volume of the containment area is in 
excess of 100,000 gallons. Furthermore, Service Welding has constructed additional 
concrete diversion structures around the north and east sides of the 40,000 gallon product 
storage tanks area to prohibit the release of stored materials into the barge slip/Canal. 

There are 4 - 24,000 gallon tanks (B1, B2, U9 and U10) that have been chosen to remain 
in primary operatic for the storage of boiler fuel for on-site consumptive use. The remaining 
tanks are for emergency storage purposes only. However, all of these tanks are located 
within a concrete secondary containment structure which will contain the entire contents of 
the largest single tank plus sufficient free board to allow for precipitation. (Also note: during 
and/or immediately after rainfalls, the precipitation accumulation within all of the secondary 
containment structures is removed to ensure proper containment remains available). 

The petroleum motor fuel tanks dedicated for on-site vehicle fueling purposes have been 
installed within a concrete secondary containment structure to contain all spills and releases 
from the tanks. 
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With regards to the direction and flow rate of the Chicago Ship and Sanitary Canal (Canal), 
the canal flows from east to west at an average rate of approximately 0.5 miles per hour. 

C. Appropriate containment and/or diversionary structures or equipment to prevent discharged 
oil from reaching a navigable water course for Onshore facilities: 

1. Dikes, berms or retaining walls sufficiently impervious to contain spilled oil; 

The soapstock temporary tank storage area is currently contained by means of a 
two (2) foot high concrete retaining/diversion wall and a depressed area within the 
bedrock which is the central area of the primary tank storage. This depressed area 
alone will contain a minimum of 110% of the largest tank (@ 40,000 gallons). The 
contouring beneath the soapstock storage areas indicate the primary flow direction 
of spills and releases into the depressed containment area. 

Below are the calculations demonstrating sufficient capacity of the current soapstock 
product containment system at this location: 

Est. Capacitv of Depressed Area/Soapstock Temporarv Storage : 

ELEV 

98.15 

98.50 

99.00 

99.50 

AREA 
(SF) 
0.0 

3.315 

11,976 

18,963 

VOLUME 
(CF) 
0.0 

580 

4,402.75 

12,137.50 

Total Volume: 

VOLUME 
(GAL.) 
0.0 

4,338 

32,933 

90,789 

128,060 Gallons 

Displacement of Tanks 
Not Applicable ~ the laydown tanks are supported by steel "saddle" structures which place the tanks 
approximately 24" above ground. The volume displacement of the steel legs of the saddle supports 
are negligible. 

Rainfall accumulation calculations: 

Total Area @ 30,942.32 sq.ft. x 2.9 "(ave. Monthly Rainfall*; 0.242 ft.) = 7477.72 cf x 7.48 
gai./cf. = 55,933.40 gal. 

Available containment capacity = Total Volume @ 128,060 gallons less Rainfall Volume @ 
55,933.40 gal. = 72,126.60 gallons (which exceeds the capacity of the largest tank @ 44,400 
gallons). 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



Furthermore, as previously described under Item I., Service Welding has installed 
additional (concrete) containment/diversion structures to ensure the containment of 
spills and releases from the temporary bulk (soapstock) storage operations. Service 
Welding additionally removes rainwater accumulation from each containment area 
immediately following a rain event. 

Primarv Concrete Containment Area/Boiler Fuel Storage 
In reference to the 20 upright, (15,000 - 24,000 gallon) boiler fuel product storage 
tanks, only 4 will remain in primary active operation. The remaining 16 tanks will be 
used for emergency back-up storage only. The emergency backup storage is only 
anticipated to occur for a few days at any one time. Regardless, Service Welding 
maintains a concrete secondary containment structure around these upright tanks. 
Below is the calculation representing the containment capacity of each containment 
structure surrounding each pair of boiler fuel tanks: 

Dimensions: 30' Wide x 74' Long (= 2220 sq. Ft.) x 3.42 ' High 
Gross Volume = 7,592.40 cubic feet; (x 7.48) = 56,791 gallons 

Displacement of Tanks = 10 x 11 (5ft.)^ max radius x 3.42 ft. x 7.48 = 20,082 gallons 

Total Available Volume = 36,709 gallons 

Rainfall accumulation calculations: 

Total Area @ 2220 sq.ft. x 2.9 "(ave. Monthly Rainfall*; 0.242 ft.) = 536.5 cf x 7.48 gal./cf. = 
4,013 gal. 

Available containment capacity = Total Volume @ 36,709 gallons less Rainfall Volume @ 4,013 
gal. = 32,696 gallons; which exceeds the capacity of the largest tank @ 24,000 gallons and 
allows for freeboard to accommodate precipitation. (Additionally note, due to the location of 
the overflow manways on the upright tanks, there is actually only 20,000 gallons of capacity in 
these tanks). 

Concrete Containment Area - 4 Upright Storage Tanks 
With regard to the four upright storage tanks. Service Welding intends to use these 
tanks for emergency backup storage purposes only. At present, the secondary 
containment system is proposed for expansion to accommodate emergency backup 
storage in all fourtanks. Until the containment system is expanded, one of the tanks 
will be properly decommissioned (removed from the tank system area). 

Below are the calculations to document the interim containment capacity for the 
three tanks: 

Dimensions: 29' Wide x 40' Long (=1160 sq.ft.) x 3.33 ' High 
Gross Volume = 3,863 cubic feet; (x 7.48) = 28,895 gallons 
Displacement of Tanks = 3 x n (5 ft.)^ max radius x 3.33 ft. x 7.48 = 5,865 gallons 

Total Available Volume = 23,029 gallons 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



Rainfall accumulation calculations: 

Total Area @ 1160 sq.ft. x 2.9 "(ave. Monthly Rainfall*; 0.242 ft.) = 536.5 cf x 7.48 gal./cf. = 
2,082 gal. 

Available containment capacity = Total Volume @ 23,029 gallons less Rainfall Volume @ 2082 
gal. = 20,947 gallons which exceeds the capacity of the largest tank @ 20,000 gallons (based 
upon the overflow manway locations on the tanks) and allows for freeboard to accommodate 
precipitation. 

Below are the calculations to document the final containment capacity for all four 
tanks: 

Initially, the containment dimensions will have to be expanded by approx. 8', i.e., 29' x 48' 

Dimensions: 29' Wide x 48' Long (= 1392 sq. ft.) x 3.33' High 
Gross Volume = 4635.36 cubic feet; (x 7.48) = 34,672.49 gallons 
Displacement of Tanks = 4 x It (5ft.)' x 3.33 ft. x 7.48 = 7,821.24 gallons 

Total Available Volume = 26,851 gallons 

Rainfall accumulation calculations: 

Total Area @ 1392 sq.ft. x 2.9 "(ave. Monthly Rainfall*; 0.242 ft.) = 336.86 cf x 7.48 gal./cf. 
= 2519.71 gal. 

Available containment capacity = Total Volume @ 26,851 gallons less Rainfall Volume @ 
2,519.71 gal. = 24,331 gallons .which exceeds the capacity of the largest tank capacity @ 20,000 
gallons (the true tank capacity based upon placement of overflow manway) and allows for 
freeboard to accommodate precipitation. 

Concrete Containment Area/Vehicle Fuel ASTs 
Regarding the petroleum-based vehicle fueling operations, the current diesel and 
gasoline tanks are located within a concrete secondary containment structure. The 
current and proposed boiler fuel tanks are to be re-located to an area equipped with 
concrete secondary containment. Below are the calculations to demonstrate 
sufficient containment capacity for these petroleum fuel storage areas: 

Vehicle Fuel Tanks: 24' x 15' x 22" Height = 660 cu. ft. = 4950 Gallons 
(Note: Because the tanks are elevated on steel structures, the volume displacement resulting from the 
steel support legs is negligible). 

Rainfall accumulation calculations: 

Total Area @ 360 sq.ft. x 2.9 "(ave. Monthly Rainfall*; 0.242 ft.) = 87.12 cf x 7.48 gal./cf. = 
652 gal. 

Available containment capacity = Total Volume @ 4,950 gallons less Rainfall Volume @ 652 gal. 
= 4298 gallons (which exceeds the volume of the largest tank @ 1500 gallons and allows for 
precipitation accumulation). 

After each rainfall, all of the containment areas are drained of any stormwater 
accumulation. Additionally, the tanks and containment areas are inspected on a 
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daily basis to ensure all stormwater has been removed (refer to Section E.5. and 
Attachment 7). 

*Note: Source of Date: www.worldclimate.com (Chicago, Cook County, IL) 

2. Curbing; 

Refer to Item III. A. above. 

3. Culverts, gutters or other drainage systems; 

None. 

4. Weirs, booms or other barriers; 

Service Welding does not contain any permanent weirs, booms or other barriers 
other than the containment structures previously described. 

For purposes of responding to spills or releases. Service Welding maintains 
appropriate spill response equipment to ensure the expeditious containment and 
removal of all spills and releases. Refer to Attachment 3, for an inventory of all spill 
response equipment maintained on-site and their location within the plant. 

5. Spill diversion ponds; 

None. 

6. Retention ponds; 

None. 

7. Sorbent materials; 

As referenced under Item 4. above. 

Service Welding, Lemont, Illinois 
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D. Contingency Spill Response Measure 

1. A strong oil spill contingency plan following the provision of 40 CFR part 109. 

Due to the fact that Service Welding has adequate containment has established 
effective preparedness and prevention procedures as described herein, a 
Contingency Plan is not required. However, to ensure that major spills and releases 
of product materials stored on-site are prevented from discharging to a navigable 
waterway (the Chicago Ship and Sanitary Canal), Service Welding has elected to 
establish "in-house" procedures for responding to major spills and releases (i.e., 
spills and releases that occur or reach outside of the containment system) and has 
incorporated these procedures herein as part of the SPCC Plan. 

Furthermore, because Service Welding shares this location with EMC, a barge and 
tugboat transportation services operation who by law is additionally mandated to 
develop emergency response procedures specific to spills or releases that occur as 
a result of the barging operations. Service Welding will rely on the expertise of EMC, 
who will be the entity responsible for responding to major spills or releases resulting 
from on-shore operations that do discharge to the Canal. The same procedures as 
outlined in EMC's emergency response plan will be implemented in the event a 
major release from the storage operations is discharged into the Canal. A copy of 
EMC's Emergency Response Plan(s) as required by 33 CFR Part 154 for the barge 
transfer and mobile facilities operations are incorporated under Attachment 4 and 
5. 

SPCC/Continqencv Plan Response Procedures 

i) Description of Alarm System and Procedures to Activate 

Alarm System: 

The on-site PA System will be used to identify an emergency, including 
implementation of the SPCC Contingency Spill Response Procedures herein. 

The Emergency Coordinator will be immediately notified in order that 
implementation of the Contingency Plan can be initiated. The Emergency 
Coordinator will notify the appropriate Federal, State and local agencies, as 
necessary. At the sounding of the alarm, all plant personnel will cease their current 
activity and proceed to the office building or parking area and await further 
instruction. 

ii.) Responsibilities of Emergency Coordinator: 

Upon sounding of the alarm or notification of a supervisor, the on-site Emergency 
Coordinator or alternate will be notified of the emergency and become responsible 
for the implementation of the Contingency Plan. 

In the event more than one designated Emergency Coordinator is on-site, the 
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ranking employee shall be in charge. All employees assigned emergency response 
duties will report to the Emergency Coordinator for their assignments. 

The Emergency Coordinator's responsibilities include: 

1. Being familiar with: 
a. The facility contingency plan; 
b. The facility operations and activities; 
c. The characteristics and locations of oil substances used or stored 

on-site; 
d. The physical layout of the facility; and 

e. The location of equipment, materials and records in the facility. 

2. Coordinating the emergency response measures as described in this Plan 

3. Completion of duties as described in this Plan. 
The Emergency Coordinator(s) are authorized to commit the necessary resources, 
i.e., expend funds, hire contractors, and direct employees as necessary to 
implement the Contingency Plan. 

Criteria for Implementing the Plan 

Reasons for implementing the Contingency Plan may include but are not limited to: 

Spills: Any spills of product materials occurring outside of the spill 
containment areas or structures. 

Fire: All fires greater than incipient. Any fire which has the potential for 
escalating into a major fire, which may jeopardize the control of product 
materials stored on-site. 

Explosions: Any explosion which has the potential for escalating into a 
major fire and involves product materials, and which jeopardizes the control 
of these materials. 

iv.) Criteria for Assessing Environmental/Public Health Impact 

In the event of a fire, explosion, and/or release of product materials to the water or 
soil outside of the containment systems, the Emergency Coordinator is required to 
make an assessment of the situation to determine what hazards, both physical and 
health, are present by the release of the material, and what risk the material hazards 
present to human health and the environment, both on and off of the site. 

It is the Emergency Coordinator's first duty to identify the character, source, amount 
and extent of any released material. The Emergency Coordinator should estimate 
or determine, to the extent possible, the amount of material lost. 
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The Emergency Coordinator must make an assessment of the risk to human health 
and the environment. He must give consideration to: 

Physical and health hazards 
Prevailing weather conditions 
Likelihood of contaminant migration 
Run off of liquids to surface waters 
Location of human populations and their likelihood of exposure 
Determination of protective clothing and equipment to be used during 
response activities 
Amounts and concentrations of materials released to the environment 
Amount of time before the situation can be brought under control 
Likelihood of the initial incident escalating in severity 

Service Welding always recommends that the Emergency Coordinator take the most 
conservative approach to the situation. As part of the assessment process, the 
Emergency Coordinator will need to determine the nature and severity of the spill 
event and if coordinating services need to be called in for support, and to what 
extent, if any, the Contingency Plan will be implemented. 

The Emergency Coordinator will establish a command post/communication center 
from which the Emergency Coordinator directs operations and communicates with 
outside agencies, local authorities or support services. Any employee assigned to 
perform a duty on behalf of the Emergency Coordinator must do so in a responsible 
manner and limit his actions to those specifically assigned to him by the Emergency 
Coordinator. 

V.) Emergency Services Notification Procedures: 

In the event of a major release of oil substances (outside of the containment areas), 
the following persons, will be notified. 

Emergency Coordinator 

Dennis Egan 

Daniel Egan 

Telephone (Work) 

630/739-6660 

630/739/6660 

(Home/Pager/Mobile) 

972-0948/419-6900/399-3366 
(Ail "630" area code) 

972-1116/419-6907/975-6901 
(All "630" area code) 

If deemed necessary by the Emergency Coordinator, the following services as 
necessary will be contacted: 

Coordinated Emergency Services 

Fire: Lemont Fire Dept. 

Police: Lemont Police Dept. 

Telephone 

911 

911 
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Cook County Sheriffs Dept. 

Ambulance: Lemont Fire Dept. 

Trauma Center(s): 

Silver Cross Hospital 
Palos Community Hosp. 
Loyola Hosp.-Burn Ctr. 

Emergency Response Agencies 
National Response Center 

312-458-1000 

630-257-2221 

815-740-7050 
708-361-4500 
312-531-3000 

Telephone 
800-424-8002 

Illinois Emergency Services & 
Disaster Agency 

Metropolitan Water Reclamation 
District of Greater Chicago 

U.S. Coast Guard, Marine Safety Office 
Office, Chicago 

Emergency Response Contractor 

HERITAGE (Chicago) 

217-782-7860 

312-751-5600 

312-353-1226 

Telephone 

1-800-487-7455 (24-Hour) 

NOTE: If the emergency coordinator determines that the facility has 
had a release, fire or explosion which could threaten human 
health or the environment outside the facility, he/she will 
immediately notify the National Response Center. 

The report should contain the following information: 

Name & telephone number of the reporter 
Name & address of the facility 
Time & type of incident 
Name & quantity of material(s) involved 
Extent of injuries, if any 
Possible hazards to human health or the environment outside of the facility 
Response efforts already initiated or planned 

vi.) Emergency Response Procedures 

In the event of a fire, explosion, or other major release of oil products outside of the 
containment area(s), the Emergency Coordinator will be contacted immediately and 
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shall assume responsibility for implementing the Contingency Plan and/or 
responding to the emergency as necessary. Any employee who discovers an 
emergency situation, shall immediately activate the alarm system, leave the 
immediate area and notify his supervisor or other responsible person and proceed 
to the office and/or parking lot following a safe route. The supervisor shall 
immediately notify the Emergency Coordinator as listed above. 

Fire: 

The fire department should always be summoned immediately to have trained 
professionals on hand or to respond if the fire has progressed beyond an incipient 
fire. If it is safe to do so, responding (trained) employees, under the direction of the 
Emergency Coordinator, may begin fire fighting measures. This includes: 

Application of portable or other fire extinguishing equipment; 

Removing or isolating materials which may contribute to perpetuating or to 
exacerbating the incident. 

Should the fire escalate to a level beyond incipient, response procedures are to be 
given up to fire responders. 

The Emergency Coordinator shall direct non-responding personnel to remove 
themselves to a place of safety, upwind of the incident. If evacuation is necessary, 
the evacuation procedures will be followed. 

As soon as possible after the discovery of the fire, explosion, or major release, the 
Emergency Coordinator will order a controlled and orderly shut down of operations 
and processes. The Emergency Coordinator will also monitor processes or 
operations which were shutdown in response to the emergency for build-up of 
pressure, leaks, ruptures, etc., and initiate the rescue of injured employees, if it is 
safe to do so. The Emergency Coordinator shall also take steps to contain or 
prevent the runoff of impacted fire fighting water and the migration of product(s) 
involved in the incident by application of spill absorbent media or use of heavy 
equipment to construct temporary berms, and/or use of vacuum systems to intercept 
and remove any resulting migration of materials. 

Upon resolution of the fire, the Emergency Coordinator shall initiate actions for the 
clean-up and decontamination of the site, and the equipment used to respond to the 
incident. The Emergency Coordinator will also provide for the characterization, 
treatment, storage or disposal any contaminated debris, water and soil generated 
by the event. Operations will not be resumed until the facility and emergency 
equipment are returned to full capability of their intended use. 

Additional Information: 

Under no circumstances should employees attempt to fight fires without summoning 
the fire department first. Employees should never jeopardize their lives or safety in 
attempts to control or fight fires. 
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Spills: 

If a major spill should occur outside of the spill containment areas or exceed the 
capacity of the containment structure, the Emergency Coordinator will initiate a 
response to control, contain and recover the spilled substance. The Emergency 
Coordinator must evaluate if the facility's employees are capable of making an 
effective response, and have adequate personal protection. Initial response efforts 
for releases or spills from tank storage areas include: 

Removing, isolating, extinguishing orturning off all possible ignition sources; 

Shut down of facility operations in an orderly fashion and monitoring for 
dangerous conditions such as build-up of pressure, ruptures, leaks, etc. 

Locating the source of the spill; 

Shutting off, capping, plugging or patching the source of the spill, or 
transferring the material into a secure storage unit, if it can be done so 
safely; 

Placing containment boom or other material around the spilled material and 
its source; 

Removal of materials in the immediate vicinity of the affected area as 
necessary to minimize aggravation of the incident; 

Recovery of the spilled substance using pumps, vacuum equipment, 
absorbent; 

Placing the material in an appropriate secure container, tank or barge within 
an (unaffected) storage area in accordance with appropriate storage 
procedures. 

If the spill is too large for the facility employees to handle expeditiously, or the spill 
event has resulted in the discharge of oil into the Canal, the Emergency Coordinator 
shall be prepared to contact an emergency response contractor or other services 
which may assist in the containment, recovery and clean-up of the spilled material. 
The Emergency Coordinator shall also contact the appropriate environmental 
regulatory agencies and coordinated emergency services. 

Should a spill occur outside of a containment area, the Emergency Coordinator 
must take actions immediately to prevent migration of the substance or into 
navigable waterways. 

vii.) Criteria for Facility Evacuation 

The decision to evacuate the facility or locality falls to the Emergency Coordinator, 
given the specifics of the incident. Non-essential personnel may be evacuated at 
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the discretion of the Emergency Coordinator -and will be instructed where to 
assemble by the Evacuation Officer. 

Evacuation Procedures 

Responsibilities: 

a. The Emergency Coordinator is responsible for implementing the 
evacuation procedure. 

b. Each Supervisor is responsible for directing employees and visitors 
in his/her section to the proper exit and their assigned safe area. 

c. The Evacuation Officer (designated by the Emergency Coordinator) 
is responsible for designating evacuation routes, rendezvous points 
and accounting for all evacuated employees and visitors. 

Procedure: 

a. The Emergency Coordinator will notify supervisors if an evacuation 
may be necessary. 

b. The Emergency Coordinator will assess the conditions and order an 
evacuation or other actions required. The evacuation signal will be 
given by verbal notification and/or alarm signal (continuous short 
blasts over the PA). 

c. When an evacuation is announced, stop work. Supervisors will 
direct employees in their areas to the closest available exit. All exits 
within any buildings are cleady marked with lighted or distinguishable 
signs. 

d. All employees must leave the facility and report to the designated 
assembly area which will typically consist of the office area and/or 
parking lot or access road into the facility. Do not run. Do not linger 
in entrance ways or driveways; stay together in your assigned safe 
area. 

e. Each employee must report to the Evacuation Officer at the assigned 
safe area. 

f. The Evacuation Officer will specify a safe route of evacuation and a 
rendezvous point for employees to meet for a final accounting and 
further instructions. 

g. The Evacuation Officer must report to the Emergency Coordinator 
when his/her employees have cleared the facility. 

h. The Emergency Coordinator will notify the Evacuation Officer when 
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it is safe to re-enter the facility. 

i. Stay outside the facility until notified by the Evacuation Officer when 

it is safe to re-enter. 

Emergency Precautions: 

a. Keep calm, think, avoid panic and confusion. 

b. Know all exit locations. Be sure you know the safest and quickest 
way out of all buildings. 

c. Do not lock office doors when vacating the facility. The Emergency 
Coordinator and emergency support personnel must have visual 
access to all areas to ensure that the facility is clear of personnel. 

d. Do not delay evacuation of the facility for any reason. 

e. Do not assist in fire control unless properly trained, qualified and 
requested to do so by the Emergency Coordinator. 

f. When evacuating the facility. WALK to the nearest safe exit. Report 
to the personnel assembly area as directed and wait for instructions. 

h. Keep out of the way, stay clear of the facility, and DO NOT interfere 
with the emergency operations. 

Evacuation Routes/Plans: 

In the event of an emergency, employees may be instructed to evacuate the plant. 

Notification of evacuation will be given either by voice instruction or by an alarm 
signal (continuous short blasts over the PA). 

Employees will proceed to the parking or office reception area, or another area 
indicated by the Emergency Coordinator where all employees will be accounted for 
by a ranking employee. A person shall be appointed by the Emergency 
Coordinator to act as the Evacuation Officer. The Evacuation Officer will instruct 
you to leave the site and specify a route of evacuation. You will be instructed to 
proceed to a rendezvous point where the Evacuation Officer will confirm everyone 
has been safely evacuated. 

Upon giving the employees their evacuation instructions, the Evacuation Officer 
shall observe the employees' evacuation, and report to the Emergency Coordinator 
when all employees have left. The Evacuation Officer shall then leave the site, and 
proceed to the rendezvous point, checking along the way for stragglers or 
employees with disabled vehicles. At the rendezvous point, the Evacuation officer 
will confirm that all employees have safely arrived. If any employees are missing, 
the Evacuation Officer should report their absence immediately to the Emergency 
Coordinator, and local authorities. The Evacuation officer will then instruct you if 
you should proceed home or await further instructions. 
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viii.) Post-Emergency Response Procedures 

Upon conclusion of the incident, the Emergency Coordinator will be responsible for 
the following event's conclusive efforts: 

direct and provide for the clean-up, characterization, treatment, storage or 
disposal of cleanup residues, or contaminated soil or water, or other 
materials involved in the incident. 

All emergency equipment is decontaminated, properly disposed of, 
resupplied, or fit for its intended use before operations resume. 

Maintain complete details of the incident, including an activity log, records 
of treatment, storage or disposal, medical or accident reports, and other 
information describing the incident, response and resolution. 

ix). Emergency Eguipment 

Attachment 3 provides an inventory and description (Incl. Map) of the location of 
equipment available on-site to respond to fires, spills or releases of materials. 

Heavy equipment and vehicles available for emergency response are maintained 
and inspected on a schedule established by the maintenance personnel. 

Pumps, compressors, blowers, etc. are inspected and maintained as use dictates. 

X.). Amendment of Contingency Plan 

The Contingency Plan will be reviewed, and immediately amended, if necessary, 
whenever: 

The plan fails in an emergency; 

The facility changes ~ in its design, construction, operation, maintenance or 
other circumstances ~ in a way that materially increases the potential for 
fires, explosions or releases, or changes the response necessary in an 
emergency; 

The list of emergency coordinators changes; 

A written commitment of manpower, equipment and materials required to 
expeditiously control and remove any harmful quantity of oil discharged. 

Enclosed under Attachment 6 referenced above is a signed written commitment of 
manpower, equipment and materials to effectively respond to a major discharge of 
oil. 
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Additional Spill Prevention and Containment Procedures. 

1. Facility drainage; 

A topographic survey of the plant operations was completed. The primary drainage 
pathways are to the center of the facility to an approximate 1.5' - 2 feet depressed 
area located with the bedrock. The southern section of the facility adjacent to the 
Canal is relatively flat. 

2. Bulk storage tanks; 

Service Welding has the following storage tanks presently in use: 

Total # 
of tanks 

7 

4 

16 

4 

1 

1 

1 

Tank Identification 
Number 

40-1 Thru 40-7 

B-1,B-2, U-9, U-10 

U-3 through U-18 

U-19 through U-22 

Approximate 
Dimensions/Volume 

13'x40740,000Gal. 

9'x20'/15,000 Gal. 

10'x32'/24,000Gal. 

10'x 32724,000 Gal. 

Product Stored 

Veg. oil product/Soapstock 
(Temp. Storage until market is 

achieved) 

Boiler Fuel - Primary Storage 

Boiler Fuel - Temporary, 
Emergency Backup Storage 

Boiler Fuel - Temporary, 
Emergency Backup Storage 

*NOTE: One of these tanks will be properly decomissioned on a temporary basis, 
i.e., moved out of the containment system, until adequate containment can be added 

to accomodate the appropriate storage. 

#8 

#9 

#10 

4'x1571500Gal. 

4'57500 Gal. 

4'x87800 Gal. 

Diesel Fuel tank for road 
vehicles 

Gasoline tank for yard vehicles 

Diesel Fuel for yard vehicles 

The seven soapstock storage tanks are to be in use temporarily. Service Welding 
and Ship Building will be emptying these tanks of their product as soon as a buyer 
can be procured. 

i. Tank materials of construction and conditions of storage such as pressure 
and temperature, etc. 

All tanks presently in use are of mild steel construction which is compatible 
with the product that is being stored, i.e., vegetable oil product (soapstock) 
and petroleum products. All products are stored at ambient pressure and 
ambient temperature. 

ii. Secondary means of containment (entire contents of the largest single tank 
plus sufficient freeboard to allow for precipitation). 

Refer to Item C.1. Additionally, secondary containment areas will be 
inspected on a daily basis for precipitation accumulation. Any precipitation 
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accumulation will be inspected daily and removed to ensure sufficient 
capacity remains. 

iii. Drainage of rainwater from the diked area into a storm drain or an effluent 
discharge. 

a. By-pass System 

There are no storm drains from the ASTs' containment systems 
located on-site. Currently, Service Welding is managing the 
stormwater accumulation within containment areas by means of 
discharge under a NPDES permit issued by the Illinois EPA, Division 
of Water Pollution Control (Permit # ILR 005304). 

b. Inspection of the run-off rainwater. 

Currently, precipitation is collected within the containment structure. 
Prior to discharge, Service Welding inspects the stormwater 
accumulated within the containment areas itself for evidence of free-
phase product. All free-phase product will be removed via pumps or 
absorbent pads/booms prior to discharge of the stormwater to the 
Canal. Testing of the stormwater discharge has revealed the lack of 
applicable constituents, i.e., oil and grease, pH and selected 
petroleum constituents above the effluent discharge standards of 35 
lAC Subtitle C (Part 304). 

Additionally, formal inspection procedures have been developed to 
address the immediate response to small deminimus spills and to 
maintain good "housekeeping" operations. A copy of the inspection 
procedures and forms are incorporated under Attachment 7. 

c. By-Pass Valve Operation 

Not Applicable. 

d. Adequate records are kept of events. 

The stormwater is managed under an NPDES Stormwater permit. 
Service Welding empties the secondary containment system during 
or after each rainfall. Records of rainfall events are maintained by 
the Illinois State Climatologist Office. This information can be 
viewed on www.sws.uiuc.edu/atmos/statecli. 

iv. Buried metallic storage tanks 

There are no underground storage tanks present at the facility. 

V. Partially Buried Metallic Storage Tanks 

There are no partially buried storage tanks present at the facility. 
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vi. Periodic Integrity Testing 

On an annual basis, the tanks remaining in permanent use will be emptied 
and the interiors visually inspected for signs of degradation. Additionally, 
every five years the tanks will be subject to ultra-sonic testing. The results 
of these tests will be maintained on record for three years. 

vii. Internal heating coils 

Only Tanks B-1 and B-2 are equipped with internal heating coils. The steam 
is vented from these tanks to the atmosphere. As part of the daily inspection 
of the plant, the steam effluent will be inspected to ensure there is no 
product in the discharge steam line. 

viii. Aboveground tank spill control overflow equipment. 

Due to the small number of tanks (boiler fuel) to remain in primary operation 
(with the remaining only acting as emergency back-up storage) and due to 
the small number of transfers that take place from the barge to the tanks, in 
lieu of automatic tank gaging devices, all tank filling operations are 
continuously monitored by two men (either equipped with two-way radios; 
or trained on hand signals for shut-off). One man will be responsible for the 
transfer pumping operation and the other man will be gauging the tank. In 
the event filling operations indicate levels within a few feet of the overspill 
manway for the tank, either communication by radio or hand signal will be 
made to the pump operator to shut the pump down. This will ensure that the 
entire loading/unloading operation will be adequately monitored to prevent 
the potential for overfilling. With regard to the smaller (gasoline & diesel) 
fueling tanks, the supplier is required to gauge the tank prior to filling, and 
then add that appropriate amount to avoid overfilling. Additionally, because 
of the close proximity of the tank to the designated unloading area, the driver 
can additionally visually inspect the tanks during loading from the vacuum 
pump on his tanker and ensure no spills or overfills occur. 

ix. Plant effluent inspection. 

The only effluent that is discharge form the facility is the stormwater that 
accumulates within the AST containment structures. These are visually 
inspected for free phase oil prior to discharge to the canal. 

x. Visible oil leaks inspection. 

All tanks and associated containment areas are inspected during the daily 
operations of the facility. Due to the limited number of tanks that are in 
active operation, only one person is dedicated to inspect the tanks and plant 
on a daily basis/weekly basis. Any visible oil leaks will be immediately 
removed. Attachment 7 provides procedures to be followed during an 
inspection. 
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xi. Mobile or portable oil storage tanks. 

None. 

3. Facility transfer operations, pumping, and in-plant process (onshore); 

There are currently only 11 tanks that are in primary active use at this time at the 
plant. The 7 - 40,000 gallon tanks are full at this time and are intended to be 
emptied at such time a buyer can be obtained for this product. There are no 
transfers occurring from these tanks. They are presently serving as bulk storage 
units. The primary remaining active tanks at this location are the four (4) 15,000 
gal. boiler fuel tanks. These tanks are used to store boiler fuel that is stripped from 
the fuel barges that are maintenanced by Service Welding. The additional sixteen 
(16) 24,000 gal. upright tanks will be used for emergency backup storage in which 
storage time will be limited. Barge to tank transfers (of boiler fuel only) are done so 
by means of an on-site vacuum tanker and flex hosing and are additionally subject 
to the provisions of EMC's Coast Guard Emergency Response Plan. Tank to tank 
transfers are completed using portable pumps and flex hosing. Portable "drip pans" 
are used to contain spillages from valve connections during tanker to tank and tank 
to tank transfer of materials. There is no product piping in operation at the plant. 
Additionally, there is no buried piping located on-site. 

When the vehicle fuel tanks (gasoline and diesel ASTs) are fueled, the supplier 
additionally is required to utilized drip pans to contain any deminimus spills from 
valve connections during transfer operations. 

4. Facility tank car and tank truck loading/unloading rack; 

i. IDOT Requirements ~ 

IDOT's requirements regarding Loading/Unloading (49 CFR 177, Subpart B) 
is specific to hazardous materials. Service Welding only manages boilerfuel 
through on-site transfers. Boiler fuel is not a hazardous material. The only 
materials accepted at the facility which would be subject to Subpart B would 
be the gasoline shipments provided by an off-site supplier. It is the 
responsibility of the supplier to comply with Subpart B. Service Welding has 
communicated this to the supplier and primarily has emphasized the 
following: 

No smoking during loading 
Handbrake to be set 
Attendance of vehicle during duration of unloading operation 
Assurance that all valves and hoses are closed and sealed following 
off-loading 

Therefore, based upon the above, the facility is in compliance with the 
minimum requirements of DOT. 
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ii. Containment system 

Fueling of the small vehicle fuel storage tanks is completed along side the 
west end of the containment area by a tanker truck with a maximum of 3000 
gallon capacity. The containment system walls for these tanks and the 
adjacent building will act as diversion structures to contain any major spills 
or leaks from the unloading operations associated with the filling of the small 
gasoline and diesel fuel tanks, until such time response action can be 
implemented. The general topography from this area is sloped primarily 
toward the south and therefore and major spills or releases will be contained 
by the building and containment structure to the south and east. 

Additionally, transfers of boiler fuel from barge to tanks is completed by 
means of a small (max. 3000 gal.) on-site vacuum tanker (which is thus 
subject to the provisions of EMC's Coast Guard Response Plan) When 
unloading from the vacuum tanker to one of the boilerfuel tanks, the vacuum 
tanker is parked along the west side of the "B" tanks' containment system . 
In the event of a major release from the vacuum tanker itself, the 
containment wall would act to prohibit the release from reaching the nearest 
entrance into the Canal and the topography dictates the flow of materials 
towards the "depressed" area, which has enough demonstrated capacity to 
contain the contents of the trucks capacity. 

iii. Physical barrier system, (loading/unloading areas). ~ During transfer 
operations all tankers will use chocks to prevent premature departure during 
loading and unloading. 

iv. Tanker truck inspection ~ During unloading all equipment, including the 
transport tanker, is continuously monitored to ensure there is no leakage 
from the vehicle's tanker or hose connections. Emphasis will be placed on 
inspection of the vehicle prior to loading and off-loading. 

5. Inspections and records; 

The ASTs are inspected on a daily basis and the entire plant is inspected weekly. 
Inspections are completed by one dedicated individual, Mr. Daniel Egan. In the 
event an incident, malfunction or deterioration is observed, the inspection will be 
recorded and the response action taken shall additionally be recorded. The results 
of periodic integrity testing of the tanks shall also be recorded. 

All records of such inspections shall be maintained for three years from the date 
thereof. 

6. Security 

There are security personnel (under contract) on-site 24 hours a day to 
ensure access to the facility is prohibited except by authorized personnel. 
Additionally, there is an 8' cyclone fence (topped with barbed wire) 
surrounding the entire facility, with locking gate access for vehicles. 
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ii. The drain valves on each of the tanks are maintained in closed position 
when in non-operating status. These are inspected on a daily basis to 
ensure they are closed. Transfer operations personnel are additionally 
trained to ensure that the valves are tightly closed following each transfer. 
The plant is operational on a 24 hour basis. 

iii. Only portable pumps are used for transfer operations. 

iv. There are no active product pipelines in use at the facility. Only portable 
flexible hosing is used for transfer operations specific to the boiler fuel tanks. 
The soapstock storage tanks are only in temporary (bulk storage only) use 
and no transfer of these materials is taking place. The overhead piping 
associated with the former transfer operations of these materials has been 
taken out-of-use. 

V. There are overhead lights located at each of the storage areas to provide 
adequate lighting dunng night time hours. Additionally, the plant is closed 
and gated during evening hours and is subject to 24 hour security 
surveillance. 

7. Personnel, training and spill prevention procedures; 

i. Personnel Training 

Service Welding realizes that implementation of the SPCC Plan would not 
be possible without proper education and training of its employees involved 
with product management on how to respond to emergencies and excise 
precautions to prevent sudden or non-sudden releases. All plant personnel 
involved with AST storage or management operations are trained specific 
to the SPCC procedures. 

The initial and continuing training program includes: 
Communication about all products used or stored on-site; 

Proper management of equipment during product storage and 
transfer operations 

Emergency notification procedures; 

Emergency response procedures; 

Evacuation procedures; 

Spill, fire and release preventative measures and controls. 

Presently there are two persons involved with the day to day AST 
management operations: 

Daniel Egan, Plant Manager 
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Andrew Chanda, USCG licensed tankerman. 

Copies of the personnel training for these individuals is maintained on record 
at the facility. 

Frequency of Training 

All operations personnel involved in the management of the AST systems 
on-site will be subject to SPCC briefings at such time there is a spill event 
or failure, malfunctioning components and any changes made to the SPCC 
plan herein. 

Furthermore, the AST/SPCC Management Personnel are required to attend 
competent person seminars every five years in accordance with the United 
States Coast Guard requirements. 

Service Welding, Lemont, Illinois 
22 SPCC Plan, Rev. 9/2001 
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REGIONAL SITE TOPOGRAPHIC MAP 
AND 
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I SPCC PLAN (9/2001), ATTACHMENT 1: SITE TOPOGRAPHIC LOCATION MAP 
SERVICE WELDING & SHIP BUILDING, NE CANAL BANK ROAD, LEMONT, ILLINOIS 

3-D TopoQuads Copyright © 1999 DeLonne Yannouth, ME 04096 SouKe Data: USGS [——HiSO ft ScJe: 1:12,00^061*3:14-1 Datum: WGSM 
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MATERIAL SAFETY DATA SHEET - : _ 

MAMJFACTURER/SUPPLIER; 
Service Welding and Shipbuilding 
'.0. Box 660 

Lemont, Illinois 60439 , 

EMERGENCY TELEPHONE NUMBER (708) 739-6660 

Chemical Name: ACIDULATED SOYBEAN OIL 
Trade Name: ACID OIL 

Hazardous Ingredients: None 
Hazardous Mixtures of Other Liquids, Solids, or Gases: By-product of vegetable oil processing, 

not hazardous. 

PHYSICAL DATA 

Boiling Point (F°): >400° F Specific Gravity (H20): 0.95 
Vapor Pressure (mm Hg) (§ 20° C: I Percent Volatile by Volume (3.100° C: <2.0 
Vapor Density (air=l): >1 Evaporation Rate: NA 
Solubility in Water Very Soluble 
Appearance and Odor Dark brown liquid or semi-liquid with a strong odor. 

FIRE AND EXPLOSION HAZAIID DATA 

Flashpoint: >350° F 
Extinguishing Media: C02 foam or dry chemical 
Special Fire Fighting Procedures: Use self-contained breathing apparatus 
Unusual Fire and Explosion Hazards: A flammable vapor-air mixture may form if the porduct is heated 

above the flash point. 

HEALTH HAZARD INFORMATION 

Threshold Limit Value: No known health hazards. 
Effects of Overexposure: None under normal handling conditions. 
Emergency and First Aid Procedures: 

Contact Areas: Wash with soap and water. 
Ingestion: Induce vomiting and call a physician 
Inhalation: Apply artifidai respiration if needed. Call a physician. 

REACi'lVlTY DATA 

Stability: Stable 
Incompatability: Compressed oxygen and other OTddizing agents.' 
Hazardous Decomposition Products: Fumes may be toxic if product is heated to decomposition. 
Hazardous Polymerization: WiH not occur. 



• .SPILL OR LEAK PROCEDURES 

Steps to be Taken in Case Material is Released or Spilled: 
Pump or scoop into containers. Use absorbent or flush with detergent and hot water. 

Waste Disposal Method: 
Use an approved land-fill or incinerate. Ensure compliance with local, state or Federal regulations. 

SPECTAL PROTECTION INFORIVUTION 

Ventilation: Mechanical. 
Protective Gloves: Rubber. 
Eye Protection: Splash-proof goggles. 
Other Protective Equipment: Coveralls. 

SPECIAL PRECAUTIONS 

Precautions to be Taken in Handling and Storing: Use normal handling conditions. Store in tanks away 
fi'om heat sources that exceed the flash point. 

!«« 
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NKDCH 
MATERIAL SAFETY DATA SHEET 

CHEMICAL PRODUCT & COMPANY IDENTIFICATION 
TRADENAME 
CAS NUMBER 
MSDS NUMBER 
PRODUCT CODE 
SyN0NYM(8) 

MANUFACTURER 

REFORMULATED GASOUNE 
MIXTURE 
5467 
ND 
MOTOR FUEL 
UNLEADED OASOUNE 

APPLICABLE TO ALL GRADES 
Koch P«trol«um Group. LP. 
POBoxSBQB 
Corpus ChnsCTX 
78403 

" TELEPHONE NUMBERS - 24 HOUR EMERGENCY ASSISTANCE 
Kodi Petroleum GfOup.LP^ 3 6 i ' 2 4 i ^ i i 
CHEMTREC: 800-424-9300 

TELEPHONE NUMBERS - GENERAL ASSISTANCE 
a-5(M-P,CST) 361-a41-4«11 
8-5 {M-F. CST) MSDS 316-628-6468 

» Astistanca 

- 2 COMPOSmON / INFORMATION ON INGREDIENTS 
M marxfurt Nanw CAS Number Concentratien* Exposure Limits / Health Hegarcte 

GASOLINE. UNLEADED MIXTURE 82-100% Gasoline: 
300 ppm e^Hour VN^ (ACGIH) 
500 ppm lS-Min STEL (ACGIH) 

TOLUENE 108-88^ 0-20% 200 ppm 8-Hour TWA (OSHA) 
300 ppm CQUNG (OSHA) 
SO ppm 8-Hour TWA (ACQIH) 

XYLENES 1330-20-7 0-18% 100 ppm 8-Hour TWA (OSHA) 
100 ppm a-Hour TWA (ACGIH) 
150 ppm 15-Mln STEL (ACGIH) 

CTHYL-T-BUTYL ETHER 637-92-3 0-18% 6 ppm 8-Hour TWA (ACGIH) 

TERT-AMVL METHYL ETHER 994-08-8 0-18% ND 

ETHYL ALCOHOL 

METHYL-T-BUTYL ETHER 1634-04-4 0-15% 40 ppm 8-Hour TWA (ACGIH) 

64-17-5 0-10% 1000 ppm 6-Hour TWA (OSHA) 
1000 ppm 8-Hour TWA (ACGIH) 

SOCT ppm 8-Hour TWA (OSHA) 
50 ppm S-Hour TWA (ACGIH) 

N-HEXANE 110-64-3 0 -7% 

T-BUTYL ALCOHOL 75-65-0 0 -7% 100 ppm 6-Hour TWA (OSHA) 
10Q ppm 8-Hour TWA (ACGIH) 

ND 3 No Data NAs Not Applicable Printed On 04/24/2000 
> M ^ ^ 1 • & • • * 1 / 10 



12/14/2000 X- i - ' i l rAA, tu« ••«• ̂ 901 

Irtgredlent Name 

ETHYL6ENZENE 100-41-4 0-4% 

CYCLOHEXANE 

CAS Number Concentration* . Expoeure Limits / Health Httards 

100 ppm 8-Hour TWA (OSHA) 
100 ppm B-Hour TWA (ACGIH) 
125 ppm 15-M!n STEL (ACGIH) 

300 ppm 8-Hour TWA (OSHA) 
300 ppm e-HourTWA (ACGIH) 

110-82-7 0 - 3 % 

METHYL ALCOHOL 

I.a4-TRIMETHYLBEN2ENE • 

BPt47FNE 

NAPHTHALENE 

67-56-1 

95-63-6 

71-43-2 

91-20-3 

0-3% 

0 -2% 

0 - 1 ^ % 

0 - 1 % 

200 ppm 8-Hour TWA (OSHA) 
200 ppm B-Hour TWA (ACGIH) 
250 ppm 15-Min STEL (ACGIH) 

2S ppm 8-Hour TWA (ACQIH) 

1 ppm 8-Hogr TWA (OSHA) 
S ppmlS-MinSlbL(QSHA) 
0.5 ppm 8-Hour TWA (ACGIH) 
2.5 ppm 15-Min STEL (ACGIH) 

10 ppm 8-Hour TWA (OSHA) 
10 ppm 8-Hour TWA (ACGIH) 
15 ppm IS-Mln STEL (ACQIH) 

CUMENE 98-82-6 0 - 1 % 50 ppm a-Hour TWA (OSHA) 
50 ppm 8-HourTWA (ACGIH) 

•Values do not reflect absolute minimums and maximums: theea values are typical whicft may v a ^ from Ume to 
Hme. 

Thla Matmial Safety Data Sheet •« intended to oornmunicate potential health hazards and potentlaJ p h y ^ 
hazards asseciaied wKh the produci(s) covered by this sheet and is not intended to communlcata product 
SpecTication infemration. For product specification information, contact your Koch Petroleum Group. LP. 
rspresentative. 

3 HAZARDS IDENTIFICATION 
EMERGENCY OVERVIEW 
WARNING! 

HEALTH HAZARDS 
MAY CAUSE CARDIAC SENSmZATION 
MAY BE HARMFUL OR FATAL IP SWALLOWED OR INHALED 
MAY BE iRRrrATING TO THE SKIN. EYES AND RESPIRATORY TRACT 
ASPIRATION HAZARD IP SWALLOWEO-CAN ENTER LUNGS AND CAUSE DAMAGE 
OVEREXPOSURE MAY CAUSE CNS DEPRESSION 
POTENTIAL REPROOUCnVB HAZARD 
POTENTIAL CANCER HAZARD 
0ANGER^30l«rrAINS BENZENE-CANCER HAZARD 
SEE -TOXICOLOGICAL INFORMATION* (SECTION 11) FOR MORE INFORMATION 

PLAMMABIUTY HAZARDS 
EXTRBHELY flAMMABLE 
FORMS EXPLOSIVE MIXTURES WITH AIR 
MAY CAUSE FLASH FIRE 

REACnVITY HAZARDS 
STABLE 

NDsNoOata NAsNotApplicabie Printed On 04/24/2000 
2 / 10 
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POTENTIAL HEALTH EffECTS. SKIN « _ _ ^ * , . . « I « « , . H ^ - ^ - ^ m-w 
IRRITATING. Contact may causa n»iden(ng. a«*l«^ • « * ' ' n S « ^ ' ^ 5 g I ^ ! ^ 
result in drying, reddening. Rching. pain, inflammation, aaddng and possMe secondary .nfecbon with tissue 
damage. Oefe^ng agent 

Absorption from prolonged or repeated skin contact may causa systemic toxkrfty. 
POTENTIAL HEALTH EFFECTS, EYE 
Direct contact may cause imtation, rednass, tearing and blurred Vision. 

Exposure to vapors, fumes or mists may cause Irritation. Direct contact may cause pain, tears, bums, senslfiwity 
to ligni swelling and possible corneal damage. 
POTENTUL HEALTH EFFECTS. INHALATION . 
B rea th^ of the mists, vapors or fumes may irritate the nose, throat and lungs. Symptoms may mdude sore 
throaL coughing, labored breathing, sneezing and burning sensatton. depending on the concentration and 
duration of exposure. 

Exposure to high concentrations of mists may laad to oil chemical pneumonia. 

May causa central nen»ous system depression or effects. Symptoms may inelude headache, excitation, 
euphoria, dizzinesa, incoordination, drowsiness, nght-heededneas. blurred vision, fatigue, tremors, eonvulaons. 
loss of consciousness, ooma. respiratory arrest and death, depending on the concentration and duration of 
exposure. F^epeated or prolonged exposures may cause behavioral chartges. 

May cause cardiac sensitization, including arrhythmia (irregular heart beat) and death due to cardiac arrest 

Overexposure to this material may cause systemic damage including target organ effects listed under 
Taodcoiogical Infonnation' (Section 11). 

Other speeifle symptoms of exposure are listed under Toxicological Infonnation' (Section 11). 
POTENTIAL HEALTH EFFECTS. INGESTION 
May cause irritation of the mouth, thnsat and gastrointestinal tract Symptoms may include salivation, pain, 
nausea, vomiting and dlarrtiea. 

Aspiration into hirtgs may cause chemical pneumonia and lung damage. 

Exposure may also cause central nenrous system symptoms similar to those listed under 'tnhaladon' (see 
Inhalation section). 

Overexposure to this material may causa systemic damage including t ^ e t organ effects listed under 
Toxicologicai infonnation' (Section 11). 

Other specific symptoms of exposure are listed under "Toxtooioglcai Information' (Section 11). 

FIRST AID MEASURES 
SKIN 
Immediately wash sUn with plenty of soap and water while removing eontaminatad clothing and shoes. Get 
metfcal attention if nrftation develops or persists. 

Place contaminated dothing In closed container for storage until laundered or discarded. If clothing is to be 
lamdered. Inform person perfbrm^g operation of contaminants hazardous properties. Discard contaminated 
leatfier goods. 
EYE 
Flush immediately with large amounts of water for at least 16 minutes. Eyelids should be held away from the 
eyebaU to ensure thorough rinsing. Get medical attention if irritation persists. 
INHALATION 
Remove to fresh air. if not breathing. Institute rescue breathing, if breathing is difficult, ensure airway Is dear 
and give oBtygen. 

Keep affected person want* and at rsst GET IMMEDIATE MEDICAL ATTENTION. 

NO = No Data NA = NatAppficable Printed On 04/24/2000 
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INGESTION _ ^ _ . , 
Do not Induce vomiting because of danger of aspirating Squid Into lungs, causing senous damage and chemical 
pneumonffls, if spontaneous vomiting occurs Iceep head below hipe to prevent aspiration and monitor for 
brsattiing difficulty. Gastric lavage should be performed only by quBlWed medical personneL 

Keep affected person wann and at rest GET IMMEDIATE MEDICAL ATTENTION. 

NOTES TO PHYSICIAN 
/Aspiration of low viscosity petroletxri hydrocarbons may cause severe pneumonitis (oil pneumonia). Vomiting 
should not be induced. In unoonscioua victims, use of an endotracheal tube should be considered, if gastric 
lavage is uridertaken. If 9ontaneeus vomiting has occuned ^tsr ingestkin, the patient shoukl be monitored for 
dffieult breathing, as adverse effects of aspiratk}n into the lungs may be delayed up to 48 hours. 

In cases of acuta poieoning, artificial respirafion with administration of oxygen may be useful for support DO 
NOT GIVE EPINEPHRINE. EPHEDRINE OR SIMILAR ADRENERGIC DRUGS. THEY MAY INDUCE FATAL 
VENTRICULAR FIBRILLATION. Electrocar^ograph'ic monitoring shOiMd be carried outwith severely ill patierrts 
to anticipaie possble cardiac arrest 

/Anemia may require the usuel st^portfve measures. Mescal evaluation of acute overexposure should include 
' hematotogieal determinations until stable. In severe acute and chronic poisoning, both renal and hepatk: 

damage may occur and shoukl be anttdpated in such cases. Respiratory and pulmonary problems may require 
special alteritlon./Vfter severe acute syrnptoins have been alleviated, it rnay be advisable to consider periodk: 

,, monitDrTng of the patient until such time aa ihe likelihood of other adverse effects can be discounted. 

INH/kLATION/ABUSE: Gasoline is one of the solvents used by chemical substance abusers. These patients 
may present ecute or chrenio CNS signs or symptoms aa weO as arrtrythmias. 

> FIRE FIGHTING MEASURES 
HAZARDOUS COMBUSTION PRODUCTS 

•^ Combusikm may produce C0x.N0x and SOx. 
EXTINGUISHING MEDIA 
Use water spray, dry chemical, alcohol foam, all purpose AFFF or carbon dtoxkje to extinguish fire. 
BASIC RRE nGKHNG PROCEDURES 
Shut oft source of ftow if posstole. 

Evacuate area and fight fire from a safie distance. 

If leak or spill has not ignited, ventilate area and use water spray to disperse gas or vapor and to protect 
personnel attempting to stop a leait Use water spray to cool adjaeem stnKiujes and to protect personnel. 

Containere can build up pressure if expoeed to heat (fire). Stay away from storage tank ends. Withdraw 
immedl^sV in case of rising sound from venting saMy device or any discoioraiton of storage tank due to fire. 

Be aware that a BLEV6 (Boiling Liquid Expanding Vapor Exptoskm) may occur unless surfaces are kept cool 
win water. 

F b e f ^ r a must wear MSHA/NI08H approved posflive pressure breathing apparatus (SCBA) with full face 
^ mask and full protective equipment 9-rr-

UNUSUAL FIRE & EXPLOSION HAZARDS 
-^ Extremely flammable. Vapom form flammable or expkwive mixtures with air at room temperature. Vapor or gas 

may sprMd to distant ignlHon sources and flash back. - > - « 

Expknkm hazard if exposed to extreme heat or to physkal or theimai shock. 

«i FhwhPoW -40 'F (-40'C) TAG CLOSED CUP 
Autolgnition Tempereture 536 . g53 ^p {gao - 456 'C) 

'^ RammabiNty Limits in Air, Leiver. % by Volume 1.4 % 
^ FlemmabiSty UmJts in Air. Upper, % by Volume y g ^ 

N D - N o Data NA«Not Applicable Printed On 04/24/2000 
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ACCIDENTAL RELEASE MEASURES 
EMeRQENCV ACTION 

Enmktote w d l w shut off ignition sources and Veep ignitton sourr^ o ' ; < » ^ * " ™ * ^ J S £ n ? ! f ^ J f S l S?Sr 
away, isotate hazanJ area and deny enby. Stay upwind. Isolate for 1/2 mile h afl dlrectons if tank, ran car or 
tank t n x * is involved in fire. Evacuate area endangered by release as required. (See Exposure 
Control/Peiaonaf Protection - 3 » c ^ n B). 
ENVIRONMENTAL PRECAUTIONS 
EBminate all sources of Ignition. Isolate hazard area and deny entry. 

If product is released to the environment take Immediata steps to stop and contain release. Cauflon shouW be 
exercised reganftig personnel safety and exposure to the released product Noli^- local authorities and the 
Natkvial Response Center, if required. 
SPILL OR LEAK PROCEDURE 
Keep unnecessary people away. Isolaie area for at least 25-50 meters (BO-160 feet) to presenre pubKc safety. 
For large spills, consider initial evacuation for at Isast 300 meters (1000 feet). 

Keep igniton sources out of area and shut off all ignition sources. Absorb spill with mert material (e. g- dry sand 
or earth) then place in a chemical waste container. Urge Spins: Dike far ahead of liquid spiW for later disposal. 

Use vapor suppressing foam to leduce vapors. Stop leak wtien safe to do sa 

See Exposure Controls/Peraonal Protection (Section 9). 

' HANDLING & STORAGE 
H/ANDUNG 
Gkound Knee and equipment used during transfer to reduce the possa»Tfty of statk; sparit-initlated fire or 
explegiofi. Use non-cparidng tools. Do not out grind, dn1l.weki or reuse containera unless adequate 
precauttons are taken against these hazards. 

Do rwt eat drfnk or smoke ki areas of use or storage. 
STORAGE 
Store in tighdy dosed eontainers in a coot, dry, Isolated, weO-ventllated area away from heat sources of Ignition 
and inoompaiblcs. Avokl contact with Strang oxklizers. 

Empty containers may contain product residue. Do not reuse without adequate precautkms. 

8 EXPOSURE CONTROLS / PERSONAL PROTECTION 
ENGINEERING CONTROLS 
VenbMfon and other forms of engineering conirols are the preferred means for controlling exposures. 
EYE PROTECTION: PERSONAL PROTECTION EQUIPMENT (PPE) 
Wear chemical safety goggles and face shiekt Have eye washing laoflides readily available where eye contact 
can occur. 
SKIN PROTECTION: PERSONAL PROTECTION EQUIPMENT (PPE) 
Avoid sUn contact with this materiaL Use appropriate chemical pratecbVe gtoves when handling. 

\JtM good personal hygiene. 
RESPIRATORY PROTECTION: PERSONAL PROTECTION EQUIPMENT (PPE) 
A NIOSH/MSHA approved air purifying respirator with an appreprlate cartridge or canister may be appropriate 
under certain dreumstances where airtxame concentrattona are expected to acceed exposure limiis. Protectton 
provided by air purifying rsspiratDrs is limited. Uae a positive pressure air suppfied respbator ffthen&is any 
potential for an uncontrolled release, ̂ iposure levds are not known, or any other dreumstances where air 
purifying rsspfralors may not provide adequate pratecd'on. 

9 PHYSICAL & CHEMICAL PROPERTIES 
ODOR AND APPEARANCE 

CLEAR. COLORLESS UQUID WITH A SHARP, PENETRATING. AROMATIC ODOR 

NO s No Data NAsNotAppneable Printed On 04«4/20Q0 
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BoiSng Point 
SpedlteGravty 
MeWng Point 
Pftieent Volatile 
Vapor Pressure 
Vepor Density 
Bulk Density 
Soiubilily in Water 
Oetanol/Waler Pann 
Voiafile Organte 
Pour Point 
pH Value 
Freezing Point 
Viscosity 
Evaporation Rate 
Molecuiar Formula 
Moieeular Weight 
Chemical Femlly 
Odor Threshold 

80-90T(?7-32-C) 

ND 
.ISO'FC-BO-C) 

100% 
6.4-16p8ia9 100*F(36'C) 

3 - 4 
NO 
NEGUGlBLE 

NO 

ND 
ND 
ESSENTIAaY NEUTRAL 
ND 

NO 

MODERATELY FAST 

MOCTURE 
NA 
HYDRtXARBON MIXTURE 
ND 

10 STABILITY & REACTIVITY 
STABiLrTY/INCOMPATABILiTY 
Incompatible with oxkHzing agents. See preeautiona under Handling & Storage (Sectkxi 7). 
HAZARDOUS REACTIONSfDECOMPOSniON PRODUCTS 
Combustkm may produce COx, NOx and SOx. 

11 TOXICOLOGICAL INFORMATION 
ROUTES OF EXPOSURE 
Inhabdon, ingestion. sMn and eye contact 

NOtiNoOala NAsNotApplicabie Printed On 04/24/2000 
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S S ^ c S S . t e ' t S ^ 
el l tos to the tbitowing: kWney. Bver. spleen, pancreaa, ftymu8.bk)od. a ^ ^ 
systems or target o r ^ s Jndude the following: mmune. lespiralory. cardwvaacuiar and nen«)u$ systems. 

&q»sure to components of this material may cause me following speclfie symptoms, depending on the 
concentration and duration of exposure: anemia. 

This material may contain benzene. Benzene is caminogenic to laboratory animals when Slvw b y J i ; * ; ^ * ^ « ' 
by inhalation. There is an assodation between occupational exposure to benzene and hurron 'eutemta. 
Carcinogenic determinations: lARC Human poaiiive and Animal suspected carcinogen: NTP ' < n « » ^ f ; 2 ^ . 
ACGIH Suspected carcinogen; OSHA oardnogea Acute benzene poisoning <^9 i feaG6t«mipefy(m^r^ 
depression. Chronk: exposure affects the hematopoietic system causing Wood disorders Inciudinganemia and 
pancytopenia. Mutagenic and clastogenic In mammalian and non-mammalian test systems. Reproductive or 
devetopmental toxicant only at doses that are maternally toxic, based on tests with animals. 

This material may contain toluene. Toluene Is an eye, skin, and respiratory tract irritant as w e l l ^ a central 
nenwue system depressant Overexposure may result m damage to the brain, liver, kidney, ^ o ^ ^ ^ f ^ ' 
respiratoiy and neurological systems. Prolonged and repeated exposure may result in behavioral OT*CB, 
anemia, and color vision abrMrmaHties, Wndness and hearing loss. It has been shown to produce reproductive 
effects m both humans and laboratory anfcnab. It has also been reported to produce cardiac sendttotion. 
Ftepeatad or prok>nged exposure to toluene may result in akin absorption, which may result m toxic effects. 
lARC has detenniwd that there is inadequate evidence for the cardnogenlcity of toluene in humans and 
experimental animala (I/ARC Class 3). 

This material may contakisthanoL Repeated Ingestion of elhanol can result in alcohol abuse, causing 
behavteial changes, memory toea. impaired judgement decreased appetite, irregular heartbeats, and decreased 
forttOly. Prolonged and repeated ktgeetion of eihanol has also been associated with oanoers of Ihe mouih, 
pharvmx, eseptagus and liver. Eihanel ingestion by pnsgnsnt women can cause miscarriage, low birth weight, 
premature birth and fetal akxihol syndrome. In males, acute end ehronc alcohol ingestkxi may affect gonadal 
honmone levds. It may also affect the liver, kidney, brain, blood and eardiovascuiar system. 

Thie product contains n-hexane. n-Hexane Is a sUn. eye and respiratory tract irritant it is a cardiac sensitizer, 
central nervous system depnMsant and a neurotoxin. Acute exposunt may result in dizzinese, asphyxia, 
anesthesia, brain damage and cardiac arre^ at high concentrations. Repeated or prolonged exposure may 
result In peri|4ieral neuropathy, characterized by progressive weakness, facial and limb numbness, color vision 
abnormalities and paralysis of the Gmbs. It has been obsenwd to cause damage to the testes and fetal effects 
in a two generation animal study. NTP has reported it to ceuse liver tumors in female mk:e. Persons with skin, 
lung, 8ver or Wdney disorders may be at Increased risk. 

This material may contain ten-butyl alcohol. Chronk; exposure to leit-fau^ akxihol (TBA) by the oral route 
produced some evidence of cancer in male mts. and female mice, equivocal evidence in male mice and no 
evidence in female rats. Overexposure may also eflectlhe central nenrous system, heart, liver, kkiney and 
urinary bladder. Exposure by both the inhalatbn and oral routes to oqterimentaJ animals has produced some 
evidenoe of repiQductive and fetal effects (In some oasee with maternal hodc'ity). 

TNe materiel may oomam methyl aieohoi. Methyl alcohol is a skm and eye irritant It <• slightly toxie fay 
inhalation, skin absorption and mgeslion. it has oecn shown to produce neurotcodcrty and is a central nervous 
system depressant Poisonins may affect ttw eyes, kidneya, heart brain and Gver. Intoxfeation may result in 
Inebriation. Symptoms may occur wiBiin 12>18 hours after exposure and may Indude: headache, dizziness, 
nausea, vomiting, diarritea. ringing in ears, dullness, resttessnese. dtm'mished appefite, weakness, abnomnal 
rapid heart beat and leg cramps. Bhined or dimmed viskxi with optic neuritis, riiythmieal movement of eyeball, 
dilated, unresponsive pupils, eye pain, concentric constriction of visual fiekis. intolerance to light end optk: nerve 
atrophy, wUhtrane'ient or permanent bfridness. Effects on vision may be delayed. It has been shown to produce 
repreduetrve/fetal effects in laboratory animals. 

Thie material may contain naphfhafene. Naphthalene can be hamiful by any route of exposure. Humans may 
be mors sensitive to naphthalene ihan laboratory animals. Naphthalene can cause skin and eye irritation and 
acute central nenrous system effects, it can also cause bfcxid effects, induding hemdytie and apiastie anemia, 
cataracts, nver and Mdney damage. Fdlowing maternal exposure, naphthalene has also been reported to cause 
IMalbkiodsMstBm, liver and posibiy eye damage. In a 2-yeftr lifetime InhaialionbioaBaay.femafemkM showed 
a s'lgnHicani^ increaaed inddenoe of pulmonary alveolar and bronchfolar adenomaa. On this basis. NTP hae 
determined that there is some evfder«e of naptithalene cardnogenidty in female nrice. Both male and female 
mice showed evidence of chrorA: friflammatton and its associated response in the respiratory system. 

NOsNoOata NA s Net Applkable PrintedOn 04/24/2000 
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Reports have saeoeiated repeated and prolonged oeeupatienal ovefsjtposuie to solvents with pemtanent brain 
and nervous system damage (sometimes referred to ts solvent or painfer's syndrome), mtanbonal misuse Oy 
defiberalely concentrating and inhaling this product may be harmful or fatal 

WAANtNa Ttie use of any tiydroeartum fuel in an area without adequate vefflilatkin may result in hazardous 
levels of eombustwn prodiicts and Inadequate oxygen levels. 
CARCINOGEMCITY 
Wholly vaporiaed unleaded gasoline produced an increased inddenee of liver cancers in female mice and 
kidney cancers in male rats f oikswing a two-year inhalation period. Subsequent investigations indlcata that 
kidney damage, linked to kidney cancer, may be spedfk; to the mafe rat lARC has determk^ed that there is 
limited mykificB for the caretnogenidly of unleaded gasoline in eaqperimcntal animals and inadequate evidence 
m humans. (lARC Ctas -̂SB). Solvent extracts of gasoline exhaust partfeies produced skin cancer m laboratory 
animals leadng (ARC to categorize gasoline engine exhaust as a possible human cancer hazanJ. 

This material contains eihyibenzene. Ethylbenzene has shown dear evidence of cardnogenteity in male rats 
and some evidence of carcinogaik% in female rats and male and female mk». 
TERATOGEWCfTY. MUTAQENtCrTY, OTHER REPRODUCTIVE EFFECTS 
This product contains components which have been shown to be posifive m mutagenk:'ity assays. 

Thla pnxiuci contains components which may cause adverse reproductive and/or developmental effects. 

Pregnant women may be at an increased risk from exposure. Consumption of aieoholio beverages may 
enhance toxic effects. 

Thb product may contain methyl tert-butyl ether (MTBE). Chronic exposure to very high coneentraftons (3000 
and 6000 ppm) of MTBE resulted In an increased kicidenoe of tumors, produced urinary system effects and 
maternal and/or fetal toiddty in laboratory animals. This material was tested in a number of mutagenicity assays 
and the results were generally negative. However, they were positive in a Mouse Lymphoma Assay. TDe 
signAcance of these findings for human health hazards is unclear. Damages genettc material in some 
short-term test systems, kfey cause adverae reproductive and/or developmental effects. These effects appear 
to occur at doses that are maternally toxk:. 

PRBPEXESTINQ CONDITIONS AGGRAVATED BY EXPOSURE 
Pre<«xl8ling medical conditions whk:h may be aggravated by exposure mdude disorders of the kidney, liver, 
skin, blood, eyes, immune, cardiovascular, respiratory and nemous systems. 

12 ECOLOGICAL INFORMATION 
ECOroXICOLOGiCAL INFORMATION 
ND 

13 DISPOSAL CONSIDERATIONS 
WASTE DISPOSAL 
Tnfe preduot as suppned. when discarded or dfeposed of, is a hazardous waste according to Fedemt regulationa 
(40 CFR 261) due to itiignitabiiity and benzene eonfent Under the Resource Consen/atton and fleooveiy Act 
(RCRA). it is the reeponsibility Of the user of the product to determine, at the time of disposal, whelherihe 
material is a hazardous waste subject to RCR/L 

The transportaikMi. storage, treatment and disposal of RCRA waste material must be conducted in compliance 
with 40 CFR 262.283.264.268 and 270. Disposal can occur only in property permitted fadHtfea. Checlistate 
and looal regulations fOr any additional requirements as theee may be more restrietiwe than federal lawe and 
reguiationa. Chemical additions, processing or ottierwise altering th'« rttaterial may make ihe waste 
management information presented in thte MSDS inoompiete, inaccurate or otherwise ktappropdale. Diapesal 
of this material must be conducted in compliance with all federal, state and k>cai regulatione. 

14 TRANSPORT INFORMATION 
BILL OF LADING - BULK ( a S. DOT) 
Gaeoiine, 3. UN1203. PG11RQ. (Xylenes. Benzene) 
B l U OF LADING • NON-BULK (U. S. DOT) 
Gasoline. 9, UN1203, PG II. RQ pCyfenes. Benzene) 

NOsNeOate NAs Not Applicable Printed On 04/24/20Q0 
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U, S. Department of Trensportrt ion (DOT) Requirements 
Genne l Transportation Infermslien for Bulk Shipmetite 
Proper Shipping Name Gasoline 
Hazard Class 3 UNf l ^Code UN1203 

Packaging Group PG II 
Labeb Required Rammable Liqutd 
Placards Required Flammabte Liquid, UN1203 
Reportabfe Quantity See Regulatory information (Section 15) 
General Transportation Information for Non-Bulk Shipments 
Proper Shipping Name GasoHne 
Hazard Clase 3 UN/NACode UN1203 
Picfcaging Group PG II 
Labeto Required Flammable Liquid 
Placards Required Flammabte Liquid. UN1203 
Reportabfe Quantity See Regulatory Information Section 1S) 

The above description may not cover shipping in all cases, please consult 49 CFH 172,101 for specific shipping 
informaOon. 

5 REGULATORY INFORMATION 
FEDERAL REQULATK)NS 
M Ingredients ars on the TSCA inventory or are not required to be listed on the TSCA Inventoiy. 

Consult OSHA's Benzene standard 29 CFR 1910.1028 for provisiona on air monitoring, employee training, 
mednel monitoring, etc. 

This product rnay be subject to export notificatton under TSCA section 12(b): contains: tert-Amyl methyl ether 
(CAS# 994-054). Methyl ter^butyi ether (CAS* 1634^)4-4), Cydohexane (CASti 1 0 ^ - 7 ) . 

A releaae of this product as supplied, is exempt from repoitng under the Comprehensive Environmemal 
Reeponee Compensation and Liabiiity Act (CERCLA) by the petroteum exdusion. Releases may be reportable 
tothe Natfamd Response Center (800-424-8802) under the Cfean Water Act, 33 U.S.C. 1321(b)(3) and (S). 
Cfieck state and ioeai rogulatkmsfer any additional requiremoitts as these may be more restrictive than feideral 
laws and regulatione. Failure to r^»ort may result in substvitial dvil and criminal penalties. 

This product as supplied, contains cumene. methanol, hexane. toluene, MTBE, ethylbenzene. cydohexane. 
naphinaiene. jqrtenes and benzene which are Hazardous Substances as per 40 Cr=R Part 302.4. The 
teportabte quantltfes for cumene. methanol, hexane. toluene, MTBE. ethylbenzene, cydohexane, naphthafene. 
xytones and benzene are6000.SQOQ,S000.1000,1000.1000.1000.100.100.andlO pound(8), respectively. Ar^ 
releaae of this product that resutta in a retease of cumene. meihanat hexane, toluene, MTBE. ethytienzene, 
cydohexane. naphthalene, xylenes and benzene equal to or exceeding the reportable quantity must ba reported 
to the Netkinal Response Center (800<424-88f)e) and appropriate state and kx») regulatory agendas as 
deeoibed ki 40 CFR Part 302.6 and 40 CFR 35S.40, respectively. 

Thia product conlaina one or more componente designated as hazardous substances or toxic pollutants 
pursuam to the Federal Oeen water Act (40 CFR 116.4 Tabfe A; 40 CFR 401.15). Any unpermttted 
tmroduokxi of this product Into a fadllty stormwater or wastewater discharge may constitute a violation of the 
Cleen WoMr Act. Fedlities must notify the appropriate peimlttkig egency prior to kitrodudng th's product imo the 
anremennonea taecnarges. 

iWa product coreoins one or mors substenoes listed as hazardous, toxic or flammable eir polutants under 
Section 112 of the Qean Air Ac t 

There may be spedfio reguleiions at the local, regional or stete/praivinetai level that pertain to this product 
STATE REGULATK)NS 
WARNING: This product oontelns a chemkal known to the State of California to cause cancer and binn defects 
or other reproductive harni. 

NDaNoDate NA=Not Applicable PrintedOn 04/2413000 
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SARA TlTlEni RATINGS 
Immediatt Hazard: X 
Reactivity Hezard:-

NFPA RATINGS 
Health 1 

HMIS RATINGS 
Heallh T 

K 1 WW • • • » « v v . 

Delayed Hazard: X 

Flammability 

Flammabnity 

4 

4 

Fire Hazard: X 

Reactiyity 

Reactivity 

S/VRA LisMd kigredfent Name 

TOLUENE 
XYLENES » 
METHYL-T-BUTYL ETHER 
N-HSXANE 
T-BUTYL ALCOHOL 
ETHYLBENZENE 
CYCLOHEXANE 
METHYL ALCOHOL 
1,2.4.TRIMETHYLBENZENe 
BENZENE 
NAPHTHALENE 
CUMENE 

, 

pressure Hazard: • 

0 Special 

0 

CAS Number 

108-88-3 
1330-20-7 
1634-04-4 
110-S4-3 
75-65-0 
10041^ 
110-82-7 
67-66-1 
95^-6 
71-43-2 
91-20-3 
98-82-8 

Hazanls 

Maximum % 
20.0 
18.0 
15.0 
7J0 
7.0 
4.0 
3.0 
3.0 
2.0 
1.3 
1.0 
1.0 

6 OTHER INFORMATION 
DtSCLAIMER 
NOTICE: Tlte feformation presented herein Is based on date considered to be accurate as of the date of 
preparation of this Materiel Safety Date Sheet However. MSDS ntay not be used as a commeroia] spedfk»tion 
aheet of menufactursr or seller, and no warranty or reprasantatfen. expressed or implied, is made as to the 
accuracy or comprehensiveness of the fonsgoir^ date and safety Mbnnafion. nor is any authorizatfen given or 
impUed to practice ar^ patented invention without a lioense. in addition, no responsSHlity can be assumed by 
vendor for any damage or injury resulting from abnomtal use, from any feilure to adhere to recommended 
practioea, or from any hazande inherent in the nature of the product 

Current Revision Date 11 •Ap^̂ O0O Repteces Sheet Dated 
Completed By Safety A Emergency Response, Koch IndustrieSi Inc. 

23-Oec-199e 

NO > No Data NA = NotApplicabto Primed On 04/24/2000 
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Material Safety 
Data Sheet 

conoco 

Emerquncy Med i ca l Telephone ( 0 0 0 ) 441 3 6 3 7 

NO. 1 UIESEL FUEL/NO. t FUEL OIL 

# 

L MATBBIAL IDSNTinCATION 

RaoM 
Na 1 DlcMl Foel/Na 1 Pnei OU 

Cfcfksl Fsarily 
Mixed Petroteaia H!ydrocait>on 

n . OSOA HAZAM) OKTESMINAIION 

CAS RsfWiy Neaktf 
Mixtwe; See Sectioa X! 

nroiBcCCfidc 
3501/4195 

Trsaffortsdoo EBSrgciiey nsB* 
1-^00) 424-9300 (Ckemtiec) 

Tbe materisl b ti«zsnk>us w$ defliisd by OSHA't Ibard CoauansJcidoa Stwadxid, 29 CPR mai2Da 
Rete to Section XI Of tab MSVS tor IMenI n d stttA repiUtoiy InfbnnSiiOB. 

Hsaidoas IiifrHicato CAS Rtglstrr Nveibw Cowccatnftoa 
HyliocMboBS (Araoistfc A ranOfnic) Mhnire >90% 
Napbilakoe 91-20-3 . Approx. 3 « 

Hawdves Fhy»i<sl Prgyttdu 
d m n Oonbustible IkftU • NFPA 30-1987. 

m. pcrvsicAL DATA 

Appeenmcs nw Odor 
Ckir Uqdd: 
Pusfflaicodor 

BeOiai FeiBtflPlaBio 
330*-572T 

vepor hcsfor* (aeiBg), <I*F 

Vapor D«uity (Mr > 1.9) 
>1 

SpcdOc Grevttjf (B.O»l) 
0.S1 

% Votsillcs (by rdoaw) 
Nil 

SoleMlify le Witer 
Insoluble 

IV. RSAcnvnY DATA 

SisMtt X UnsuUn 

HeiardMis Decosifesitioa MiHtrliilft Incomplete eomvostlon losy produce carbon aoeoxlde. 

Coadltloat to AvoU: Oxidtai»| ruteriab. Iiest, flame. 

Batsrdeue FolieKi bedeii; Will not oecvr. 

OA8C0210/raly 1989 
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V. m S , AND eXTLOSlON HAZARD DATA 

ULi ^ mSLi 6 

Ftuh M n t <MI4IM4 QMd): l l £ £ i K Q 

AetdfBttloa TM>|i«r«t«i«t j}VT 

Hendle md More bi sccerdsBc* wtth NFPA preeedora rer Clui n Corafc>a>tib|e liqotd, 

Exili«al«blii| Medial Uac water (praj. diy ebeniical, CO» foeia. 

Spedel rtra FltfWliii ?roceAin»i Use water to keep Brê expofed coouioen cool If leak or tfHU bss noi 
ignited, UM wster tptsy to dbperse tbe vspoa ind to provide protectioB for penoanct sttaaptiDg to stop a 
leik. Wster spray nay b* sied to fiwb ipilb swej fron expoeetcs. 

VaiwBal Fk« and Bqrtoeion H*avd» Prodocts of coaibiistioo may contain caiboa imwoiide, cartes dlood̂ e 
and odiet toxic autedals. Do set eater cscloied or eoDfined tpaee wlilioai proper proteetiv« eqvipawai 
Includliii respiiatoty ptoteotem. 

HealUiJL P ^ X ResctMiy^ LeaM-0 SUght-l Modent6-2 

H}|b-3 Bmceie^ 

VL TRANSPORTATION AND STORAGS 

Saprafi CoodUloMi 
Store is aooordaace witli NatloiHil Fire Pioiecdon AModadon retvbiUooi. 
Shlpplaf lofccflMdeii: 

Fkqpcr SWppioc NSBM: 
HiisriClBSM 
DN/NANoi 
DOT UM(l) i 
DOTFlseafdf 

UTA/OfOi 
Pivper Shipftaf Nsmc: 
Beard CIsss: 
UNNeu 
mO/ICAO Lsbei: 
Special Iwtaratttlein 
Psdoflnf Gvoopi 

Diesel Biel or Feel Oil 
CoiQbntlble Liqoid 
NA1993 
Hone 

' Combuttflile 

Oas Oil 
3 (IMO 3.3) 
UN 1202 
Flavmable UqaM 
Nor restrieied over 140T 
ni 

Vn. HEALTH HAZARD INFORMATION 

Eipoiite Limits fcr Na 1 Diesel F ^ . Na 1 Brel OU 

PEL} Noae Q^^|lihed 

TLVr v w i BrtiWt«h«t 
&cpoi«te Umitt foe Petioleam Distillates 

FEU 400 PMB: IflTO B M ^ TWA 

ExpMQte Limits fcr HaphtlialeQe 

PEL: 10 ppef. 30 my/tf 
STEL 15 ppsL 7S myAit* 

I tV: 10 Bern. flO BifAn* 
gCHcJg pBIBi 7? fftfla! 

DePeelAELc ^^lff EsfsMiihed 

DaPonlAEL: Nona EyabUikBd 

0ASCD2UVJaiy 1989 



# 

Roviee of Bnpeem/Esirjf Skin. lahalatioa. 

9ta» sed Syiapesas of Sapatnra/Medkai CenAttona A|^valvd bf Kxpeevm 
Stndiei «ttli nice or lats iuive ilioMt ttiat lonw peiioleasi dlstiltaiea ktv« caaaed eHlm dsoiags or taaioii 
o( tbe kMseyi or tuaiors of the liver. Howem, Iddaey efliicts were sot leea io Similar stadks Iimolving 
faioes pigs, do0 or moakeyi, Abo, the si|niflciace o( tbe IKtr tomoni In rodeao b l ^ f f specalstive. 

Mosift ikin psiatieg stodles have ibQ«n ihit petroletm oUddk dbtfllstei (taUing lanfo of 100* - TCfTF, 
aaphUtt, jet Aiet, dieiel Ibei. keroaeae, etc) ess caase sUn cuoer etea repeated^ applied aod eever imbed 
ftom tbe aolflal'i lida. The relative slfstfanca of tUi to bsatta bealtfe b oooertaia i&iee the petroleem 
dbtlllitea were not «sshed from the lUn and ressltiof slda efftctf (Irrfuiiod, cell dtatsfo, etc.) a»y play I 
rale la the tvevsrlgealc responie. A few studies have ihown thai waildnf the aatnal^ tUn with soap asd 
water keiweea rreeuseab greatly redocei tbe earcisogaafc efliect of aofae petiolesm oOl. 

Studies In nrice and tats hsve showa that chronic espoaure (8 houiAbf, 7 dafi/neek. 24 smalbi) to nelSltered 
diesel eaduttsi produced tuswn of the long and sbo iynpbomss. Oa th» tasb of these stadlea, N10SH 
reooounends that «bole diesel exhaust be regarded u a potential cacdaoteB. 

T ^ piodoct coatxfas petrolesai hydrocsilofls, and tt irith masf petroleem prodocti. H nar csote IniUlkm 
lo tbe eyes, (uofi or stid after proloaged or repeated eapoavre. Bitreaie cstMlarc or sSebstioB iato tbe laAgi 
UMf cause poeeiaoals. Overesposure may ouse veskaess, bcadadie, assies, eonnsiod, blimtd vbloa, 
dnnvsiacas asd other nervous system elTecttt greater exposve nvy cause dbsbiea^ slamsd apeeeb, flatted h a , 
ettcotbdouieess or eoatiulsiaes. 

Naphthalene b i pomtial brfunt to eyes. lUn aad lungs and vxij datasge the blood, qres and kMaey after 
ptOlooged or repealed espoaure. 

l is tad at CaulMugae or Petaatfnt Cardaogea hyt 

Maieital Ho No No 

vm. EMERGSNCr AND FOIST AID OfTORMATlON 

I ^ lBC8ieofco8tacl,biiiiiedl»tcl|fOuBhQeai*ithpktityo(wai«rforstleastl5iaiiMtei. Ciil • pbysldaa. 

Shktt Is case of eoatsct. Immediately msbiUflsrith soap and pleatj of muM. If Inilition develops; OOBldlt 
s phjeician. 

Inhalatloni If iBhalad, remove to 6eah air. It not breathing ghe artifldsl fcspiistioa. If breadtlag b 
difllentt, iJNe c^jpa. Call a pbjnidas. 

Tajiallsii If aarSOawed, do sot ladooe voedtlag. Oive largo <)uantltiM of water. Never give anjfthiitg bf 
moudi 10 sa aacoaadoua persoa. CM! s pbyticfaa 

f(o«aa la Fliysldaut Oaattic lavage hf qaallfiad medkai persaaoei nwy be oonsMeted^ depeodlBg oa qnsadty 
of ameiiai lageatcd. 

DL S n m UAK AND DISPOSAL DfFORMAnON 

Its Q M of SfOI or Laab Thb naterisl b combusifbieL Cbotafa ipM imwcdbrely ia smsflesi pOKible ares. 
Recover aa macb prodaa as possflrfs (y stKb metbods si vaessttiai, fbOoend br,tBEOvetiB| raideal Ouidi 
by sslag absoibeal natcfisb. Noareoevenble pivdaci. ooatsataaied toil, debib aad other ttbtttbls shosfd 
be plaeed to proper cootslaeia ibr sblante dbpoaaL AvoM waiMag, disloiBg or dbeetlBg utsi ial lo storm 
or saaitsiy seweia. 

NOTE: Review FIRE AND EXPLOSION 11/̂ ZARDS before proeeedlng with dcaa op. Use apptpprlaie 
PERSONAL FROIBCnVE GQUIPMBNT during dean upi 

Olepoeal Mcthodi Recyde M mneb of the recoverable prodact as poaalblSL Tkeattaeoi; stoia|e» 
tnaepoitstfoa aad dbposal must be to acoordasoe with applicable Aderal, 9ist«Pravtocial, aad Local 
icgalatioei. 

OA$O02l<VTu)y 1989 3 
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£ FRECAUTTONAinr MEASURES 

Rcspbaioty Plpotectiom Select appropriite NiOSH-apptoved r«»pir«tory (aotecUon wbca seeded to 
•void iobsbition of labt or vapors and to mtintsto eipoawei beloar locqpiable Ifmia. 

VendlatfeaB Nstertl or gcneml meebanical ventilation normally adequate. 

Ppoletdve Clevcm Imperviooi ^ovea. luch SS seopreae or NBR. sbouM be won when dw poteatbl 
odsts for pniieeged or repeated sfcfa «qposare. 

E ^ tVoaactfbw Cberelcal goggks reqsired when ctposed lo spiay or mbt or irsplssbing b probaMe. 

OllMr Preasdhc Equlpswntt CoveraDs ifsf^ashingia prObatle. Launder oonuminated cbthiag before 
renaei 

Suktj Precaatleiiss Avoid contact with eyes, skio. or dothing 

XL REOUUTORY INFORMATION 

fSDERAL REGULATfONS 

CSRCLA, 48 CFR 382 
TU materisi coetabu die foOowhg bssardons subsonoe which, when tdesaed to qoaatlties aqo^I 
to or escgedtog the Rtporubfc Qsasdtjr, alggeis Nadonat Response Ceater aodfloitioe vequireaMBtL 

NbC AppSoble 

SVPERFCND AMENDMENTS AND R£AirTBOU2ATION ACT OF 19W, TRLE ID 

SBcnoNs 9n,$&i,HUsixia 
SBCnON 30^304 . btraaia^ Hacsideaa Sabeomees (48 CFR 385) 
Tbe msterial doea not oontala otretBCtif baaidoitf subsuncea at greater ttaaa 1.0% esiioatiatkmt 
however, it b possible that thb material mfj ooatain «9ED«mâ  hsatdous svbaeaaeet at a lower 
eaaoaatratioa so that a targe eaoogh spin anid wairaat aa EeiergeaK^ Rtieaae Repoit aedet 
Sectk>a304. 

t » c n o N 311/312. MSDS m i Otmkai limaterr Repoittog Reqebmeeets (40 CFR 378) 
The material tbonld be reported under the following EPA hazard cwgpiitK 

_S_ Immediate (Acute) Heahb Hazard Sudden RelesK of Pressare 
JL Delayed (Chronic) KesiOi Hazanl _^ iUsetive 

_i , Plie NotApptlafale 

NOTR See Section H Ibr the ooBOBBtraiion of any Uiiredieatsdassllled at bazBidoash^ OSHA. 

SECnON 3U - Uft of TMe Chtadeda (48 CFR 372) 
Tbe SMterial oon(«iBt tbe MIowIng diemlal(s) at i level of L0% or pester (0.1% for 
ovdeogeas) os the list of Toadc Cbemicals sad is subject to toaic diesiScal letesse reporttog 
iu|iilremeflts. 

AppraXi Ooeuealnuon 
•naic CJiemfcal CAS Refbtnf Number fUppff Bomid^ 
Nspbtbslcae 9l.2».3 i% 

TOXIC ROBSTANCbS CONTROL ACT (ISCA)» 48 CFR 710 
Hds material b a mbtute as deflfled by TSCA. TU ebemicei iapedleeis fa thb material ate ia 
Section 8(b) Cheeilcal Subatsooe taveatotr aaditot are olbefwtaB fa oraipllinoB with TSCA. faihe 
caae of iagredleBti ebtalBed ikom other manuAMufeit. Oonooo leUea oa tbe saamsaee of reepoaalbie 
tUrd patilm ia pnividinf this sniemem. 

OASOaZlOffu^ IPB9 
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RESOURCE C O N S E R V A H O N A N D S S O D V K R Y A C T (RCRA). 4 i CFR 28U SUBPART C AND D 
Tbe material, when dbcarded ordbpoeedof. b sot spedScSliy Hited aS 4 hssaidoei watte fa Pedertl 
regaladons; however, it flOuM be oossideied hsaudois If it iBSett aftsris for being iraic coneaive, 
ifsiublc or reactive acootdiig to U.S. EPA defbiitlOBS (40 CFR 281). /Iddltiomiaf, it eouid b« 
desifoated as hssardoes aceordlBg to state regabtiOBS. This maierfal coaU abobeeoaw a Immrdons 

"̂  wactelfltbmbedwitborconieilBoonueiw|tbalbiedhS28tdoBswast« iraocbooBtacSoraixiflg 
^ eeeers, check 40 CFR 261 to detetmiae whether h b a hazardoai mate. If it b a hasaudoas waste, 

RegolatiOBS 40 CFR 2SZ, 263. 264 and 268 mef apply. 

FEDERAL WATER POLLUnON CONTROL ACT, CLEAN WATER ACT, 48 CFR 48Ud, 
48 CFR l U 
Tbe maieilal contaiiis tbe foUoMag lDgretfent(s) wlilch b coasideied hasardoat if apiDed to aavigiibte 
watcts. 

iBgzsdifiU BwwftbteQBiitia 
** petroleum H^nbocarboo FDm or tbeesi wpoa or dbcolcaatioo of 

the water aorbu or S^ciaiag sbonUae 
HAZARDOUS MATERIALS TRANSPORTATION REGULATIONS; 49 CFR ITl-tTS 

•^ Tbe mstensl ooataim the foilowiag ingicdlent(s) vrbicb b ooasidend a baandOBS sofaattace m 
dcflaed bjr 49 CFR 171.8 (I splUed whSe bdsg transported te commeroB. 

Not i^rpBcablfr 

FOREIGN REODUTION 
CANADIAN HAZARDOUS PRODUCTS ACT (WRMIS) 
The QSttxfal b a WHMIS QmtxoBed Product and i Caosdbn MSDS b avaOsMe. 

STATE REGULATIONS 
\ ' CAUFORNU SAFE DRINXING WATER AND TOXIC ENFORCEMENT ACT OF 1984 

} i^iv. fpRopoinioN.cr) J 
I b e matctlal eontaios tbe foOowtog togredkat(i) koown to tbe Stale of Califotaia to ciuae cancer, 
birth delbeta or oilier reprodactive hirm. Read sad foDow faibef diiccdoos lad vae cbe wben 
baadEng or using all petraleam productt. ' 

•1 

Nose 

PSNNSVLVANIA WORIBR AND COMMUNITY RIGHT TO KNOW ACT 
"HM matsfisl coniatos the Mlowtog hssntooa sobsisaces^ 
categories: H • Razaidons SSbsiaacB (> tO%) 

S «i Spedsl Hattrdens Sabstsnce (> 0.01%) 
S '.EnvbOBBKottl Huaid (2 1.0%) 

AtoomtiB A PaiBfniKc M b m e H 
Iiydrocaiuom 

NajAtbaleBe 91-20-3 E 

NoBhsairdoos Ifigredieat(s) informatloa b wf tbbeld u trade secret is auooidsimB witk Sectioa I t of 
PeBBqrfvanta Worker aad Cosutaualty Right to KBOW Act. 

GASOOZIO/Tuly 1989 
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QA9Ctl«0 Revleed 1-8EP*ig99 

No, 2 Diesel Fuel 
CSBMICM. roODUCr/COUFANY lOeNTinCAIIQN 

Mtttrltl Itftntlfleitlon 
CAS Number 68478-34-6 

# TrtdeoiMS ti id Syiiony«t 
Ol tael Fuel No. 2, Low Sulfur 
Diesel Fuel No. 2 , HlQh Sulfur 

3902, 3604, 3610, 3512 

CoMiity i t f M t l f i c i t i o i i 
MANUF/̂ rrURER /OlSTRIBt/TOR 

CONOCO INC. 
P.O. BOX 2167 
H0U8T0N, TX 77262 

PHONE NUMBERS 
Product In forMt lon- 1-713-293-8690 
Transport Ell«r*oancy GHEUTBCC 1-800-424-9300 
i ladlcsl EmT08n<:y 1-800-441-3837 • • • 

coMPOsrnQN/iNFOiaiAnoN ON iMcsoDdmi ^ 

COMMtntS 
J R t t r l s l CA9 Hiwper % 

Diesel Fuel, No. 2 '̂  08476-34-8 100 

RAZABD6 IDENnnCATION 

Potential Health Effects 
Prlsiary Routes of Expoeure/Entry: Skin, Inhalation. 
Signs and 8)f»pto8i8 or Exposur8/M«dical Conttltlons 
Aggravated by Exposure; 
The product nay cause irritation to the eyes, lungs, and 
sKln after proionaed or repeated exposure. Extreme 

(ConSMWO 
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DEC b '33 ltJ-i'« rri^^i ww.> 

HA2ABDS IDBNTIFlCAIIONtceneMad) 
overexposure or aspiration into the lungs lay cause lung ( 
tlafliage and death. Ovarexposura bay causa weakness, 
headache, nausea, confusion, blurred vision, drowsiness, 
and other nervous systen effects; greater exposure nay cause 
dizziness, slurred speech, flushed face, unconsciousness, 
and convulsions. 
It is highly unlikely that human exposure at or below the 
recooaended exposure level poses a significant health 
hazard, in this regard, good workplace practices and proper 
engineering designs will minimize exposure. 

Decomposition Products: 
Studies In mice and rats have shown that chronic exposure (B 
hours/day, 7 days/week, 24 months) to unfiltered diesel 
exhaust produced tUBiors Of the lung and also lymphomas. On 
the baais of these studies, NIOSH recommends tnat whole 
diesel exhaust be regarded as a potential carcinogen. 

Carbon monoxide is a gas that can result from incomplete 
combustion of hydrocarbone. from detoxification of some 
chemicals like methylene cnloride, tobacco smoke, and even '-^^ 
from natural body processes. Cartjon monoxide binds tightly 
to hemoglobin and interferes with oxygen transport to body ' Sr '̂  
tissues. Overexposure can cause headache, nausea, nervous 
system depression, coma, and death. _«_«___« 

CmreitiogaAiclty Xnformatlom /̂  
None of the components in this naterlal is listed by lARC, KIP, OSHA ( 
or ACQIH aa a carolnogen. "'•^:ir'-

r;̂ ^^ - ,. • j .1 .. 
ffSBST AID MBASOnB 

Pirat Aid 
INHAUTION - V--

i r intialsd. remove to fresh air. i f not breathing, give 
ar t i f ic ia l respiration. I f breathing is d i f f icu l t , give oxygen. 
Call a physician. 

SKIN CONTACT 

Wash aKin thoroughly with soap and water after handling. If 
irritation develops end persists, consult a physician. 
EYE CONTACT 

in case of contact, innediately flush eyes with plenty of water 
for at least 16 minutes. Call a physician. 

INQESTION 
If swallowed, do not induce vomiting. Ifflmedlatsly oive 2 glaeses 

<C<n(intWii) 
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ACCIDENTAL R E U A S B UEASUIIEStCMSmea) 

NOTE: Vapors released from the spill nay create an explosive 
atmosphere. 

Initial Centainment 
Dike apill. Prevent material from entering sewers, waterways, or 
low areas. _ 

spill oieen Up 
Soak up with sawdust, sand, oil dry or other absorbent material. 

( 

HANDLING AND STOfiAGE 

Nandliiig (Peraomtl) 
Avoid breathing va 
wash clothing after use 
Avoid breathing vapors or mist. Wash thoroughly after handling. 

0 if 
Handling (Piiysical Aapeete) 

Qround container when pouring. Keep away from heat, sparks and 
flames. -• . 

Storage 
store in a well ventilated place. Keep container tightly closed. 
Store in accordance with National Fire Protection Association 
recoiMiendations. Store eway from heat, sparks and flames, 
oxidlzera. . ^ 

«aiffVBMaHSM««aaM^Bi^^^aHw^msem^^HM«i^meaa^p^w^««naavi^^BBMrfmvmBMB««Ba^Htfiv^>^—•»^eBaM»>««epwHwaw»B«MHMWiP*-<^Hman^>«^i^Ma 

BZFOtimS CONinOtS/PBBSONAL PKOnCHON 
s.It-. 

Enninaaring Centrola * 
Ose only with adequate ventilation. Keep container tightly olosea; 

Ptraonal Prmttctlvt Ewlpment 
Respiratory Protection: Select appropriate NIOSH-approved 
respiratory protection when needed to avoid inhalation of 
mist or vapora and to maintain exposures below acceptable 
limits. 

Protective Qlcves: Iwoervioiis gloves, such as naoprene or 
NBR, should be worn when the potential exists for prolonged 
or repeated akin exposure. 

Eye Protection: Safety glasses with side shields. Chemical 
goggles required when exposed to spray or mist or If 
epieshing la probable. 

Other Protective Equipment: Coveralls if splashing is 
probable. Launder contaminated clothing before reuse. 

Exposure oiiidallnaa 
Sxpoaure Limits 
Ho. 2 Diesel Fuel 
TLV iSSii) "**" Estsblished 

( 

None Established 
(OoHlpMad) V , 
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nBST AID IfBASUREStconmatad) 

of water. Never give anything by mouth to an unconscious person. 
Call a physician. 

Netaa to Physiplana 
Activated charcoel mixture nay be administered. To prepere 
activated charcoal mixture, suspend so grams activated charcoal in 
400 ml water and mix thoroughly. Administer S nL/kg, or 350 B L 
for an average adult. _____^ 

FIRE nsBr r s i s MSASm&s 
. namNabla Prepertlaa 

Flash Point 130 F (54 0) 
Method TCC 
Flammable limits in Air, \ by Volume 
LEL 0.4 
UEL 6 
Autolgnition 494 F (267 c) 
Vapor forms explosive mixture with air. Vapors or gases may 
travel conaiderable distances to ignition source and flash back. 
NFPA Classification Class II Cosibustible Liquid. 

tztlngmiahlno Mmdia 
Water Spray, Foam, Dry Chemical, C02. _̂  

Plrt righting Inatnictlone 
Special Fire Fighting Procedures: Use water to keep 
fire-exposed containers oool. If leak or spill has not '̂. 
ignited, use water spray to dlsperae the vapors and to ' eovide protection for personnel attempting to stop a laak. 
ter epray may be used to flush spills away from exposures. 

Unusual Fire and Explosion Hazards; Products of combustion 
may contain carbon monoxide, carbon dioxide and other toxic 
materials. Do not enter enclosed or confined epaee without 
proper protective equipment including respiratory 
protection. .̂  

ACODENTALnLRASSliEASUiaS 

Safaatwrda (Personnai) 
NOTE: Review FIRE FIGHTIHQ MEASURES and HANDLING (PERSONNEL) 
sections before procaedlng with clean-up. U99 appropriate 
PERSONAL PROTECTIVE EQUIPHENT during clean-up. 
Remove source of heat, sparks, flame, impact, friction and 
electricity including internal combustion engines and power tools. 

. If equipment is ueed for spill cleanup, it must be explosion proof 
end suitable for flamateble liquid and vapor. 

{ 
(Conamwd) 
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* • FBTSICAL AND CHEMICAL rnOPBrniS 

( § mslctl Otta 
loiiing Point 350-890 F (177-368 C] 
Vapor Pressure 1 nm/Hg 8 88 F (20 CI 
vapor Density >1 (Air • i) 
% Volatiles (by volume) Nil 
Solubility in Water insoluble 
Odor Aromatic 
Form Liquid 
Color 
specific Gravity 0.84-0.88 8 80 F (16 C) ) 
*Color ; High Sulfur Diesel - Qreen 

Others - Clear or Light Yellow 

9rAinirr AND BBAcnvnr 
Clitmlesi StsDiUty 

Stable at normal temperatures and storage conditions. 
Canditiema to Avaltf 
Avoid haat, apirka. and flame. 

Ittcdapttlbillty mltk Other Matariala 
Inconpatible or can react with at rang oxidizers. 

( 

oaeoiMaitlon -.;'7-4.A-Jf 
Incomplete combustion nay produce carbon monoxide. , , ^ 

Polymarlzttion '/• 
Polymerization will not occur. ; 

. ^ * * *•'! 

TOnOOIOaiCAL mPORUATION 
Aalmai Oata 

Animal atudies have shown that prolonged or repeated inhalation 
expoaures to high concent rationa of acme petroleum diet ilia tas 
have oaused liver tumors in m o e and kidney damage and tumors in 
mala rats. However, kidney affects were not eeen in similar 
studies involving fenale rata, guinea plge, dogs, or monkeys. 
Present studies Indicate the kidney effects will only occur in 
male rats. Also, human etudies do not indicate this peculiar 
sanaitivity for kidney demage and studies reported In 1992 showed 
that this particular type of rat kidney damage is not useful in 
predicting a human health hazard. The aignlficance of liver 
tumors in mice exposed to high doses of chemicals is highly 
speculative and probably not a good indicator for predicting a 
potential human eerclnogenio hazard. 
Mouae skin palntin 
distillates * " 

Blnting studies have shown that petroleum middle 
^ , ̂  (boning range 100-700 F; naphtha, Jet fuel, dleael 
fuel, kerosene, etc.) can cause skin cancer when repeatedly 
applied and never washed fron the animal'a skin. The relative 

(OonlnMd) 
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TOIIOOLOGBCAL INF0mAtl0N(cw4rwM« 

significance of this to human health is uncertain slnca the 
petroleum distillates were not washed from the skin and resulting 
skin effects (irritation, cell danage, etc.) may play a role in 
the tumori genie reeponse. A few stud leg have shown that washing 
the animal^s skin with soap and water between treatements greatly 
reduces the carcinogenic effect of some petroleum oils. 

Olesel Fuel 
Skin 

Oral 

Extremely irrltetlng: no mortality at 9 ml^kg 
in rabbits 

LD50 of 9 ml/kg in rats 

r 

CttPCSAL CONSODBIIATIOliS 

Mate Oiapoeal 
Treatment, atorage, transportation, and disposal must be in 
accordance with applioabls Federal, State/Provincial, and Looal 
regulations. Do not flush to surface water or sanitary sewer 
system. 

By itself, the liquid is expected to be a RCRA ignitable 
hazardoua waate. 

11UUISPOBTATI0N iNVORIIA'nON 

liMlflm Information 
^RATIONAL KM-1B1 

Proper Shipping Name 
Hazard Clase 
UN/NA Number 
Packing Qroup 
Ubel 
Placard 

DOMESTIC HU.181 

Proper Shipping Name 
Hazard Class 
UN/NA Number 
Packing Qroup 
Label 
Placard 
special' Information 

.'C.-'.:'i ( 

Qas Oil 
3 
UN 1202 
III 
Flammable liquid 
Flammable 

Oieeel-.fuel 
Combuatible liquid 
NA 1993 
III 
None 
Combustible 
If shipped by vassal or air, vse 
International description. 

(Oontniad) 
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RmnAXORnNFOSMAtlON 

U.S. Federal MauUtlana 
OSHA HAZARD OETEWIIIIATION 
This naterial is hazardous as defined by OSHA'S Hazard 
communication Standard, 29 CFR 1910.1200. 

CERCLA/SUPERFUND 
Not applicable: thia naterial is covered by the CERCLA petroleum 
exclusion. Releasee are not reportable. 
SARA, TITLE III, 302/304 
This material is not known to contain extremely hazardous 

substances. 

HTLE III HAZARD CLASSIFICATIONS SECTIONS 311, 312 

Acuta : Yes 
Chronic : fee 
Fire : Yes 
Reactivity : N O 
Pressure : No 
SARA, TITLE lit, 313 
This naterial is not known to contain any chemical(s) at a level 
of 1.0% or greater (o.l% for carcinogens) on the list of Toxic 
Chemicals and subject to release reporting requirements. 
TSCA 
This nsterial is in the TSCA Inventory or Chemical Substances (40 
CFR 710) and/or is otherwise in compliance with TSCA. i*i 

RCRA 
Thia material, when discarded or disposed of, is not epeeiflcally.J.^ • 
Hated ee a hazardous waste in Federal reguiationa. It could 
become a hazardoua waste if it is mixed with, or comes in contact 
with, a Hated hazardoua wests. If it is a hazardous waate, 
regulations at 40 CFR 262-288 and 288 may apply. ,/. 

CLEAN WATER ACT 
The material oontalns the following ingredient(s) urtilch is 
considered hezardous if spilled into navigable waters and 
therefore reportable to the National Response Center 
(1-800-424-Si02), 

Ingredient(s) Petroleum Hydrocarbons 
Reportable Quantity Film or sheen upon, or discoloration of, 

' any water aurface. 

State Reamlatione (O.s.) 
CALIFORNIA 'PROP 8S* 
Thie material i s not known to contain any ingredient(s) eubject t o 
the Act. 
PENNSYLVANIA WORKER « COMMUHinr RI8HT TO KNOW ACT 
This meterial contains the following ingredient(a) subject to the 

t 
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HBSEULATQRY INFO]lilA1IOM(c«Ta«Md) 

Pennsylvania Wbrker and Community Right t o Know Hazardous 
Subatancas L i s t . ( 

Ingredient 
category 

Diesel Fuel Oil 
Hezardous Substance 

Canadian Regaiatians 
CLASS B OivlBlon 3 
CLASS D Division 2 Subdivision B 
Effects. 

Oonbustible Liquid. 

Toxic Material. Chronic Toxic 

Transport/lfedicel Emergency Phone Number: 1-813*348-3616 

aiNSRINFOSMATSON 

NFPA. NPCA-NnS 
NFPA Rating 
Health 
PianBabllity 
Reactivity 

NPCA-HMIS Rating 
Health 
Fiaaaability 
Reactivity 

0 
2 
0 

1 
2 
0 

Personal Protection rating to be supplied by user depending on use 
conditions. C 

The data in this Haterial Safety Data Sheet relates only to the 
specific material deelgneted herein and does not relate to use in 
combination with any other material or in any process. 

Responsibility for MSDS 
Address. 

Telephone 

USDS Administrator 
Conoco inc. 
PO Bo i 2197 
Wuaton , TX 77262 
713/293-8550 

§ ineieatta updates atetton. 

End of USDS 

c 
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ATTACHMENT 3: 

Emergency Response Inventory and Location Map 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont, Illinois 

SPCC PLAN (9/2001) ~ ATTACHMENT 3: 

Emergency/Spill Response Equipment Inventory 

Containment Boom - 450' (min.) -- Maintained under ElVIC's Coast Guard 
Emergency Response Plan 

Absorbent Boom - 200' (min.) 

Absorbent Pads - 20-30 bundles of 144 (min.) 

Spill recovery pumps -100 pumps from 2" -18" in size with sufficient 
hoses/couplings etc. 

Fire Extinguisher - (1 doz. min.) 

Heavy Equipment: 
(2) End Loaders 
(1) Bobcat 
(1) Backhoe 
(1) Bull-Dozer 

Misc. Equipment - Shovels, Tools 

Containment Booms, Pumps 

First Aid Kit/Portable Eyewash 

Refer to Attached Site Plan Map for location of above referenced 
equipment. 



SERVICE WELDING &. SHIP BUILDING, LEMONT, IL 
SPCC PLAN, 9/2001 

ATTACHMENT 3: EMERGENCY RESPONSE EQUIPMENT LOCATION MAP 

7-40,000 GAL. 
SOYBEAN 
PRODUCT TANKS 

3 FUEL TANKS 
1500 GAL. DIESEL ( TANK # 8 ) 
500 GAL. GASOUNE ( TANK # 9 ) ^ 
800 GAL. DIESEL ( TANK # 10 ) cf^-

CONCRETE SECONDARY 
CONTAINMENT 
(HEIGHT 9 41") 

BARGE 
SLIP 

ACID TANK 

24,000 GAL. 
TANKS 
( EMERGENCY 
PETROLEUM 
PRODUCT STORAGE ) 

UNLOADING AREA CONCRETE 
SECONDARY CONTAINMENT (2' H 

PRODUCT LINE 
END VALVE 

STORM WATER 
OUTFALL (001) 

7 
' \ 

LEGEND= 

Bl = TANK IDENTIFICATION « 

E = EMPTY TANK 

(E) = TO BE EMPTIED TANK 

EMERGENCY RESPONSE EQUIPMENT: 

A = FIRE EXTINGUISHERS 
© = PORTABLE PUMPS 

[PPG] = PERSONAL PROTECTIVE GEAR 

f = SPILL EQUIPMENT (ABSORBENTS, SHOVELS, ETC.) 

= FIRST AID KIT AND EYE WASH STATIONS 

NOTE: BLDGS. WITHIN PLANT CONTAIN A 
MINIMUM OF 6 FIRE EXTINGUISHERS 
MOUNTED ON THE INSIDE AND OUTSIDE 
OF THE BUILDINGS 



ATTACHMENT 4: 

EMC Onshore Facility Emergency Response Plan 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



EGAN 
MARINE 

CORPORATION 

FACILITY 
RESPONSE 

PLAN 



USDeparmnent 
of TranSDOrfOtiOn I M ^ ^ ^ B C«pt«ln a t tlui por t 213 W««t sa rd 3 t r « « t , Su i t* D 

^ ^ # « e W a ^ 5^ 3^ Co««t Ouartl Burr U d g * . 11 60521-7039 
United Slates f m ^ T ^ r """*"* ^^ ° " '•'"'•^*' 
Coost Guard 

16471 
February 2 , 1995 

Egan Marine Corporation 
At-tn: Mr. Dennis Egan 
P.O. Box 669 
Lemont, IL 60439 

Dear Mr. Egan, 

Your facility response plan. Control Number FRP-54a, submitted to 
meet the requirements of. the Oil Pollution Act of 1990 is 
approved. 

I commend your efforts in developing a response plan that 
reflects your company's operating procedures and organizational 
structure. I remind you that your plan is a vital working 
document and that implementing the plan will help ensure 
effective oil spill response and mitigation- Please be sure that 
all parties with responsibilities under the plan are familiar 
with the plan's procedures and requirements. 

You are reminded that your terminal is prohibited from handling, 
storing, transporting, transferring, or lightering oil unless it 
is operating in full compliance with this plan. Compliance 
includes ensuring that the required resources are in place and 
available through contract or other approved means. In addition, 
the facility must have a copy of the plan at the marine-
transportation related portion of your facility. It is 
recommended that this copy be placed with your facility's 
operations manual. 

Your plan's approval will remain valid until 5 years from the 
date of this letter. You must review your plan annually and 
resubmit the plan to the Coast Guard for reapproval 6 months 
before the end of the approval period as required by 33 CFR 
154.1065. 

A copy of this letter shall be with the plan. 

K. K. KlecJcner 
Lieutenant, U.S Coast Guard 
By direction of the Captain 
of the Port 



Section 1 Purpose 

The purpose of this Response Plan for a Marine Transportation Related Facility is to document procedures and 
policies implemented by Egan Marine Corporation to comply with the requirements of the Oil Pollution Act of 
1990 (OPA 90). This plan identifies response sources and procedures, wiiich will be implemented by the facility 
owner and operator to respond to an oil spiU event. 

Navigation and Vessel Inspection Circular No. 7-92 (NVIC 7-92) has been used as a guidance document for the 
preparation of this plan. 



Section 2 Applicability 

The Egan Marine Corporation Loading/Unloading Facility meets the definition of a marine transportation-related 
(MTR) facility because it ia an on-shore facility, containing piping and structures, used for the transfer of oil to 
and from a vessel, and is subject to regulation under 33 CFR Part 154. 

This facility handles and transfers oil in bulk to and from vessels which have capacities greater than 250 barrels. 
It meets the definition of a "facility that could reasonable be expected to cause significant and substantial harm", 
within the definition of that term contained in NVIC 7-92. Therefore, Section 8 of NVIC 7-92 is applicable, 
whereas Section 9 is not. 



Section 3 Upgrading Facility Classification 

The Captain of tiie Port (COTP) has the autiiority to upgrade the classification of tiiis MTR facility, based on a 
consideration of all relevant factors including, but not limited to: type and quantity of oils handled in bulk; facility 
spill history; age of facility; proximity to public and commercial water supply intakes; and proximity to areas of 
economic importance or environmental sensitivity. According to 1*Â C 7-92, such a determination would be 
advisory only. 



Section 4 Response Plan Submission Requirements 

The Egan Marine Corporation Loading/Unloading Facility has been identified as a facility that may cause 
significant and substantial hann to the environment. Therefore, this response plan incorporates Section 7, 8, and 
11.2 of NVIC 7-92. 



Sections Definitions 

AH definitions used in this Plan are consistent with those definitions contained in NVIC 7-92, which are hereby 
incorporated by reference. 



Section 6 Operating Restrictions and Interim Operating 
Authorization 

The Egan Marine Corporation Loading/Unloading Facility recognizes that OPA 90 requires that a MTR facility 
must submit this response plan by February 18, 1993, in order to continue handling, storing, or transporting oil. 

Additionally, this facility recognizes that it may not continue to operate after August 18,1993, unless it is in fiill 
compliance with the submitted response plan. 

This plan need not be resubmitted if the final rules promulgated under OPA 90 are not significantiy different than 
NVIC 7-92. 



Section 7 General Response Plan Contents 

The specific plan presented in Section 8, has been prepared in compliance with the requirements of Section 7 of 
NVIC 7-92, in that it: 

(a) Has been written in plain English 

(b) The response plan presented m Section 8 has been divided into the following sections: 

(1) Introduction and plan content 
(2) Emergency response action plan 

(i) Notification procedures 
(ii) Facility's spill mitigation procedures 
(iii) Facility's response activities 
(iv) Sensitive areas 
(v) Disposal activities 

(3) Hazard evaluation [Reserved] 
(4) Spill scenarios [Reserved] 
(5) Training and drills 

(i) Training and drills 
(ii) Drill procedures 

(6) Plan review and update procedures 
(7) Appendices 
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(vii) Geographical-specific appendix for mobile facilities (not applicable) 
(8) Attachments - MSDS 

(c) The plan contains the suggested contents of Section 8 of NVIC 7-92. 

(d) Because this plan does follow the recommended guidelines, no cross-reference table has been submitted. 

(e) It is the belief of this facility that the information contained in this response plan is consistent with the 
National Oil and Hazardous Substances Pollution Contingency Plan (NCP) (40 CFR Part 300) 



Section 8 Specific Guidelines for Facilities That May Cause 
Significant and Substantial Harm to the Environment 

The outlining system presented in this section is the same as presented in NVIC 7-92. 

(a) Introduction and plan content 

* (1) The emergency response plan has been prepared for the Egan Marine Corporation Barge Loading/Unloading 
dock facility, located at mile 302.1, Chicago Sanitary and Ship Canal, approximately 1/4 mile upstream of 
Lemont (Will County), Illinois in "B-Slip". 

Egan Marine Corporation's office address is Old Canal Road, Lemont, IL. 
The mailing address is PO Box 669, Lemont, BL 60439. 

Egan Marine's phone numbers are as follows: 

- 708-739-0947 
708-739-4455 (FAX) 

( * ... 

Egan Marine's President is Dennis Egan, phone 708-972-0948. 

<« (2) The dock facility is located at mile 302.1 on the Chicago Sanitary and Ship Canal, 1/4 mile north of the 
Lemont Bridge crossing the canal. 

•*• (3) Egan Marine's designated responsible and qualified person is Dennis Egan, address BIufTRoad, Lemont, IL 
60439, phone 708-972-0948. Mobile telephone number 708-975-6900. 

— The procedure for contacting the owner or operator is as follows: 

During all times that transfers are in progress, an Egan Marine employee will be present as operator. Therefore, 
"" notificationofany spill will be nearly instantaneous. Additionally, the operator is in constant radio 

communication with the barge. In the event of a spill, the operator will unmediately contact Egan Marine's 
designated qualified person, or his replacement by telephone. 

^ (4) A T^le of Contents is presented at the beginning of this docimient. 



•^5) This plan conforms to the format specified in NVIC 7-92. Therefore, no cross reference is provided. 

(6) A record of change(s) to record plan updates is provided following this page. 



Record of Changes 

Date of Changes Made Change 
Change to Page... Nature of Change Authorized by 

l._ 

2._ 

3._ 

4._ 

5._ 

6._ 

7._ 

8._ 

3._ 

10._ 

11._ 

12._ 

13._ 

14._ 

15._ 

16._ 

17._ 

18._ 

19. 
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,̂ b) Emergency response action plan 

(1) Notification procedures 

(i) Prioritized identification of person(s) to be notified in the event of a discharge or substantial 
threat of a discharge of oil. 

(A) Facility Response Personnel 

In the event of any spill emergency, the Egan Marine Corporation operator on duty shall do the 
following: 

Immediately notify the barge operator to shut the barge's pumps off, and close the pump discharge 
vaiving (unloading operations). 

Immediately shut off his transfer pump and close the pump discharge vaiving (loading operations). 

The operator will place the following call after closing the shut off valve. Contact Dennis Egan, 
(708) 972-0948 (home), as primary qualified individual. If he is not available, Daniel Egan 
(708) 972-1116 (home) will be contacted as secondary qualified individual. 

The primary, or secondary, qualified mdividual will make the folloAving contacts: 

Heritage Environmental, the designated oil spill response organization (OSRO). 
Emergency number 708-378-1600 

(B) Federal, state and local agencies 

National SpiU Response Center. 

Coast Guard MSO (7:30 AM to 4:00 PM): 

Coast Guard Milwaukee (4:00 AM- 7:30 AM): 

Illinois EPA: 

Will County Police: 

Lemont Fire Department (7:30 AM- 4:00 PM): 
Lemont Fire Department (4:00 PM- 7:30 AM): 

800-424-8800 

708-789-5830 

414-747-7190 

708-345-9780 

815-727-6191 

708-257-2376 
708-257-2221 
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'—(ii) The following "Information on Discharge" form would be completed. 
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Infonnation on Discharge 

-Involved Parties-
(A) Reporting Party (B) Suspected Responsible Party 
Name Name 
Phones ( ) - Phones ( ) 

Company Company 
Position Organization Type: 
Address Private citizen 
Address Private enterprise 

Public utility 
Local government 
State government 
Federal government 

City City 
State State 
Zip Zip 
Were Materials Released (Y/N)? 
Calling for Responsible Party (Y/N)? 

-Incident Description-
Source and/or Cause of Incident 

Date - - Time : 
Cause 

Incident Address/Location Nearest City 

distance from City 

Storage Tank Type-Above ground(Y/N)? Below ground(Y/N)? 
Unknown 

Tank Capacity Facility Capacity 
Latitude Degrees 
Longitude Degrees 
Mile Post or River Mile 

-Materials-
Released Quantity Released Material Quantity 
Unit of Measure in Water 

-Remedial Action-
Actions taken to Correct or Mitigate Incident 

-Impact-
Number of Injuries Number of Fatalities 
Were there Evacuations (Y/N)? Number Evacuated 
Was there any Damage (Y/N)? Damage in Dollars 

-Additional Information-
Any infonnation about the Incident not recorded elsewhere in the report 

-Caller Notifications: (Name/Time)-
EPA State USCG Other DESC 

* IT IS NOT NECESSARY TO WAIT FOR ALL INFORMATION BEFORE CALLING NRC 
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tw \2) Facility's spill mitigation procedures 

(i) Volume of persistent and non-persistent oils which could be involved in the: 

(A) Average most probable discharge: 

Equal to the lesser of 50 bbl or 1% of worst case spill 

1% of worst case spill = 1.26 bbl 

m 

(B) Maximum most probable discharge: 

*• Equal to the lesser of 1200 bbl or 105 of worst case spiU 

10% of worst case spill = 12.6 bbl 

^ (C) Worst case discharge: 

A worst case discharge is equal to the total of (1) line voIume,(2)volume discharged dunng 
• the time necessary to shut off the pump(s). 

Worst case discharge = 5 3.1 bbl + 40 bbl + 33.3 bbl 

^ = 126.4 bbl 

^ (ii) Prioritized procedures for mitigating or preventing the consequences of a spill: In the event of any spill 
emergency, the Egan Marine Corporation operator on duty shall do the following: 

** Specific emergency/spill scenarios: 

(A) Failure of manifold or other transfer equipment, or hoses, as appropriate: 

Immediately notify the barge operator to shut the barge's pumps oS, and close the pump 
discharge vaiving (during unloading operations). 

.̂  ImmecUately shut off his transfer pump and close the pump discharge vaiving (during loading 
operations). 
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[the spill occurs during barge unloading operation, the operator will initiate calling procedures after 
closing the shut oflF valve. 

If the spill occurred due to a break or leak in a line over the surface of the water, the operator will reposition the 
line, if possible, so that any spillage or drippage will be over the surface of the barge, the shore, or the secondary 
containment area. 

(B) Tank overfill: 
Not applicable 

(C) Tank failure: 
Not applicable 

(D) Piping Rupture 
See (A) above 

(E) Piping leak, both under pressure and not under pressure, if applicable. 
See (A) above 

(F) Explosion and/or fire: 
See (A) above 

(G) Equipment failure: 
See (A) above 

(iii) Listing of Equipment and responsibilities of &cility personnel to mitigate an average most probable 
discharge. 

Listing of equipment: 

Absorbent material will be stored on site for small spills on dock or barge. This includes individual 200 
count 16.5 X 20" absorbent pads, each capable of 32 oz. of absorption, or 25 gallons per bale, and four (4) 8" x 
10' sections of absorbent boom, for immediate containment of any spillage into canal. In the event of a possible 
release of product into waterway, one section of the boom would be placed at the front and rear of barge, 
extending from the barge to the dock fece wall. This would prevent product from moving up or down stream. 
Absorbent pads would then be used to absorb product, until professional remediators are on site. Boom and 
absorbent pads are on site, located inside the op^ations shed. These materials are iomiediately available to Egan . 
Marine personnel, and could be positioned in minutes. Egan Marine's OSRO would then be contacted to provide 
additional assistance as necessary. 
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V.̂ responsibilities of facility personnel to mitigate an average most probable spill: 

It is the responsibility of all Egan Marine employees associated with the dock facility to implement the 
procedures specified in this plan in order to mitigate all spills. 

(3) Facility's response activities 

(i) This section covers facility personnel's responsibility to initiate a response and supervise response resources 
pending the arrival of the qualified individual. 

It is the responsibility of all Egan Marine employees associated with the dock facility to implement the 
procedures specified in this plan in order to mitigate all spills, while waiting for the arrival of the 
qualified individual. 

(ii) This section contains the qualified individual's responsibility, authority, and response time. 

Egan Marine Corporation has delegated the responsibility and the authority to fiilly implement this plan to 
the qualified individual. The qualified individual can generally respond to the scene within 20 
minutes of being notified of an incident. The designated alternate can generally respond to the scene 
within 20 minutes of being notified of an incident. Each individual has been delegated the fiill authority 
to: 

(A) Activate and contract with necessary oil spill removal organization(s); 

(B) Act as liaison with tiie predesignated Federal On-Scene Coordinator, and 

(C) Obligate, either directiy or through prearranged contracts, any funds required to carry out all 
necessary or directed oil response activities. 

(iii) This plans contains the facility and/or corporate organizational structure that will be used to manage the 
following response actions: 

(A) Command and Control: The Egan Marine Corporation operator on duty will assume command and 
control of the incident until relieved by the qualified individual, who will then assume this 
responsibility. 

(B) Public information: The operator on duty will not be authorized to release information to the public 
(other than to duly authorized emergency response personnel). That fimction shall M to the 
qualified individual, his alternate, or a Egan Marine Corporation officer, upon their arrival. 
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(C) Safety: The Egan Marine Corporation operator on duty will assume responsibility for safety until 
relieved by the qualified individual, who will then assume this responsibility. 

(D) Liaison with government agencies: The Egan Marine Corporation operator on duty will assume 
responsibility for liaison with government agencies until relieved by the qualified individual, 
who will then assume this responsibility. 

(E) Spill Operations: The Egan Marine Corporation operator on duty will assume responsibility for spill 
operations until relieved by the qualified individual, who will then assume this responsibility. 

(F) Planning: The Egan Marine Corporation operator on duty will assume responsibility for planning until 
relieved by the qualified individual, who will then assume this responsibility. 

(G) Logistics support: The Egan Marine Corporation operator on duty will assume responsibility for 
logistics support until relieved by the qualified individual, who will then assume this responsibility. 

(H) Finance: The operator on duty will not be authorized to make financial arrangements, other than the 
contracting of spill response personnel as outlined above. That function shall fall to the qualified 
individual, his akemate, or a Egan Marine Corporation ofiicer, upon their arrival. 

iv) Identification of the oil spill removal organization: 

The following is the oil spill contractor identified to assist m implementing the provisions of this 
emergency response plan: 

Heritage Remediation/Engineering 

This contractor has the following capabilities: 

(A) To respond to the following spill scenarios: 

(1) Maximum most probable discharge: and 

(2) Worst case discharge to the maximum extent practicable: and 

(B) Is capable of providing the following response resources: 

(1) Equipment and supplies needed to meet the guidelines of 
Section 11. 2 of this plan, and 
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(2) Trained personnel necessary to continue operation of the equipment and staff the oil 
spill removal organization and spill management team for the first 7 days of the 
response. 

(v) This provision for mobile facilities is not applicable. 

(vi) This plan lists the information on specific equipment in Appendix A of tiiis plan. The oil spill removal 
organization identified above has stated that removal ratings given for his equipment have been determined in 
compliance with Appendix C of NVIC 7-92. 

(4) Sensitive areas. 

Egan Marine Corporation has sought to identify areas that are economically or environmentally sensitive. Based 
on the lack of commercial shelling or fishing in the area, it has been determined that there are not any areas which 
are "economically important" which might be affected by a worst case spill from the Egan Marine dock. 

Egan Marine has also contacted numerous governmental agencies to determine if any "environmentally sensitive" 
areas are present. The Illinois Department of Energy and Natural Resources' Illinois Natural Historical Survey: 
Aquatic Biology Section was able to identify several areas of envirormiental sensitivity within approximately 22 
miles of this facility. 

(i) These areas which may be impacted by this facility are: 

Area Mile Location 

279.9 
277 
276 

Miles from 
Egan Marine Dock 

22.2 
25.1 
26.1 

Treat's Island 
Confluence, DuPage River 
Will County Forest Preserve 

(ii) A map showing the sensitive areas, and the anticipated response action is presented in Appendix G. 

(iii) Response activities anticipated to be utilized to protect the areas identified in (ii) above include 
placement of boom in order to protect the environmentally sensitive areas in such a manner as to protect 
these areas from direct contact with any floating oil, as well as to contain any floating oil which reaches 
these locations. Also, booms would be placed across the width of the slip, as close to the source of an oil 
sheen as possible, m order to contain the sheen. 
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(iv) Identification of equipment and described personnel available to protect areas of environmental 
sensitivity and economic importance as follows: 

(A) For persistent oils, distance reached from the facility in 48 hours at maximum current: 

Based on Corp. of Engineer's figures, the maximum daily flow rate experienced during the last seven 
years was 15,838 cfs. At Egan Marine's dock, the depth during such a peak flow should be expected 
to be 20 feet. 

Therefore total cross-sectional area is 3300 sq. ft. 

15,838 cfs divided by 3300 sq. ft. = 4.80 feet per second velocity, which equals 3.27 mph. 

3.27 mph multiplied by 48 hours = 157 miles. 

Mile 302.1 (Egan Marine's location) -157 miles tiavel = Mile 145.1, which is approximately Coon 
Island, near Kingston Mines. 

Notice: The actual distance traveled would not bejitrther than Mile 291 since the Loclqjort Locks are at that 
location and flaw would not be able to proceed beyond that location. 

''ersonnel to be utilized in responding to spills in order to protect environmentally sensitive areas are employees 
of Egan Marine's spill response contractor. Equipment available to provide this protection is listed in Appendix 
A. 

NOTICE: Egan Marine Corporation's primary strategy for protecting sensitive areas is to quickly place a boom 
across the width of B-SIip where the dock will be located. Egan Marine's spill response contractor has the 
c^ability to deploy boom across the entire width of the canal, downstream of a spill within 2 hours of the spill. 
At the maximum current of 3.27 mph, the theoretical spill could cover a distance of 6.5 miles, or Mile 295.6. 
Although the requirements of NVIC state that sensitive areas within the travel hours of 48 hours must be 
identified, the likelihood of needing to protect sensitive areas along 157 miles of the canal and river is extremely 
unlikely. Also, see Notice above. 

(B) For persistent oils discharged into tidal waters: Not applicable. 

(C) For non-persistent oils discharged into non-tidal waters: Not applicable. 

(D) For non-persistent oils discharged into tidal waters: Not applicable. 

(E) Substitution of spill tr^ectory or model: Not submitted. 
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(F) COTP determination that additional areas would need to be protected. 

(v) Identification of equipment necessary to protect ail areas of economic importance and environmental 
sensitivity identified in the ACP for the distance the oil is likely to travel for the geographical areas(3) and number 
of days listed in Table 2. This section is not applicable since the ACP has not yet been developed. 

(5) Disposal activities: All oily and waste materials recovered during the response to the spill will be placed in 
suitable containers for temporary storage until disposal arrangements will be made. When necessary 
these arrangements will include obtaining disposal/treatment permits which comply with the 
requirements of all federal, state and local guidelines. Commercial waste disposal companies will be 
contacted to assist in this effort. All appropriate manifests will be completed.Products which are 
relatively uncontaminated will be returned to our processing stream as mandated by RCRA. 

(c) Hazard evaluation [Reserved] 

(d) Spill scenarios [Reserved] 

(e) Training and drills 

(1) Training procedures 

All Egan Marine employees who are assigned as operators at the dock, the qualified individual 
and his alternate, and key corporate employees will be trained to meet the requirements of this 
plan. This training shall include: 

A thorough study of the details of this plan. 

Discussion and resolution of all questions raised by trainees. 

Signing of a training log to indicate that the trainee understands the requirements of this 
plan. 

Sufficient on-the-job training to assure that trainee can; 
Shut off ail appropriate pmnps 
Manipulate all necessary valves 
Deploy on-site spill response equipment 
Utilize on-site emergency communication equipment 

Additional training details are provided in Section 12.0 of this plan. 
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(2) Drill procedures 
Drill procedures are presented in Section 13.0 of this plan. 

Plan review and update procedures 

This plan shall be reviewed by Egan Marine's qualified individual every three months. Ifany changes are deemed 
to be warranted, they will be implemented and recorded on the appropriate form. 

,. Additionally, when final regulations promulgated under the authority of OPA 90 are available, an additional 
review will be conducted. 

- Reviews of die plan will also be conducted any time that revised NVIC's are available, or when formally 
^ requested by the USCG or US EPA. 

* (f) Appendices 
•m 

(1) Facility-specific information 

•*" escription of facility's principal characteristics 

(i) Physical description of the fecility, including a plan of the facility. 

See Appendix H "Description and Plan View of Facility" 

(ii) Identification of sizes, types and number of vessels that facility can transfer oil to, are presented in 
Appendix I "Types and Number of Vessels Serviced" 

(iii) Identification of first valve separating MTR and non-MTR facility. See appendbt H. 

(iv) Description of material stored. See Appendbc B "Product MSDS Sheets" 

(A) Inclusion of generic or chemical name. See MSDS sheets. 

(B) Description of appearance and odor. See MSDS sheets. 

(C) Physical and Chemical characteristics. See MSDS sheets. 
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I (D) Hazards involved in handling the oils. See MSDS sheets. 

(E) List of fire fighting procedures. See MSDS sheets, 

(v) Additional information provided. See MSDS sheets. 

(2) List of contacts. See Appendk D facility Contact List. 

(i) Primary and alternate qualified individuals. See Appendbc D facility Contact List, 

(ii) See Appendix A "Spill Response Contractor Infonnation". 

(iii) See Appendix C "Agency Contact List". 

(3) Equipment lists and records 

(i) See Appendix D Facility Contact List, and Appendix E Facility Equipment List, 

(ii) List of major equipment provided by spill response organization 

^ (iii) Description of equipment 

(A) Type, make and model: See Appendix A, Spill Response Contractor Information. 

(B) Effective daily recovery rate: See Appendbc A, Spill Response Contractor Information. 

* (C) Contairmient boom, overall height, and type of end connectors. See Appendbc A, Spill 
_ Response Contractor Information. 

"" (D) The spill scenario in which the equipment will be used or for which it is contracted: All spill 
response contractor information is intended to be used for response to a worst case 
scenario. 

"• (E) Total daily capacity for storage and disposal of recovered oil. In die event of a spill requiring 
^ the services of a spill response contractor, portable tankage of sufficient volume to hold 

the contents of a worst case spill, 126 barrels (5292 gallons) will be obtained. Depending 
"• on the location from which material is recovered, storage containers may be provided in 
m the form of drums, fiac tanks, tank trucks or vacuum trucks. 
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I, 

^ 4 ) Communications plan 

See Appendix J, Communications Plan. 

(5) Site-specific safety and health plan. 
See Appendbc K, Site-Specific Safety and Health Plan. 

(6) List of acronyms and definitions 

See Appendix K, List of Acronyms and Definitions 

Geographical-specific appendbc for mobile facilities (not applicable) 
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'\^. Section 9 Specific Guidelines for Facilities That May Cause 
Substantial Harm to the Environment 

This Section is not applicable to this facility. 
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Section 10 Specific Response Information to be Maintained on 
Mobile MTR Facilities 

The Egan Marine Corporation Loadmg Facility is not a mobile MTR facility. Therefore, this section is not 
applicable. 
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Section 11 Response Plan Development and Evaluation Criteria 
for Facilities That Handle, Store, or Transport Group I 

through Group IV Petroleum Oils 

The Egan Marine Corporation Loading Facility handles Group V petroleum oils and non-petroleum oils 
only. Therefore, this section is not applicable. 
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^ "v.̂ ^ Section 11.2 Response Plan Development and Evaluation 
^ Criteria for Facilities That Handle, Store, or 

Transport Group V Petroleum Oils 

"* (a) Owner/operator should provide: 

^ (1) Procedures and strategies for responding to discharges of group V petroleum oils 

•• Oil Sheen or floating oil: See Section 8 of this plan. 

Heavier-than-water material: Bulk shipments loaded and unloaded by this facility are typically heated asphaltic • 
"̂  materials at temperatures in excess of 250 degrees F, with a specific gravity greater than 1.0. In the event of a 
^ spill into the canal, the material would be expected to cool rapidly, sink to the bottom, and solidify. Spreadmg of 

the material over a large area on the bottom of the canal, and away from the immediate area of the dock would 
"̂  not be expected, due to the rapid cooling, and increase in viscosity of the spilled asphaltic materials. 

Location of the sub-surface material, and its perimeter, would utilize vessel-mounted sonar equipment. This 
equipment would be used throughout the removal process to verify complete removal. 

mi 

^ The US Army Corp. of Engineers would be contacted to obtain an emergency dredging permit. The Corp. has 
been contacted regarding appropriate procedures to be followed in the event of a spill which would require 
dredging. Their permit department has stated that a permit would be required before any dredging could begin, 

^ including an emergency spill response. They did state Uiat a permit application for dredging the residue of a spill 
would be expedited. 

« Removal from the bottom of the canal would be accomplished by a dredge. 
^ The material would then be removed and placed in portable containers, such as roll-off boxes on shore. The 

recovered material will then be analyzed to determine if recycling was possible, or if disposal was required. 
^ Appropriate disposal permits would be applied for. 

(2) Sources of the equipment and supplies 

m. Mobile dredging equipment is available onsite at Egan Marine. 

"* Roll-off boxes will be obtained from Waste Managemem. 
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^ b ) Owner should evaluate the limitations of equipment from; 

(1) Ice conditions: Based on historical experience, it is not expected that ice would form in sufficient quantity or 
thickness to have an impact on removal operations. In the event that surface ice were to form in the immediate 

* area of the spill in sufficient quantities or thickness so as to interfere with recovery operations, it would be 
m broken up by one of the Egan Marine vessels. 

(2) Debris: no debris would be anticipated to be present in the event of a sub-surface asphalt spill at the Egan 
f Marine dock. Should any be encountered it would be easily removed via the dredge, and would not present an 
^ obstacle to the removal operation. 

"t (3) Temperature ranges: Variation in surface or water temperatures would not be expected to materially effect 
«!, the recovery operation. 

"* (4) Weather-related visibility: Local visibility could be decreased due to the presence of fog. However, due to 
«* the expected close proximity of the dredge to the location of the spill, and the nearness to shore, adverse visibility 

would not be expected to materially effect the recovery operation. 

*** (c) Identified equipment should include: 

(1) Sonar, sampling equipment etc. for locating oil: Sonar will be used for locating the submerged material. This 
'^ sonar is onsite at Egan Marine. If necessary, portable sonar ("fish-finder") units will be obtained and used from 

smaller vessel (John-boats), in order to locate the material. Because of the fact that the asphaltic material would 
quickly solidify after entering the water, typical sampling equipment would not be effective in determining the 

** area of spread. 

(2) Containment boom, methods for containing asphaltic oU: Containment boom woidd not be effective in 
containing the subsurface material. Because of the &ct that the asphaltic material would quickly solidify after 
entering the water, additional contairmient would not be necessary or usefiil, 

(3) Dredges, pumps for recovering oil: Because of the fact that the materials would quickly solidify after 
entering the wateir, pumps would not be effective in removing the material. Dredging equipment is identified in 

m, Appendbc L Dredging Equipment. 

(4) Equipment necessary to assess impact of discharges: No additional equipment is expected to be necessary to 
•w assess the impact of the discharge. 

"" (5) Other appropriate equipment: No additional equipment is expected to be necessary to assess the impact of the 
•• discharge. 
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,^d) Responses must be deployable within 24 hours 

The response sources identified in this plan are capable of responding within 24 hours of the discovery of a spill. 

Identification of sources of firefighting capabilities: 

Wm County Police: 815-727-6191 
Lemont Fire Department (7:30am-4:00pm) 708-257-2376 
Lemont Fire Department (4:00pm-7:30am): 708-257-2221 

** 
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Section 11.4 Response Plan Development and Evaluation Criteria for Facilities 
... "~ That Handle, Store, Transport non-Petroleum Oils 

(a) Owner/operator should provide: 

(1) Procedures and strategies for responding to discharges of nonpetroleum oils 

* Oil Sheen or floating oil; See Section 8 of tiiis plan. 

Bulk shipments loaded and unloaded by this facility are typically heated soybean/soapstock oil. In the event of a 
* spill into the canal, the material would be expected to cool rapidly, and solidify. Spreading away from the 
^ immediate area of the dock would not be expected, due to the rapid cooling, and increase in viscosity of the 

spilled materials. 

^ Removal from the canal would be accomplished by a hand scoops and dredge-type equipment. The material 
^ would then be removed and placed in portable containers, such as roll-off boxes or barrels on shore. The 

recovered material will then be recycled. 

.* (2) Sources of the equipment and supplies 

* Equipment is available onsite at Egan Marine. 

Roll-off boxes will be obtained from Waste Management. 

•** (b) Owner should evaluate the limitations of equipment from; 

(1) Ice conditions: Based on historical experience, it is not expected that ice would form in sufficient quantity or 
*̂  thickness to have an unpact on removal operations. In the event that surface ice were to form in the 

immediate area of the spill in sufficient quantities or thickness so as to interfere with recovery operations, 
it would be broken up by one of the Egan Marine vessels. 

^ (2) Debris: no debris would be anticipated to be present in die event of a sub-surface spill at the Egan Marine 
dock. Should any be encountered it would be easily removed via the dredge, and would not present an 

- obstacle to the removal operation. 

(3) Temperature ranges: Variation in surface or water temperatures would not be expected to materially effect 
the recovery operation. 
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4+ 

'•>-., 4) Weather-related visibility: Local visibility could be decreased due to the presence of fog. However, due to 
the expected close proximity of the dredge to the location of the spill, and the nearness to shore, adverse 
visibility would not be expected to materiaUy eSect the recovery operation. 

(c) Identified equipment should include; 

(1) Containment boom, methods for containing soybean/soapstock oil; When dealing with soybean oil/soapstock, 
booms would be initially effective for containment. As the product cooled, it would solidify and would 
be scooped up effectively. 

(2) Dredges, pumps for recovering oil: Because of the fact that the materials would quickly solidify after entering 
the water, pumps would not be effective in removing the material. Dredging equipment is identified in 
Appendix L Dredging Equipment. 

(4) Equipment necessary to assess impact of discharges: No additional equipment is expected to be necessary to 
assess the impact of the discharge. 

(5) Other appropriate equipment: No additional equipment is expected to be necessary to assess the impact of the 
discharge. 

(d) Responses must be deployable within 24 hours 

The response sources identified in this plan are capable of responding within 24 hours of the discovery of a spill. 

Identification of sources of firefighting capabilities: 

Will County Police: 815-727-6191 
Lemont Fire Department (7:30 AM-4:00 PM) 708-257-2376 
Lemont Fire Department (4:00 PM-7:30 PM): 708-257-2221 
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" ' s^ Section 12 Training 
^» 

(a) Training must be identified; In addition to the on-the-job training of facility procedure and operations 
mentioned in section 8(e) of this plan, each person involved in the response structure will receive training as 

* required by 29CFRI9I0.120, Hazardous Waste Operations and Emergency Response. Egan Marine Corp. will 
^ provide employee training consisting of 8 hr. of classroom framing using a lecture format and visual aids plus a 

simulated emergency drill with active participation of all trainees at a minimum of one time per year. This 
training will be conducted at a pre-determined location by an individual trained and qualified to administer such 

^ training. 

(b) Traimng records wiU be maintained for 3 years. 

^ (c) This facility is not an oil spill response organization. Therefore, this section is not applicable. 

"̂  (d} The facility owner will instruct their oil spill response organization to maintain adequate records. 
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Section U Drills 

a) Details of type and frequency of drills 

1) Facility and Qualified Individual notification driDs will be conducted monthly. 

2) Facility equipment deployment drills will be conducted semi-aimually. 

3) Spill management team tabletop drills will be conducted yearly. 

4) Egan Marine Corporation will conduct an annual unannounced drill. During this drill, the oil spill removal 
organization and spill management team will be activated. This drill will count as one of the semi-annual 
drills identified in (a)(2) above. 

5) Egan Marine Corporation will participate in any announced drill conducted by the cognizant COTP. 

6) Egan Marine Corporation will assure that the response resources identified in the plan participate in the 
annual deployment drill. 

b) Drills will be designated by the facility owner to either exeixise a component or the plan or the entire spill 
plan. Once every three years, a drill will be conducted which exercises the entire plan. 

c) The facility owner will assure that drill records are maintained for three years. 

d) The facility owner will assure that drill records for tiie spill response contractor are maintained for three 
years. 

e) If the spill response contractor is drilled within the time periods specified, the owner will submit these 
records to the USCG as evidence of compliance with (a)(3) and (a)(5). 
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Section 14 Submission Procedures 

In compliance with Section 14 of NVIC 7-92, two copies of tiiis plan have been submitted to the COTP. 

"*• Copies of this plan will be maintained by the facility owner and operator, the qualified individual, and facility 
personnel. 

^ Compliance with Submission Procedures 

(a) Two copies were submitted to COTP. 

^ (b) Egan Marine corporation understands that no plan will be approved until the final rules are in effect. 

"̂  (c) Copies of the most current response plan submitted to the COTP will be maintained by facility wner/operator 
^ and qualified individual. 

m 
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insert activation letter here 

35 



Appendbc A Spill Response Contractor Information 
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i,^ POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

COMPANY NAME: National Industrial Maintenance, Inc. 

COMPANY ADDRESS: 4530 Baring, East Chicago, IN 46312 

PHONE NUMBERS: MAIN OFFICE: (219) 398-6660 

Booms ftvpe/size/skirt size/length!: 500 ft. 6' skirt. 

•* Number of Skimmers (tvpe/capacitv in gallons per minute): Portable skimmer, 3 Floating 36' Saucer Skimmers, 
^ 5 Manta Ray Skimmers. 

«* Number of Vacuum Trucks fcapacitv): 2 - 6500 gal; 3-3800 gal; 1 - 2500 gal; 1-1600 gal. Also 8 - 9000 gal 
^ Heavy oil vacuum loaders. 

Boats (number, sizes, engine/horsepower): 2-16' boats 25 hp 

^ Trailers (number/length/load capacity): 4 - 8000 gal tank trailers with pumps. 
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* POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

COMPANY NAME: Clean Harbors. 

* COMPANY ADDRESS: 11800 S. Stony Island Avenue, Chicago, EL 60617 

* PHONE NUMBERS: MAIN OFFICE: (312)646-6202 
^ 24 HOUR: Same 

Number of Vacuum Trucks ("capacitv): I - 5000 gal; 1 - 3000 gal 
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v^ POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

^ • . • 

COMP.̂ NY NAME: Heritage Remediation/ Engineering 
* COMPANY ADDRESS: PO Box 337. Lemont IL 60439 
^ PHONE NUMBERS: MAIN OFFICE: (708) 739-1150 

24 HOUR: Same 

* Booms tvpe/size/skirt size/length): 1000 ft - 6' skirt, also 400 ft - 6" skirt in Indianapolis, IN. 

Sorbent Boom; 800 ft of 8" boom (20 bales (3,40 ft/bale) 

^ Sorbent (type): 3M absorbents - asorball, pads, snare, 55000 value in stock 

Number of Skimmers (tvpe/capacitv in gallons per minute) 1 - Oil Mop 1000' 

^ Number of Vacuum Trucks (capacitv): 1 - 5000 gal, 1 - 5450 gal, 1 - 3500 gal. Also 1 - 3500 gal vac truck in 
Indianapolis, IN. 

"^ 

^ Communication Equipment (tvpe and number i.e. cellular phone, radio, etc.): 
Radio Motorola-9, G.E. WaUde Talkies - 5 with earphones. Cellular phones G.E. - 8 

mt Chemical Suits (rmmber/type): Teflon fiilly encapsulated - 2, Saranes - 50, Responder - 4, Onemrel fully 
encapsulated - 50. 

* Self-Contained Breathing Apparatus (number/tvpe): Scott - 4, SB A Scott - 12 w/egress, APR North/MSA 
Respirators - 25, 12 in other divisions. 

*" Boats (number, sizes, engine/horsepower): 18' John Boat, 35 hp. 
., Work barges (number and size): None - Contractually available. 

** Aircraft (number and type): 1 - King Au" prop. 8 passenger (based at Indianapolis) 

^ Portable Generators (number/tvpe/power output): 3-7 500 watt generator Koehler &. Ingersoll Rand, 3 in other 
divisions. 

m Portable Pumps (number, type/capacity): 10 - 3" & 2" Double diiqjhragm air pumps, 200 to 300 gal/minute, 3 -3' 
trash pumps, 200 gal/minute, 15 in other divisions. 

- Trucks (number/horsepower/load capacity): 7 - 1 ton pickup utility tracks, 20 in other divisions, 7 - tractors 
Mack 300 hp, 500 pound capacity, 1 - lowboy, 50 ton. 
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', _ Trailers (number/length/load capacitv); 4 - Trailers tankers with Roper pumps, 6500 gal, 1 - box van 40', 1 - box 
• van 22' 

Other Equipment: Contact company for a list of other available equipment. 
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mk 

POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 
Sir 

COMPANY NAME: Torvacjnc. 

COMPANY ADDRESS: 3000 W. Wireton Road, Blue Island, IL 60406 

PHONE NUMBERS: MAIN OFHCE: (708) 388-3223 
24 HOUR; Same 

Number of Vacuum Trucks (capacitv): 3 - 3000 gallon with small water jet. Also 1 -Heavy oil vacuum loader 
(Vactor) with 3000 gallon capacity. 

Trucks (number/horsepower/load capacity): 2 - 5000 gallon tankers. 

Trailers (number/length/load capacity): 1 - semi trailer. 

Other Equipment: 1 Vactor 1200 with 2000 psi water jet. 
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Mk 

POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

COMPANY NAME: Marine Pollution Confa-ol 

COMPANY ADDRESS: 8631 W. Jefferson, Detroit, MI 48209 

PHONE NUMBERS: MAIN OFHCE: (313)849-2333 
24 HOUR: Same 

Booms (tvpe/size/skirt size/length): 1000 ft - 6" skirt flotation diameter 6". ACME "O.K Corral" boom. Boom 
distributor (truck load quantities are readily available). 

^ Sorbent Boom: 3M or SPC 6000 ft of 8" boom (150 bales @. 40 ft^ale) and 5" boom (50 bales). 

"» Sorbent (tvpe): Roils -100, Pads - 200 bales. Pillows - 50 bales. Sweeps - 20 bales. 

Number of Skimmers (tvpe/capacitv in gallons per minute): ACME Model SK-39T 300 gpm. Manta Ray 
"* Skimmer, 159 gpm. OSR Scavenger - for gasoline and #2 oil, 50 gpm. 
sat 

Number of Vacuum Trucks (capacitv): 1 - 6000 gal; 1 - 5000 gal; 1 - 3300 gal; 1 - 3000 gal; 1 - 2500 gal; 2 -
2000 gal; 1 - 1800- gal. Also 1 vacuum barge - 4000 gal. 

^ Communication Equipment (tvpe and number i.e. cellular phone, radio, etc.): 5 Cellular phones, 1 - 2 way 
business band base station. 21 mobile 2 way business band radios. 8 portable 2 way radios. 5 marine radios. 6 
mobile marine radios. 8 walkie-talkies. 

^ Chemical Suits (number/tvpe): 10 fiill air suits, protective clothing for level B & C. 4 MSA air packs. 2 MSA air 
cubs. 6 MSA cascade breathing systems. 35 MSA canister masks. 1 Wilson ambient air breathing systems. 

^ Boats (number, sizes, engine/horsepower): 2 - IT boom boats with marine radios and outboard motors. 6 - 12' 
John boats with outboard motors. 2-15' equipment rafls with outboard motors. 

- Work barges (number and size): BUDA1-36' x 12', cap^le of transport by air, rail or trailer, 200 hp outboard 
powered debris catcher, 12' x 20' debris or boom hauling space, marine radio. 

•-as 

* Portable Pumps (number/tvpe/capacitv): 7 submersible hydraulically powered pumps. 8 complete systems 
containing a 6 cylinder air or water cooled (tiesel power pack. 200' cargo hoses. 300' hydraulic hoses and fuel 
bladder. 

Other Eqm'pment: Ground water decontamination equipment. 43 varieties of trucks and trailers. 

42. 



" . _ POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

COMPANY NAME: Riedel Environmental Services, Inc. 
^ 

* COMPANY ADDRESS: Chicago Branch-65 E. Palatine Rd., Suhe 109, Prospect Heights, IL 60070. 
St. Louis Regional Office-18207 Edison Ave., Chesterfield, MO 63005 

"* PHONE NUMBERS: CHICAGO OFFICE: (708)215-0300 

24 HOUR: (800)334-0004 

Sorijent Boom: 400 ft 8" boom (10 bales @ 40 ft/bale). 

^ Sori)ent (tvpe): Grade 100 pads - 18" x 18" x 3/8" (100 pads/bale) SPC 100, 19#, 23 bales. 

** Number of Vacuum Trucks (capacitv): Available from subcontractors. 
Communication Equipment (tvpe and number i.e. cellular phone, radio, etc.): Motorola hand held radios and 

" base stations (30) pickup truck mounted cellular telephones and response trailer mounted telephones (10). 

Chemical Suits (number/tvpe): PVC Acid suits (30) Acid King Level A Suits (8). 

** Self-Contained Breathmg Apparatus (number/tvpe): MSA Model 401 and Ultra-Lite (16). 

Boats (number, sizes, engine/horsepower): 16' to 18' boats with 75/200 hp outboards, small boats with or 
without outboards. 

Work barges (number and size): Available fi^m subcontractor on short notice. 

Portable Generators (number/tvpe/power output): 3 kW (4). 5 kW (10), and 50 kW (1). 
M l 

Trucks (number/horsepower/load capacitv): Vans, Pickups, 1/2 & 3/4 ton. Four-wheel drive vehicles, 1 to 2-1/2 
'̂  ton trucks, Crane truck. 

Trailers (number/length/load capacity): Boom & Equipment, Office and Boom trailers. 

*• Other Equipment: Contact company ft>r other information. 
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- [. POLLUTION CLEAN UP CONTRACTOR RESOURCES LIST 

^ 
COMPANY NAME: O.H. Materials Corp. 

-* COMPANY ADDRESS: 1334Enterprise Drive, Romeoville, IL 60441 

* PHONE NUMBERS: MAIN OFHCE: (800)536-9540 

** 24 HOUR; (708) 759-9493 

Number of Vacuum Trucks (capacitv): 1 - 1500 gal. 

„ Communication Equipment (tvpe and number i.e. cellular phone, radio, etc.): I mobile radio. 
Mi 

Boats (number, sizes, engine/horsepower): 2 motors, 2 John boats, 1 robalo boat. 

^ Portable Pumps (number/tvpe/capacitv); 1 electric chemical transfer pump, 6 -1 1/2" high pressure pumps, 3" 
electric submersible pump. 

^ Trucks (number/horsepower/load capacitv): I - 2 ton PCT truck. 

Trailers (number/length/load capacitv); 1 decon/office trailer (28') 
-•mt 

Other Equipment; 3 chain saws, 1 dissolved oxygen meter, 2 explosion meters, 1 flow meter, 1 fork lift, misc. lab 
'̂  equipment, 1 partner saw, 1 pH meter, 1 - 535,000 BTUs burner. 
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-Appendbc C Agency Contact List 

Federal, State and Local Agencies 

National Spill Response Center: 800-424-8800 
Coast Guard MSO (7:30 AM to 4:00 PM): 708-789-5830 
Coast Guard Milwaukee (4:00 PM-7:30 AM): 414-747-7190 
Illinois EPA; 708-345-9780 
Will County Police: 815-727-6191 
Lemont ¥\re Department (7:30 AM-4:00 PM): 708-257-2376 
Lemont Fire Department (4:00 PM-7:30 AM): 708-257-2221 
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\ Appendix D Facility Contact List 

^ EGAN MARINE CORPORATION: 708-739-0947 

EGAN MARINE CORPORATION FAX; 708-739-4455 

•f 

•M 

• " t 

mi 

"^ 
wi 

Egan Marine's President is Dennis Egan, adckess Bluff Road, 
Lemont, IL 60439, phone 708-972-0948. 

Egan Marine's vice-president is Robin Chanda, address 1446 Star Lane, 
Lemont, IL 60439, phone 815-838-6660. 

"1 Egan Marine's designated responsible and qualified person is Dennis Egan. 
J Information above. 
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^._ Facility Equipment List 

Absorbent material will be stored on site for small spills on dock or barge. This includes individual 200 count 
'* 16.5 X 20" absorbent pads, each capable of 32 oz. of absorption, or 25 gallons per bale, and four (4) 8" x 10' 
* sections of absorbent boom, for immediate containment of any spillage into canal. 
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•App«,d«F SiteSp«,-fioHcaiti,a„dSafe.yP,a„ 

Mil 
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Site Specific Health and Safety Plan 

" I Protective Equipment 

Gloves will be used to handle hot material. Additional protective clothing, such as coveralls will be 
provided if a safety related situation warrants. Hard-hats and safety glasses will be issued to personnel. 

II Communication Procedure 

** Communications will be handled as described elsewhere in this document. 

m Locationof Safety Equipment 

*( Safety equipment is located inside the dock shed. This equipment includes 2 ABC fire extinguishers, a 
^ first-aid kit and life rings. 

•* IV First Aid Treatment 

Decisions involving the application of first aid treatment to any injured employee or visitor to the fadlity 
• will be made by the ranking Egan Marine Corporation employee on site, or by any public safety/security 
• official who has formally assumed the responsibility for safety related activities at this site in the event of 

a spill or public safety emergency. 
•mm 

•̂  The person identified above shall determine if first aid is sufficient, or if more advanced professional care 
^ is required. If more advanced medical care is recjuired, the iiyured person will be transported to Silver 

Cross Hospital m Joliet, (815) 740-1100, for additional mediral treatment. 

V Safety Training 

'^ All employees will be required to read the Material Safety Data Sheets for the materials handled at this 
facility. Visitors will be instructed as to safety procedures they must follow while on site. 

VI Fire Fighting 

Fire emergencies will be addressed by using on-site fire extinguishers, if the fire is relatively small. The 
Lemont Fire Department will be called, as described elsewhere in this plan, if there is any doubt as to the 
ability of &cility personnel to contain and extinguish any fire. 

This plan will be in effect for any location involved in a response to a spill from this location. 
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'Appendix G Map Identifying Environmentally Sensitive Areas 
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''V.-Appendix H Description and Plan View of Facility 

Chicago Sanitary and Ship Canal 
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^wAppendix I Types and Number of Vessels Serviced 

Sizes; Types; and Numbers of Vessels: 

Individual tank barges will range in size from 7,500 barrels to 15,000 barrels. Individual shipments would 
involve a minimum volume of 7,500 barrels (one barge), and a maximum volume of 45,000 barrels (3 barges). 

« 90% of Egan Marine's incoming shipments are either a 7,500 or 15,000 barrel barge. This facility can load or 
unload 2 barges at one time. 

^ 
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Appendix J Communication Plan 

The primary method of communication between the dock and barge will be Motorola 2-way radios. In the event 
of a spill, the same radios can be used to contact the rest of the facility and office. Egan Marine's designated 
qualified person, and alternate qualified person, carry this type of radio during the normal course of work. 
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••x_.̂ (̂ ) Introduction and plan content 

(3) Egan Marine's designated responsible and qualified person is Demiis Egan, address Bluff Road, Lemont, IL. 
60439, phone 708-972-0948. Mobile telephone number 708-975-6900. • 

The procedure for contacting the owner or operator is as follows: 

During all times that transfers are in progress, an Egan Marine employee will be present as operator. Therefore, 
notification of any spill will be neariy instantaneous. Additionally, the operator is in constant radio 

, communication with the barge. In the event of a spill, the operator will immediately contact Egan Marine's 
designated qualified person, or his replacement by telephone. 

8(b) Emergency response action plan 

(I) Notification procedures 

(I) Prioritized identification of person(s) to be notified in the event of a discharge or substantial threat 
of a discharge of oil. 

(A) Facility Response Personnel 

In the event of any spill emergency, the Egan Marine Corporation operator on duty shall do the 
following: 

Immediately notify the barge operator to shut the barge's pumps off, and close the pump discharge 
vaiving (unloading operations). 

Immediately shut off his transfer pump and close the pump discharge vaiving (loading operations). 

If the spill occurs during barge unloading operation, the operator will place the following call after 
closmg the shut off valve: 

Contact Dennis Egan, (708) 972-0948 (home), as primary qualified person. If he is not 
available contact Daniel Egan (708) 972-1116 (home). 

Dennis Egan, or Daniel Egan, if Dennis Egan is unavailable, will make the following 
contacts: 
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Heritage Environmental, the designated oil spill response organization (OSRO). 
Emergency number 708-378-1600 

(B) Federal, state and local agencies 

National Spill Response Center 
Coast Guard MSO (7:00 AM to 3:30 PM): 
Coast Guard Milwaukee (3:30 PM-7:00 AM): 
Illinois EPA; 
Will County Police: 
Lemont Fire Department (7:30 AM-4:00 PM) 
Lemont Fire Department (4:00 PM-7:30 AM): 

800-424-8800 
708-789-5830 
414-747-7181 
708-345-9780 
815-727-6191 
708-257-2376 
708-257-2221 

The communications plan for this facility is presented in Sections 8(a)(3) and 8(b)(1). 
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I Except as otherwise defined in this section, die definitions in 33 CFR 154.105 are also relevant to tiiis 
Appendix. 

Adverse weather means the weather conditions that will be considered when identifying response systems 
and equipment is a response plan for the applicable operating environment. Factors to consider include 
significant wave height, ice, temperature, weather-related visibility, and currents within the Captain of the Port 
(COTP) zone in which the systems or equipment are intended to function. 

Average most probable discharge means a discharge of the lesser of 50 barrels or 1 percent of the volume 
of the worst case discharge. 

Captain of the Port Zone (COTP) means a zone specified in 33 CFR part 3 and the seaward extension of 
that zone to the outer boundary of the exclusive economic zone (EEZ). 

Contract or other approved means includes— 

(1) A written contractual agreement with a response contractor. The agreement should identify and 
ensure the availability of the specified personnel and equipment described under this NVIC within stipulated 
response times in the specified geographic areas; 

(2) Certification by the facility owner or operator that the specified personnel and equipment described 
under this NVIC are owned, operated, or under the direct control of the facility owner or operator, and are 
available \^thin stipulated times in the specified geographic areas; 

(3) Active membership in a local or regional oil spill removal organization that has identified specified 
personnel and equipment described under this NVIC that are available to respond to a discharge within stipulated 
times in the specified geographic areas; 

(4) A document which— 

(i) Identifies the personnel, equipment, services, capable of being provided by the response contractor 
within stipulated response times in specified geographic areas; 

(ii) Sets out the parties' acknowledgment that the response contractor intends to commit the resources in 
the event of a response; 

(iii) Permits the Coast Guard to verify the availability of the response resources identified through tests, 
inspections, and drills; and 

(iv) Is incorporated by reference in the response plan; or 
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' .^ (5) For a facility that could reasonably be expected to cause substantial harm to the environment, with 
the consent of the response contractor or oil spill removal organization, the identification of a response 
contractor or oil spiU removal organization with specified equipment and personnel which are avail^le within 
stipulated response times in specific geographic areas. 

Exclusive economic zone means the zone contiguous to the territorial sea of the United States extendmg 
to a distance up to 200 nautical miles from the baseline from which the breadth of the territorial sea is measured. 

^ Facility that could reasonably be expected to cause significant and substantial harm means any fixed MTR 
onshore ^ility (including piping and any structures that are used for the transfer of oil between a vessel and a 

** facility) that is capable of transferring oil, in bulk, to or from a vessel of 250 barrels or more, and a deepwater 
port. This also includes any facility specifically identified by the COTP under Section 3. 

•** . . . . . 
Facility that could reasonably be expected to cause substantial harm means any mobile MTR facility that 

* is capable of transferring oil to or from a vessel with a capacity of 250 barrels or more. This also mcludes any 
^ facility specifically identified by the COTP under Section 3 of this Appendix. 

Great Lakes means Lakes Superior, Michigan, Huron, Erie, and Ontario, their connecting and tributary 
«. waters, the Saint Lawrence River as far as Saint Regis, and adjacent port areas. 

Higher volume port area means the ports of. 

(1) Boston, MA. 

(2) New York, NY. 

(3) Delaware Bay and River to Philadelphia, PA. 

(4) St. Croix, VI. 

(5) Pascagoula, MS. 

^ (6) Mississippi River from Southwest Pass, LA. to Baton Rouge, LA. 

(7) Louisiana Ofishore Oil Port (LOOP), LA. 

(8) Lake Charles, LA. 

*• (9) Sabine-Neches River, TX. 
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(10) Galveston Bay and Houston Ship Channel, TX. 

(11) Corpus Christi,TX. 

(12) Los Angeles/Long Beach Harbor, CA. 

(13) San Francisco Bay, San Pablo Bay, Carquinez Strait, and Suisun Bay to Antioch, CA. 

(14) Straits of Juan De Fuca and Puget Sound, WA. 

(15) Prince William Sound, AK. 

Inland area means the area shoreward of the boundary lines defined in 46 CFR part 7, except in the Gulf of 
Mexico. In the Gulf of Mexico, it means the area shoreward of the lines of demarcation (COLREG lines) defined 
in §§ 80.740 - 80.850 of titie 33 of tiie CFK The inland area does not include tiie Great Lakes. 

Marine transportation-related fiicilitv (MTR facility) means an onshore facility, including piping and any 
structure used to transfer oil to or from a vessel, subject to regulation under 33 CFR Part 154 and any deepwater 
port subject to regulation under 33 CFR part 150. 

Maximum extent practicable means the planning values derived from the planning criteria used to 
evaluated the response resources described in the response plan to provide the on-water recovery capability and 
the shoreline protection and cleanup capability to conduct response activities for a worst caae discharge from a 
facility in adverse weather. 

Maxmium most probable discharge means a discharge of the lesser of 1,200 barrels or 10 percent of the 
volume of a worst case discharge. 

Nearshore area means the area extending seaward 12 miles from the boundary lines defined in 46 CFR 
part 7, except in the Gulf of Mexico. In the Gulf of Mexico, it means the area extending seaward 12 miles from 
tiie line of demarcation (COLREG lines) defined in §§ 80.740 - 80.850 of titie 33 of tiie CFR. 

Non-persistent or Group I oil means a petroleum-based oil that, at the time of shipment, consists of 
hydr<x:arbon fi-actions— 

(1) At least 50% of which by volume, distill at a temperature of 340 degrees C (645 degrees F); and 

(2) At least 95% of which by volume, distill et a temperature of 370 degrees C (700 degrees F). 
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Non-petroleum oil means oil of any kind that is not petroleum-based. It includes, but is not Ihnited to, 
animal and vegetable oils. 

Ocean means the offshore area and nearshore area as defined in tiiis Appendbc. 

Offshore area means the area beyond 12 nautical miles measured from the boundary lines defined in 46 
CFR part 7 extending seaward to 50 nautical miles, except in the Gulf of Mexico. In the Gulf of Mexico it is the 
area beyond 12 nautical miles of tiie line of demarcation (COLREG lines) defined in §§ 80.740 - 80.850 of titie 
33 of the CFR extendmg seaward to 50 nautical miles. 

Oil spill removal organization means an entity that provides response resources. 

Operating area refers to the Rivers and canals. Inland, Nearshore, Great Lakes, or Offshore geographic 
location(s) in which a facility is handUng, storing, or transporting oil. 

Operating environment refers to Rivers and canals. Inland, Great Lakes, or Ocean. These terms are used 
to define the conditions in which response equipment is designed to fimction. 

Persistent oil means a petroleum-based oil that does not meet the distillation criteria for a non-persistent 
oil. For the purposes of this Appendix, persistent oils are further classified based on specific gravity as follows: 

(1) Group n - specific gravity less than .85. 

(2) Group in - specific gravity between .85 and less than .95. 

(3) Group IV - specific gravity .95 to and including 1.0 

(4) Group V - specific gravity greater than 1.0. 

Qualified individual(s) means an English-speaking representative(s) of the facility identified in the plan, located in 
the United States, available on a 24-hour basis, familiar with implementation of the fiicility response plan, and 
trained in his or her responsibilities under the plan. 

This person must have full written authority to unplement the facility's response plan. This includes— 

(1) Activating and engaging in contracting with identified oil spill removal organization(s); 

(2) Acting as a liaison with the predesignated Federal On-Scene Coordinator (OSC); and 
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(3) Obligatmg, eitiier directiy or tiirough prearranged contracts, fiinds required to carry out all necessary 
or directed response activities. 

Response activities means the containment and removal of oil from the water and shorelines, the 
temporary storage and disposal of recovered oil, or the taking of other actions as necessary to minimize or 
mitigate damage to the environment. 

Response resources means the personnel, equipment, supplies, and other capability necessary to perform 
the response activities identified in a response plan. 

Rivers and canals means a body of water confined within the inland area that has a project depth of 12 
feet or less, including the Intracoastal Waterway and other waterways artificially created for navigation. 

Spill management team means the personnel identified to staff the organizational structure identified in a 
response plan to manage response plan implementation. 

Substantial threat of a discharge means any incident or condition involving a facility that may create a risk 
of discharge of fuel or cargo oil. Such mcidents include, but are not limited to storage tank or piping failures, 
above ground or underground leaks, fires, CTcplosions, flooding, spills contained within the facility, or other 
similar occurrences. 

Worst case discharge means 

(a) For facilities with above groxmd storage, not less than— 

(1) loss of the entire capacity of all tank(s)at the facility not having secondary containment; plus 

(2) loss of the enture capacity of any single tank within a secondary containment system or tilie combmed 
capacity of the largest group of tanks within the same secondary containment system, whichever is greater, and 

(b) For facilities with below ground storage supplying oil to or receiving oil from the MTR portion, 
means the cumulative volume of all piping carrying oil between the marine transfer manifold and the non-
transportation related portion of the fecility. The discharge of each pipe is calculated as follows; the maximum 
time to discover the release from the pipe in hours, plus the maximum time to shut down flow from the pipe in 
hours (based on historic discharge data or the best estimate m the absence of historic discharge data for the 
fecility) multiplied by the maximum flow rate esqiressed in barrels per hour (based on the maximum daily capacity 
of the pipe) plus the total line drainage volume expressed in barrels for the pipes between the marine manifold 
and the non-transportation-related portion of the &ci]ity. 
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(c) For a mobile facihty it means the loss of tiie entire contents of tiie container in which the oil is stored 

or transported. 
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_ Section 6 Operating restrictions and interim operating authorization. 

(a) The owner or operator of each MTR fecility to which this Appendbc may be applied should submit a 
response plan meeting the guidelines of Sections 7, 8, 9, or 10 as appropriate, and Sections 11, 11.2, or 11.4, as 
appropriate of this Appendbc. An MTR facility that is required to prepare a response plan under section 
311(J)(5) of the FWPCA may not handle, store, or transport oil after February 18,1993 unless a response plan 
has been submitted to the COTP. 

(b) After August 18, 1993, no MTR facility subject to section 31 l(j)(5) of tiie FWPCA may handle, 
store, or transport oil unless operating in full compliance with a submitted response plan. 

(c) In the absence of a significant difference between this NVIC and the final rule, each facility response 
plan determined by the COTP to meet the guidelines of this NVIC need not be resubmitted to the COTP when 
the final rule becomes effective. A response plan determined by the COTP to meet the guidelines of this NVIC 
will be accepted for 5 years or until a significant change occurs at the fecility, as defined in the final rule. 
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Appendix L Dredging Equipment 

The following equipment is available at Egan Marine, Lemont, IL, in the event of a Group V oil spill at the 
Egan Marine Corporation facility: 

30'X no* Deck Barge, #101 

195' X 35' Open Hopper Barge, MEM #394 

Link Belt Crane, Lima 7035C with 2 buckets•(! or 2 cubic yards) 

64 



ATTACHMENT 5: 

EMC Mobile Facility Emergency Response Plan 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



Egan Marine Corporation 

Mobile 
Facility 

Emergency 
Response 

Plan 

July 25,1994 



Table of Contents 

Chapter Subject Page 

GENERAL INFORMATION AND INTRODUCTION 

1 Table of Contents - 2-3 
1 Record of Changes 4 
1 Owner Certification. 5 
1 Areas of Operation (COTP Zones) 6 

NOTIFICATIOiV AND PROCEDURES 

2 Notification Checklist 7 
2 Procedures for Notifying the Qualified Individual 8-9 
2 Notification Procedures 10 
2 Notification Requirements 11 
2 Reporting Format (IMO A648 (16)) 12-13 

SHIPBOAJRD SPILL MinGATION 

3 Definitions of Spill Volumes 14-19 
3 Operational SpiU Prevention 20-21 
3 CoUisioa 22 
3 Fire and Explosion 23-24 
3 Excessive List. 25 
3 Record Keeping and Sampling. 26 

SHORE-BASED RESPONSE A C n v m E S 

4 Qualified Individual's Responsifaifities 27 
4 Transfa-of Responsibility 28 
4 Coordination wkh Federal OSC 29 
4 Spill Management Team. 30-31 

LIST OF CONTACTS 

5 Owner and Operator. 32 
5 Qualified Incfividuais. 33 
5 P&I Insurance Representative. 34 
5 B&M fiisurance Representative. 35 
5 Surveyors. 36 
5 General Contractors/Identified Resources 31-39 



ITIAINING PROCEDURES 

6 Training Program. 40 

6 Records of Training. 41 

DRILL PROCEDURES 

7 Drills 42 

7 Record of Drills 43 

PLAN REVIEW AND UPDATE PROCEDURES 

8 Update Procedures...... 44 

8 Post-Incidence Review 45 

GEOGSAPfflC INFORMATION 

9 Listing of all COTP Zones 46 

9 Local NRC Offices 47 

VESSEL-SPECmC INFORMATION 

10 List of Cross Referenced Information. 48 
10 Safety/Hazards for Cargo/Fuel 49 



RECORD OF CHANGES 

Revision No. 

Date-

Date: Approved by: 



I, 
Dennis Egan, hereby certify that this plan meets the applicable guidelines. 

Demiis Egan 
President 
Egan. Marine Corporation 

-•' n i-iiii I w mmmmmmiinmimmfm« 



AREAS OF OPERATION 

COTP ZONES: 

Chicago 

Detroit 
Dulutii 

Milwaukee 
Sault Ste. Marie 

Toledo 
Grand Haven 



NOTIFICATION CHECKLIST 

This checklist and all emergency procedures are to be kept at the transfer site. 

The following notifications must be made, if the vessel has an oil spill, 
substantial threat of an oil spill, fire, explosion, grounding, collision, or any 
other incidence which threatens the safety of the vessel, its compliment and 
surroundinss: 

r n U.S. Coast Guard National 1-800-424-S802 
Response Center or 1-202-267-2675 

j I Egan Marine Corporation 708-739-0947 

j I Qualified Person Dennis Egan 708-972-0948 

r- | Heritage Remediation - Chicago Div. 708-378-1600 
Nation-Wide 1-800-487-7466 
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Procedures for Notifying the Qualified Individual 

(Qualified Individual Demus Egan can be notified by one of the following 
methods on a 24 hour on-call basis: 

Home 
Car 
Paaer 

708-972-0948 
708-975-6900 
708-659-6900 

Also, contact with EMC office 708-739-0947 is required to facilitate 
communications to Dennis Eaan. 



The following notifications must be made, if the vessel has an ofl spill, substantial threat of 
an oil spin, fire, explosion, grounding, collision, or any other incidence which threatens the 
safety of the vessel, its compliment and surroundings: 

Whom To Notify: 

U.S. Coast Guard 
National Response Center 
Phone: 1-800-424-8802 
Or 1-202-267-2675 

Made By: 

Master .{Within 30 ^finutes) 

Egan Marine Corporation 
PO Box 669 
Lemont, Illinois 60441 
Bus Phone: 708-739-0947 
Home Phone: 708-972-0948 
Home Phone: 708-972-1116 

Master 

Dennis H. Egan 
Home: {708)972-0947 
Page: {708} 659-6900 
Car: {708) 975r6900 

Daniel T. Egan {AJtonate #1) 
Home: {708} 972-1116 
Page: {708} 659-6907 
Car: {708)975-6917 

Barre Nail {Alternate #2} 
Home: {815} 722-8516 
Page: {708} 659-6908 
Car: {708} 975-6908 

Robin K. Chanda {Alternate #3} 
Home: {815} 838-6660 
Page: {708} 659-6904 
Car: {708} 975-6904 

Local Requirements 

Oil Spin Resources 

Master 

Master 

Master 

Master 

Master or Qualified Individual 

Master or Qualified Lmfividuai 
{Witiiin 30 Miautes} 

Response Management Team Qualified Individuai 



NOTCFICATION PROCEDURES 
{Spin or Potential Spill} 

1. Personnel checklist in order of contact priority: 

A. Dennis H. Egan 
B. Daniel T. Egan 
C. Barre Nail 
D. Robin K. Chanda 

2. Shore persormel shall: 

A. Notify EMC Office 

B. No tify qualified individuai 

3. EMC OfBce or qualified individual shall notify: 

A. U.S. Coast Guard Emergency Response Center 

B. OSRO if deemed necessary 

4. Notification shall be made by: 

A. Cellular phone. 
B. Land Hne phone if available. 
C. Marine ratfio. 

5. The following information should be included in all notifications: 
A. Vessel name. 
B. Tank barge name, country of register, and official number. 
C. Time of mcidait. 
D. Location of incident 
E. Type of hazardous material involved. 
F. Nature of inddeit {e.g., grounding, collision, etc...} 
G. Estimate of hazardous material discharged or threat of discharge. 
H. Weather conditions on scene. 
L Action taken and action to be taken by persons on the scene. 
J. Injuries and/or fetalities. 
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NOTinCATION REQUIREMENTS 

Accident Reports 

The initial report must reach the following within 30 miautes of tiie discovery of any 
discharge: 

1. U.S. Coast Guard - National Response Center 
2. Qualified Individual 
3. Contracted Clean-Up Resources 
4. Owner 
5. Any local state requirements as per Chapter 

It is extremely important for the initial report to contain an estimate of spilt volume, to 
determine call-out of resources, i.e.; 

a. less than 50 barrels {average most probable spill); 
b. more tiian 50 barrels but less than 1,000 barrels {maximum most probable spill); or 
c. more than 1,000 barrels, with an indication of actual or potential size of spill. 
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REPORTING FORMAT 

All reporting shall follow IMO's reporting format as outlined beiow. The report shall be 
made in writing, if possible. If a verbal report is made, make sure that the name {and 
rank) of person receiving report is logged. 

Reporting Format 

Label Function Explanation 

Name 

MP 

Other 

A 

B 

D 

M 

N 

Addresses To whom the message should be delivered. 

Type of Report Marine Pollution Report. 

Vessel 

Date and Time 

Position 

Position 

Radio 
Communications 

Time of Next 
Report 

Any Other Report 

Name and nationality. 

A 6-digit group giving day of month {first two 
of Event digits), hours and minutes {last four digits), 
plus time zone used. 

River mile point or a 4-digit group giving latitude in 
degrees and minutes sirffixed with N or S, and a 
5-digit group giving longitude m. degrees and minutes 
suffixed with E or W. 

True bearing {first 3 cfigits} and distance {state 
distance) m nautical miles fit>m cleariy identified 
landmark {stateland-mark). 

State in fiiH names of stations and fi^quencies 
guarded. 

Date/time group expressed as in {B}. 

Maximum Present Draft of vessel in feet and inches. 
Draft in Feet 

Ca^o On Board Correct technical name of goods. UNnun^er. IMO 
hazard dass. Name of consignee or consignor. 
Quantity and condition of cargo. Note: can be 
induded in {r} as relevant 
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REPORTING FORMAT {Continued...} 

Label Function Explanation 

ml 

Defects, Damage 
Deficiencies 
Other Limitations 

Condition of vessel as relevant. 
Ability to transfer cargo, ballast, 
and fiiel. 

Description of Correct technical name of cargo. UN number. IMO 
Pollution or hazard class. Name of consignee or consignor. Total 
Possible Overboard quantity on board, and quantity lost. Whether loss is 
Discharge continuing. Movement information of lost cargo. 

Cause of loss. 

Weather 
Conditions 

Brief details of weather and sea conditions prevailing. 

Ship's 
Representative 
and/or Owner 

Mscellaneous 

Name and mmaber for vessel's Qualified Individual 
and M name, address, and number for owner, 
operator, manager or charterer. 

Action being taken with regards to the discharge and 
movement of the ship. Assistance or response which 
have been requested or which have been provided by 
others. Any other vessels involved. If the report is . 
made from an assisting vessel, state action planned. 
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DEFINrnON OF SPILL VOLUMES 

For planning purposes, the following volumes are used based on OPA 90 regulations: 

Average Most Probable: 50 Barrels 

Maximum Most Probable: 1,000 Barrels 

Worst Case Discharge: Group 1 Oil: 10,000 Barrels 
Group 2 Oil: 10,000 Barrels 
Group 3 Oil: 10,000 Barrels 
Group 4 Oil: 10,000 Barrels 
Group 5 Oil: 10,000 Barrels 

m 
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WORST CASE DISCHARGE 
NON-PERSISTENT OIL 

{OPA GROUP 1} 

Definition: 

Non-persistent or Group 1 oil means a petroleum-based oil that, at the time of shipment, 
consists of hydrocarbon fractions: 

{i} At least 50% of which by volume, distills at a temperature of 340 degress Celsius; 
and 

{ii) At least 95% of which by volume, disrills at a temperature of 370 degrees Celsius. 
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WORST CASE DISCHARGE 
PERSISTENT OIL 
{OPA GROUP 2} 

Definition: 

Persisten oil Group 2 means: 

A petroleum-based oil that does not meet the distillation criteria for non-persistent oil 
(Group 1), and has a specific gravity less tiian 0.85. 

"1 
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RE: Service Welding & Ship Building 
NE Canai Bank Road, Lemont, lilinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

Service Welding & Ship Building, has revised their SPCC Plan due to changes made in the 
operation of the bulk storage plant. Below is an outline identifying the responses to each of the 
alleged deficiencies noted under Attachment A of above referenced USEPA correspondence. 

1. For Failure to Review SPCC Plan at least Every Three Years: An SPCC Plan which indicates the 
date on which a review of the Plan was conducted, along with the signature and title of an 
authorized official of the facility, if an amendment to the SPCC Plan is unnecessary. An amendment 
is necessary whenever there is a change in facility design, construction, operation or maintenance 
which materially affects the facility's potential for the discharge of oil into or upon the navigable 
waters of the United States or adjoining shore lines. If an amendment to the SPCC Plan is 
necessary, the required changes must be made, certified by a Professional Engineer and the 
amended SPCC Plan must be submitted along with the date of review, and the signature and title 
of an authorized official of the facility. 

*Please have Plan Reviewed*. 

Based upon a re-evaluation of the facility and changes made to the operation over the past 
few years, the facility's SPCC Plan has been revised, reviewed and re-certified by a 
Professional Engineer. 

i,»^ 2. 40 CFR 112.3 - Requirements for preparation and implementation of Spill Prevention Control 
and Countermeasure Plans. 

Failure to prepare a plan within 6-months after facility became operational and implement same 
plan within one year after facility became operational. 

Egan Marine had developed an SPCC Plan back in 1995 and made improvements to the 
facility to ensure controls of spills and releases from the bulk plant operations. The plant 
now has been down-sized and ultimately will only cover the four bulk (boiler) fuel storage 
tanks proposed to remain in operation. The SPCC requirements remain in effect as 
designated by the revised SPCC Plan enclosed herein. Service Welding and Ship Building 
contends that due to the topography of the facility that a release of materials from the bulk 
storage operations would not reach the Chicago Sanitary &. Ship Canal and the SPCC plan 
and structures installed only assist to minimize this potential. Furthermore, due to the 
coincident operation of the Egan Marine Corporation barge terminal at the same location 
which has an approved Coast Guard Facility Response and Mobile Facility Response 
Plan(s), the expertise to respond to a release from the bulk storage operations has always 
been in place at the facility. 

3. 40 CFR 112.7 - Guidelines for the preparation and implementation of a Spill Prevention Control 
and Countermeasure Plan 

C 

1of6 



RE: Service Welding & Ship Building 
NE Canal Bank Road, Lemont, Illinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

/ (e)(2) Failure to provide complete discussions and/or implement requirements pertaining to Bulk 
Storage Tanks 

Tank material/construction is not compatible with fluid stored. 

*Page 14, Not Specified in Plan in Detail. * 

As specified in the reviewed plan and the revised plan herein, the tanks to remaining in 
operation are constructed of mild steel, which is compatible with the materials stored, 
petroleum and vegetable-based by-product. 

4. Failure to provide secondary containment for the largest single tank plus an allowance for 
precipitation. #104, 105. 115, 120, 124, 128 

*Page 3, 111, Not specified in Plan in Detail. Please provide secondary containment*. 

The secondary containment calculations for each storage area for the tanks to remain in 
operation (B-1 through B-4, in addition to the temporary soapstock storage tanks to be 
taken out of operation at such time a market for the product is secured) have been revised 
to allow for precipitation. Refer to pages 3-4 of the enclosed revised SPCC Plan. All of the 
remaining tanks have been emptied. 

5. Failure to either wrap or coat new buried metallic storage tanks to reduce corrosion (or other 
effective method compatible with local soil conditions) 

Failure to pressure test such tanks on a regularly scheduled basis. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate that there are no buried metallic tanks located 
on-site. Refer to page 16 of the revised SPCC Plan. 

Failure to adequately coat the buried section of a partially buried metallic tank. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate that there are no buried metallic tanks located 
on-site. Refer to page 16 of the revised SPCC Plan. 

Failure to control internal heating coil leakage by: 

1. Monitoring the stream return or exhaust lines for oil or passing the steam lines through a 
separation system. 

2. Installing external heating system. 

*Not Stated in Plan* 
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RE: Service Welding & Ship Building 
NE Canal Bank Road, Lemont, Illinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

The SPCC Plan has been revised to indicate that the discharge from the internal steam 
lines will be inspected for purposes of monitoring for leakage. Refer to page 16. 

8. To implement fail-safe engineering techniques on the tanks with one of the following: #103, 108, 

119. 

*Not Stated in Plan* 

J 0 \ > 1- High liquid level alarms with an audible or visual signal; 
2. High liquid level pump cutoff devices; 
3. Direct audible or code signal between the tank gauge and pumping station; 
4. A fast response system to detect oil level such as digital computers; 
5. Sensing devices should be inspected/tested periodically. 

The requirements for automated liquid level monitoring equipment is only required as 
practical. Due to the fact that the amount of tanks to remain in use has been minimized to 
four boiler fuel tanks and three vehicle fuel tanks, Service Welding has alternately 
implemented continuously monitoring of transfer operations by means of visual inspection 
to prohibit overfills. Refer to page 16 of the revised SPCC Plan. 

(e)(3) Failure to provide complete discussions and/or implement requirements 
pertaining to Facility Transfer Operations. 

Failure to wrap/coat buried pipelines to reduce corrosion. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate that there are no buried pipelines at the 
facility. Refer to page 17 of the revised SPCC Plan. 

[0. Failure to cap or blank flange the terminal connection at the transfer point of a pipeline when not 
in service or on standby for an extended time. 

*Not Stated in Plan* 

There is no "hard" pipelines in operation at the plant. Refer to page 17 of the revised SPCC 
Plan. 

y 11. Failure to provide pipe supports which are designed to minimize abrasion and corrosion and allow 
1 V^x for expansion and contraction. 

*Not Stated in Plan* 

The existing overhead piping in operation at the facility is comprised of steam lines only. 
The overhead product piping is no longer in use and has been abandoned. Refer to page 
17 of the revised SPCC Plan. 
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RE: Service Welding & Ship Building 
NE Canal Bank Road, Lemont, Illinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

] 12. Failure to regularly assess all above ground valves and pipelines by operating personnel. 

*Not Stated in Plan* 

There is no active product piping in use at the plant. Refer to page 17 of the revised SPCC 
Plan. 

tl-

t* 

13. Failure to warn large vehicles verbally or by appropriate signs to be cautious of aboveground 
piping. 

*Not Stated in Plan* 

There is no active product piping in used at the plant. Refer to page 17 of the revised 
SPCC Plan. 

14. (e)(4) Failure to provide complete discussions and/or implement requirements pertaining to 
A Facility Tank Truck Loading/Unloading Rack. 

(i) Failure to meet the minimum requirements and regulations established by the Department 
I of Transportation regarding tank car and tank truck loading and unloading procedures. 

*Not Stated in Plan*. 

The SPCC Plan has been revised to address this item. Refer to page 17 of the revised 
SPCC Plan. 

15. Failure to provide a quick drainage system with a containment volume greater than the largest 
compartment of any tank car or truck where drainage does not flow into a catchment basin or a 
treatment facility. 

t The SPCC Plan has been revised to address this item. Refer to page 18 of the revised 
SPCC Plan. 

(4 

16. Failure to provide an interlocked warning light or physical barrier system or warning sign in 
loading/unloading areas to prevent vehicular departure before complete disconnect of flexible or 
fixed transfer lines. 

*Not Stated in Plan* 

The SPCC Plan has been revised to address this item by the usage of tire chocks to 
prevent premature departure. Refer to page 18 of the revised SPCC Plan. 

Failure to inspect drains and outlets on tank cars and tank trucks are inspected for leakage prior 
to filling and departure. 

i ^ . VJ ^ *Not Stated in Plan*. 
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RE: Service Welding & Ship Building 
NE Canal Bank Road, Lemont, Illinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

The SPCC Plan has been revised to address this item. Refer to page 18 of the revised 
SPCC Plan. 

(e)(8) Failure to include written procedures for required inspection and records of same 
inspections in the SPCC Plan for a period of three years. 

*Not Stated in Plan*. 

The SPCC Plan has been revised to include the retention of the outlined inspection 
procedures for a period of three years. Refer to page 18 of the revised SPCC Plan. 

19. (e) (9) Security (excluding oil production facilities) 

. y N Failure to securely lock master flow and drain valves in the closed position or any other valves that 
\ S ^ \ will permit direct outward flow of the tanks contents to the surface when in non-operating or non-
\ ^ \ j ^ standby status. 

*Not Stated in Plan*. 

The SPCC has been revised to include the inspection of drain valves on a daily basis to 
ensure that they are in the off position. All transfer operations personnel are trained to 
ensure that they close all drain valves following product transfers. Refer to page 19 of the 
revised SPCC Plan. 

Failure to lock in the off position or make accessible only to authorized personnel starter controls 
on all oil pumps in a non-operating or non-standby status. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate that only portable pumps are used in transfer 
operations. Refer to page 19 of the revised SPCC Plan. 

21. Securely cap or blank-flange loading/unloading connections of oil pipelines when not in service or 
\ on standby status for an extended time period. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate that there are no pipelines in operational 
status at the facility. Refer to page 19 of the revised SPCC Plan. 

22. Failure to provide facility lighting which is appropriate with the type and location of the facility and 
• is adequate to discover spills. 

/ A A *Not Stated in Plan* 

^4,.̂  VJ ^ The SPCC Plan has been revised to indicate that adequate lighting is provided in each 
storage area. Refer to page 19 of the revised SPCC Plan. 
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RE: Service Welding & Ship Building 
NE Canal Bank Road, Lemont, Illinois 
RESPONSE TO USEPA 8/11/2000 CORRESPONDENCE 

(e) (10) Personnel, training and spill prevention procedures. 

Failure to properly instruct personnel in the operation and maintenance of equipment used to 
prevent oil discharges and in the pollution control laws, rules and regulations. Missing Daily & 
Weekly Procedure. 

*Not Stated in Plan* 

The SPCC Plan has been revised to indicate the training of appropriate plant personnel 
(those involved with product transfer operations) on all SPCC Plan procedures. Refer to 
page 19 -20 of the revised SPCC Plan. 

24. The SPCC Plan only covers the western peninsula. The eastern peninsula needs to be addressed. 

There are no bulk storage operations taking place within the eastern "peninsula". All 
storage tanks are located on the western "peninsula". Therefore the SPCC Plan only 
covers the bulk storage tank operations located on the western "peninsula". 
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WORST CASE DISCHARGE 
PERSISTENT OIL {OPA GROUP 3} 

Definition; 

Persistent oil Group 3 means a petroleum-based oil that does not meet the distillation 
criteria for non-persistent oil (Group 1), and has a specific gravity between 0.85 and less 
tiian 0.95. 
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WORST CASE DISCHARGE 
PERSISTENT OIL {OPA GROUP 4} 

Definition: 

Persistent oil Group 4 means a petroleum-based oil that does not meet die distillation 
criteria for non-persistent oil (Group 1), and has a specific gravity between 0.95 and 1.0. 

mt 
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WORST CASE DISCHARGE 
PERSISTENT OIL {OPA GROUP 5} 

Definition: 

Persistent oil Group 5 means a petroleum-based oil tiiat does.not meet the distillation 
criteria for non-persisten oil {Group 1} and has a specific gravity greater than 1.0. 

Group 5 spills would be identified and cleaned up by dredging. 

Dredging contractors are listed below: 

Evansville Materials, Inc. 
PO Box 3596 
900 N.W. Riverside Drive 
Evansville, IN 47734 
(812) 424-5583 

MT. Epling Company 
1725 Eastern Avenue 
Galipofis,OH 45631 
{614} 446-2742. 

Diamond Services Corporation 
503 So. DeGravelle Road 
Amelia, LA 70340 
{504} 631-2187 
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OPERATIONAL SPHX PREVENTION 

L List of products to be transferred to or from the vessel 

A. For unloading operations, consult the barge manifest for the name or names of the 
chemicals to be unloaded. See die Cargo Infonnation Cards on board the vessel to 
obtain health, fire, and personnel safety information. Assume all chemicals are 
oils or hazardous materials and follow the transfer procedures outlined below 
unless specifically instructed that the chemical is a non-oil and non-hazardous. 

B. For loading operations, consult loading plans or other instructions issued by the 
shore facility operator to determine the name or names of the chemicals to be 
loaded. Obtain information on safety, fire, and personnel safety from Cargo 
Information Cards or shore facility personnel before beginning transfer operations. 
As in Part A, assume all chemicals are oils or hazardous materials unless instructed 
otherwise. 

n. Each operator and/or tankerman must be thoroughly fenmiar with the location of 
each valve, pump, control device, vent, and overflow. 

in At no time during the transfer operations will there be less than one responsible person 
on duty unless authorized in writing fay the COTP. 

rv The certified tankerman assigned shall be in ciiarge and responsible for the safe 
transfer of the cargo. His duties include, but are not limited to, the following: 

1. Check and sign tiie DECLARATION OF INSPECTION prior to transfer. 

2. Proper connection of the grounding cable. 

3. Proper and ti^ connection of the header line hoses. 

4. Checking the bow and stem rakes and all void spaces, making sure that they are 
dry and free of product and water. 

5. Maintaining proper security of the barge while it is under his cognizance. 

6. Taking all precautions to guard against the accidental discharge of oil. 

7. Should an accident^ discfaaî e occur, stop transfer operations, and report the 
incident to the proper authorities IMMEDIATELY. 

V. During transfer operations, the mooring lines will be checked and at^usted as 
necessary at half hour intervals. In. situations where moored barges are subject to 
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OPERATIONAL SPILL PREVENTION {Continacd-^} 

surging due to passing vessels, or where high wind conditions exist, additional 
mooring lines will be used to insure a safe mooring. 

VI In the event of an emergency during unloading operations, the transfer of cargo can 
be stopped by pulling the remote shutdown cable. The remote engine shutdown 
station win be approximately 50 feet fi^m tiie engine and marked by a sign 
indicating its location. Pull the "D" ring to shutdown the engine. Familiarize 
yourself with die location of the remote engine shutdown before starting the 
engine. Failure of a transfer hose or shore pump during loading will automatically 
stop tiie flow of oil from die barge. During transfers, approved two-way radios 
must be used by the tankerman-in-charge for communications purposes. 

vn. In the case of a single cargo loading, tanks wiU be topped off according to their 
distance from the loading header. Tanks furthest from the leading header will be 
topped off first and the tanks nearest the loading header will be topped off last. 
The flow of oil while topping off will be controlled by the compartment valve of 
the compartment being finished. Definite agreement must be reached with the 
shore personnel concerning the rate of flow during the loading, while topping off̂  
and for the final shutdown. Be sure that the tanks are not topped off so fiiU that 
the maximum or desired draft is exceeded, and so that there is enough space to 
allow for the eqpansion of the product 

Vni. As each tank is topped ofî  the compartment valve should be closed and remain 
closed until the system is lined up for discharge at the Off-Load Port. After a tank 
has been finished it should be checked at firequent intervals to insure that the valve 
is not leading which could result in an overflow. After the loading is complete, 
close the loading valve and the header line valve. 

IX. Should an acddentai discharge of oil on the water occur, notify the National 
Response Center, 1-800-424-8802 {Toll Free} immediately. A fine can result 
from failure to notify the National Response Center in a timely manner. Please call 
Egan Marine Corporation, 1-708-739-0947 and ask for the Barge Dispatcher on 
duty. 

X. During transfer operations, each cargo tank- shall be vented through an open 
ullage, portable high level vent, or return vent depending on EPA and USCG 
requirements. During loading and venting throi^ high level vent or return vent, 
the emergency overfill valve for that tank sĥ ^̂  be ia open position. Loading rates 
must be controlled to prevent opening of PV valves when high level or return 
venting is employed. Emergency overfill valves must be dosed at aE times other 
than diaing actual loading operations. Following completion of the transfer of 
material, ail cargo tank openings must be dosed and secured. 
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COLLISION 

Should the vessel be involved in a collision with another vessel, the Master shall as soon as 
possible identify the extent of dam^e to his own vessel. 

When a collision occurs, the FIRE ALARM must be sounded immediately for the 
personnel to muster at their designated positions in case of fire breaking out. 

Tne following check list should assist the Master in assessing the situation..... 

Are any tanks penetrated above or below the waterime? 

If vessel's are dead in the water and interiocked, what is the most prudent, to stay 
interiocked or separate? 

Is there any oil spill at present - small or large? Will a separation of interiocked vessels 
create a larger oil spill than if the vessels stay interlocked? 

If there is an oil spill, will the separation of the vessds cause sparics that can ignite the 
oil or other flammable substances leaked out firjm the vessels? 

Are the vessels of a greater danger to other traffic in the area if they are interiocked 
than if separate? 

What is the danger of dther vessel smking when separating, if vessels have sustained 

serious damage to tanks bdow the wateriine due to reduced buoyancy? 

If the vessels are separated, how is the maneuverability of own vessd? 

If separation of vessels take place, dter course to bring vessd upwind of any oil slick. 

Shut down ail non-essential air intake{s}. 

Isolate penetrated tank by hermeticaEy closir^ the tank if possible. 
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FIRE AND EXPLOSION 

Should an explosion and a fire occur on board, the vessel's crew will, under the leadership 
of the Master, initiate the necessary steps to bring the situation under control. 

Such steps will be 

Find out immediately where die fire-'cxplosion has taken place. 

Try to determine the extent cf damage, and if anyone of the compliment is injured or 
dead. 

......Deploy the members of the vessel's crew to tiie position{s} deemed best for fighting 

the fire. 

Use all available means to fight the fire such as: 

{a) Water with spray nozzles 
{b} Water cannons 
{c) Dry chemical extinguisher 
{d) c62 Extinguishers 
Try to contain the fire and prevent it fix)m spreading to other parts of the vessel 

The occurrence shall be reported to the U.S. Coast Guard, informing them about the 
situation and if the fire cannot be controlled, request outside assistance fit)m shore based 
assets. 

Jn. case of fire and explosion, the following priorities exist when the Damage control 
measures are initiated 

Rescue lives. 

Limiting the damage to vessd and cargo. 

Preventing environmental pollution. 

When alerting the local authority and firefighting contractors, report as per IMO-format 
{Chapter 2), but most important give: 

.....Name of vessd asd nationa&y. 

....XocatioiL 
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FIRE AND EXPLOSION {Continued^} 

Type of incident and cargo onboard. 

If anyone is injured or missing. 

Any oil spill or threat of spilL 
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EXCESSIVE LIST 

Should the vessel for some reason suddenly start to list excessively during discharge or 
loading operations, tank cleaning or bunkering, all ongoing operation must be stopped 
immediately the cause can be determined. 

The Master shall inform the terminal {if applicable} by way of agreed Emergency Sisjiai 
procedure. 

The Master shall try to determine die reason for die excessive list, and take steps to rectify 
the situation 

Tne vessel's Oil Pollution Prevention Team be called out. 

Soundings/ullage to be taken in all tanks. 

Cargo, bunker, and ballast pumps to be made ready. 

If there is reason to believe tiiat the list may cause an oil spill, notify as per Chapter 2. 

When or if the situation is brought under control, inform as necessary. 
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RECORD KEEPING AND SAMPLING 

The Master is responsible for keeping record of events whenever there is a spill or a 
substantial threat of a spill. AH relevant information shall be entered, including but not 
limited to: 

{1} When, where and what happened. 
{2} Notification made and to whom. 
{3} Efforts made by crew. 
{4} Assistance received and by whom. 
{5} Transfer of authority to Qualified Indrvidual. 

Otiiy facts should be logged. Do not speculate as to what has happened! 

If possible take pictures and/or \ideo of important &ctors documenting events. 

All spilled oil shall be sampled, safety permitting. Any oil observed on the water, while 
vessd is at anchor or berth, shall be sampled if possible. Samples shall be properly 
marked, with date and location, and sealed, and always be made in duplicate. Samples will 
be most valuable if the sampling is authenticated by someone not part of the crew, i.e., 
U.S. Coast Guard, Harbor Master, terminal personnd or pilot. One sample may be turned 
over to the U.S. Coast Guard, if requested, or to a duly authorized owner's representative 
{Qualified Individual}. 

26 

file:///ideo


QUALIFIED INDIVIDUAL'S 
RESPONSIBILrnES 

The Primary Qualified Individual {s) are: 

Dennis H. Egan • 

The Ahemate Qualified Individuai(s) are: 

Daniel T. Egan 
Barre Nail 
Robin K. Chanda 

The above named individuals are representatives of Egan Marine Corporation and 
additional Qualified Individuals' services are available through that company. 

The Qualified Individual{s} have the owner's authority to: 

{a} Activate and engage in contracting with required oil spill removal organization{s}; 

" {b) Act as liaison witii predesignated Federal On-Scene Coordinator {FOSC}; and, 

{c} Obligate, either dh-ectiy or through prearranged contracts, any fimds required to 
cany out all required or directed oil response activities. 

The Qualified Individual{s} are also engaged by the owner to Sase with the U.S.C.G. and 
contract resources during non-emergency times. This indudes: 

{a} Quarterfy checkout of contract resources, including traiim^ and equipment 
requirements. 

{b} Logkeeping of drills and training sessions involving any contract resources; and, 

{c} Inform the owner of ciianges that may effect this response plan. 
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TRANSFER OF RESPONSBSIUrrY TO 
SPILL MANAGEMENT TEAM 

The Master has the responsibility of implementing this plan as required until such 
responsibility is formally transferred to the Qualified Incfividual. 

Once the Qualified Individual is notified, and has confirmed such notification to the 
Master, the Qualified Individual is in charge of all shore based response. 

The Master wiU remain responsible "on scene" until he received notification by the 
Qualified Individual that he is relieved of such responsibility. This will take place when 
the Qualified Individual has arrived at the scene, or established a response center at or 
near the scene. Tne Qualified Individuai shall notify the Master, the Federal OSC and the 
Owner at that time. 

Transfer of responsibility to the Qualified Individual does not relieve the Master fix>m his 
responsibility for the vessel, its complement and cargo. Furthermore, the Master shall 
continue his lo^eeping and any activities required on board to ensure the safety of the 
complement, vessd and its cargo, as weU as taking all actions required to minimize the 
effects of any inddent. 

Transfer of responsibility to the Spill Management Team should be conducted as for 
transfer between the Master and the Qualified Individuai as outlined above. 
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COORDINATION WITH THE FEDERAL OSC 

ROUTINE 

The Qualified Individual shall maintain regular contact with the Federal OSC for all areas 
covered by this plan, and thereby establishing a pre-incident relationship. 

DURING SPILLS 

The Qualified Individual shall coordinate any response efforts with ±e Federal OSC. 

It is importairt to recognize that the Federal OSC is the "auditor" of whatever actions are 
taken, and if he is not satisfied, he may "Federalize" the spill. This may put the owner in a 
situation of "gross negligence", and therefore unlimited liability. 

The Qualified Individual shall keep the Federal OSC updated on devdopments, by 
providing twice daily reports, or as mutually agreed as work progresses. 

The Qualified Individual shall permit tiie Federal OSC free access to ail logs and reports, 
and include him in any response management meetings that may be called. 
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SPILL MANAGEMENT TEAM 

The following management resources are available and will be mobilized as necessary: 

Position Function 

Appropriate Government Agency In charge of ail field activities, directing all cleanup 
Representative, On Scene activities. 
Coordinator 

Dennis H. Egan, 
Qualified Individual 

Donald Schiyer, 

Lesal/Attomev 

Approve ail actions, specifically those that go 
beyond the content of this response plan. 

Advise on legal matters. Responsible for assuring 
that die owner fijlfiH his obligations under the 
relevant laws. 

Robin K. Chanda, 
finance 

Approve and assure payment of all obligations. 

Robni K. Chanda, 
Public Relations 

Barre Nail, 
Communications 

Lee Ann Angdoni, 
Secretarial Services 

Issue press rdeases for approval by owner's 
representative. Arrange interviews and fidd trips for 
the press. Assure that the press and media is 
conectiy informed. 

In charge of all fidd communication and logging of 
same. Arrange for all required communication 
systems. 

Arrange all written documentation and necessary 
facilities for same. 

Joe Rousseau 
Safety 

Barre Nail, 
Purchasing 

Barre Nail, 
Manager 

Independent position to assure that all safety 
regulations {induding OSHA} are in compliance. 

in charge of arranging all necessary equipment and 
services. 

Contractor's manager in charge of contracted Hdd 
resources. 

Dennis Egan, EMC Owner, win head die response team. His eiqjeriencs in spill rehouse 
places him as the natural leader of any possible spill situation. 
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SPILL MANAGEMENT TEAM {CONTINUED.-} 

Don Schfyer is EMC's in house attorney and has represented this company many times. 
He is experienced in dealing with other members of the team and providing legal advice on 
adherence to laws. 

Robin Chanda, EMC Comptroller and Vice-President, will arrange for payment of all 
obligations, as she does on a continuing daily basis for the company. All press contacts 
win be directed through her. 

Barre NaU, EMC Marine Operations Manager, will arrange for fidd communications and 
logging of .same. He handles he communications aspects of the company as a regular job 
fimction. He will also be m charge of arranging for necessary equipment and services, 
including contracted resources. 

Lee Ann Angdoni, EMC Bookkeeper, will handle all written documentation. 

Joe Rousseau, not an EMC employee, will assure that all safety regulations are followed 
during operations. He has fimctioned in this capadty in the past for EMC. 

Organizational Chart 

Dennis Egan 
(Team Head) 

1 
Robin Chanda 
(Finance-PR) 

Barre Nail Lee Ann Angeioni 
(Comm-Equip) (Secretarial) 

Staff Position - Donald Schiyer (Legal) 
Staff Position - Joe Rousseau (Safety) 

Subordinate Teams will be comprised of EMC personnd who have prior experience in 
spill activities. 
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OWNER AND OPERATOR 

Vessd Owner Egan Marine Corporation 
PO Box 669 
Lemont, niinois 60441 

Business Phone: 
Fax: 

{708} 739-0947 
{708} 739-4455 

Dennis H. Egan 
Primary Contact 

{708} 972-0948 {Home} 
{708} 659-6900 {Page} 
{708} 975-6900 (Mobile Phone) 
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INSURANCE REPRESENTATIVES 
P & I 

Egan Marine Coiporation's insurance representative is: 

Rollins Hudig Hall 
^ 100 North Broadway 

St. Louis, MO 63102 

^ {314)231-0100 Main 
{800} 325-7028 Toll-Fres 
{314)231-0423 Fax 

«* (314) 231 -0492 24-Hpur Marine Department 

Anthony M. Bono, Contact 
*** Vice President 
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INSURANCE REPRESENTATIVES 
H & M 

Egan Marine Corporation's insurance representative is: 

RoUms Hudig Hull 
100 No. Broadway 
St. Louis, MO 63102 

{314)231-0100 Main 
{800)325-7028 Toll Free 
{314} 231-0423 Fax 
{314) 231 -0492 24-Hour Marine Department 

An±ony M. Bono, Comact 
Vice President 

35 



SURVEYORS 

Independent Marine Assodates, Inc. 
PO Box 122 
Lemont, IL 60439 

{708)257-6110 Main 
{708} 257-8916 Fax 

C. Baxter, Jr. and Assodates 
906 Azalea Road 
Mobile, AL 36693 

(205) 660-9572 Main 
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GENERAL CONTRACTORS 

This facility will contract with the beiow listed company to provide response to all classes 
of spills in ail areas where this fecility will operate: 

Name: Heritage 

Address: 319 Marquette Drive 
Romeoville, IL 60441 

24 Hour Phone: 1-800-487-7455 

Fa.x: {708} 378-2200 
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OTHER CONTRACTORS 
{IDENTIFIED RESOURCES} 

The feciiitys Qualified Individual {s) piaintnin a complete listing of other available oil spill 
dean up contractors. It b the Qualified Individual's duty to call out any of these and 
requests should be made through him. 

Best Environmental, Inc. 
PO Box 576 
Channahon,IL 60410 
{815} 725-1554 Main 

C.E.E. Environmental Services 
PO Box 1352 
Paducah,KY 42002-1352 
{502} 898-4052 Main 
{502} 898-4648 Fax 

^ 
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OTHER CONTRACTORS 

Ridel Environmental Services, Inc. 
18207 Edison Avenue 
Chesterfield, MO 63005 
(800} 334-0004 

Marine Pollution Control 
8631 W.Jefferson 
Detroit, MI 48209 
(313) 849-2333 

Clean Harbors 
11800 So. Stony Island .Avenue 
Chicago, IL 60617 
{312} 646-6202 
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TRAINING PROGRAM 

The company training program is based on standards set by the statuary training 
requirements for the crew with additional training in oil pollution control as discussed in 
thisplaiL 

Company Officers: 

Crew: 

Qualified Individual {s}: 

">̂  

Receive initial training in the use of all parts of this plan that 
effect them and their crew, and have the responsibility of 
training their crew with "hands-on" operation on board. 
The drill program {Chapter 7} constitutes the continuous 
part of the training. 

The crew receive thdr training as part of their on board 
duties. Specific training m oil pollution cotitrol include the 
use of the on board equipment. 

The Qualified Individual{s) are required to be trained in the 
OSHA standards for emergency response operation, and in 
the use of this response plan by participating in the drills 
required. 

Staff: 

CorrtraxAed Personnel: 

The company's staff which is a part of the response 
management team are selected based on thdr knowledge of 
the company and vessel, and thdr djility to handle crisis 
situations. By participating in the scheduled drills, they are 
also training in the specifics of this plan. Any member of 
the staff that will be mvolved in oil spill clean-up {except 
oflSce administration} will have completed. OSHA training. 

All personnd that may partidpate in an oil spill clean-up 
effort are required to train and maintain that training as 
required by 29 CFR 1910.120 {OSHA}. The vessel's con­
tracted responder has confirmed this in the contract for the 
resources. 

40 



RECORDS OF TRAINING 

The records of training as detailed on Page 62 shall be maintamed as follows; 

On Board Training Maintained by Log on Board 

Management Traimng Maintained by Safety Officer 

Contracted Resources Maintained by Qualified Individual 
Training {Summary} 
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DRILLS 

This plan shall be exerdsed as follows: 

Shore The owner shall exerdse the plan involving the spill management team as 
"tabletop drills" either in full or m part, on an annual basis assuring that the 
entire plan has been exerdsed every three years. All drills shall be logged. 

The oil spill removal contracted resources are required to be drilled yearly. 
It is the contractor's responsibility to conduct these drills but drills shall be 
reported to tiie Qualified Individual and he will maintahi the records {log} 
for such drills. 

•̂  
^ 
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RECORDS OF DRILLS 

The record of drills as detailed on Page 42 shall be maintained as follows: 

On Board Drills Maintained on Log on Board 

Management Drills Maintained by Safety Officer 

Contracted Resources Maintained by Qualified Individual 

•"1 
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UPDATE PROCEDURES 

This plan can only be changed and/or updated with the written authorization of 

Dennis H. Egan, Owner 

All comments, corrections and suggestions shall be directed to the above named 
individual. All users of the plan have the responsibility of pointing out changes that effect 
the validity and/or use of the plan 

Major changes in the plan shall be made as soon as possible. 

Any changes or updates which require a page change shall be accompanied with a new 
"Record of Changes" Page 3. 

All approved changes shall be sent without delay to all registered copy holders as follows: 

Copy Number Location 

1 Owner's Response Group 

2 Safety Officer {In Charge of Update) 

3 U.S. Coast Guard 

4 Qualified Individual {s) 

5 Qualified Individual{s} 
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POST-INCIDENCE REVIEW 

Whenever the plan has been put in use in response to an mddent, all parties directly 
mvolved shall comment on the effectiveness of the plan and its content. The responsible 
person shall review the comments and if needed make changes or suggest changes to the 
company's management. 

After the completion of the review any changes made to the plan shall be logged in the 
Record of Changes on Page 3 of this plan. 
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COTP ZONES - IDENTIFICATION 

The U.S. waters are divided into districts and Captain of the Port Zones {COTP} and the 
fedlity covered by this plan shall not operate in waters of a COTP zone that is not 
included in this plan {unless a one-time waiver has been obtained). The following listing 
is from the definrtion of COTP zones found in 33CFR Chapter 1, Part 3. Contact numbers 
for each District can be found in Chapter 9. 

•m 

^ 

-^ 

^ 

mir 

^ 

~ j ^ 

-flp 

'^ 

CO'IP NAME 

NINTH DISTRICT-
Cleveland 
Buffalo 
Detroit 
Duluth 
Milwaukee 
Sault Ste. Marie 
Toledo 
Chicago 
Grand Haven 

LOCATION 

•CLEVELAND 
Cleveland, Ohio 
Buffalo, New York 
Detroit, Michigan 
Duluth, Minnesota 
Milwaukee, Wisconsin 
Sault Ste. Marie, Michigan 
Toledo, Ohio 
Chicago, Illinois 
Muskegon, Michigan 
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TO REPORT ALL OIL OR HAZARDOUS MATERIAL SPEiS OR 
ACCIDENTS, THE NATIONAL RESPONSE CENTER MUST BE NOTIFIED 

BY CALLING 1-800-424-8802 AROUND THE CLOCK 
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Local NRC Offices Day Number 
# « * * * • * # * * • • * * # * * * » * * * * * * * * * * * * » * * * * * 

Corpus Christi 
Galveston 
Houston 
Port Arthur 
Morgan City 
Houma 
New Orieans 
Mobile 
Baton Rouge 
Memphis 
St. Louis 
Keokuk 
St. Paul 
Chicago 
Pittsburgh 
Cincinnati 
Louisville 
Paducah 
Nashville 

512-888-3162 
409-766-3687 
713-672-6639 
409-723-6500 
504-384-2406 
504-868-5595 
504-589-6221 
205-690-2286 
504-389-0271 
901-544-3941 
314-539-3823 
319-524-7511 
612-240-3991 
708-789-5830 
412-644-5808 
513-684-3295 
502-582-5194 
502^2-1628 
615-736-5421 

Night Number 
. ^H^i^ i^•^^^ni^ i^ i^•^^***•^^*• i^ 

Same 
Same 
Same 
Same 
504-385-2936 
504-385-2936 
Same 
504-690-2121 
504-589-6221 
901-544-3912 
Same 
Same 
Same 
Same 
Same 
Same 
502-582-6439 
Same 
Same 
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CROSS REFERENCED INFORMATION 

The following infonnation is referenced in this response plan and may be located as 
follows: 

Location 

Item 
Home Qualified 

Aboard Office Individual 

Company/Facility Operation Manual 

Vessd to Vessd Transfer Guide 

Maipol 73/78 

33CFRPart 155 

Damaged Stability Data and Class 

Duty Contact List 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 
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SAFETY/HAZARDS FOR CARGO/FUEL 

Safety and hazard information regarding die cargo and fiid carried on board the vessd is 
available on board vessel. 
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EGAN MARINE CORPORATION 
MOBILE FACILITY 

OPERATIONS MANUAL 



OPERATIONS MANUAL 
EMC MOBILE FACILITY 

PHYSICAL DESCRIPTION 

Transfers will be between standard tanker trucks and tank barges. Two (2) 
ABC Fire Extinguishers will be on site during operations. Life preservers and 
jackets will also be on site and ready for use. 

CONTROL STATION 

The transfer control will be by the valve located at the rear of die truck tank. 

HOURS OF OPERATION 

The &cility will be capable of operation 24 hours a day, 7 days a week, as 
needed when barges or trucks are to be received. 

SIZES; TYPES; NUMBER OF VESSELS 

Individual barge size will be 7,500 Bbls to 50,000 Bbls. All units will be tank 
barges. Mobile fecility will have die ability to deal with two barges at one 
time. 
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PHYSICAL CHARACTERISTICS 

(i) The products transferred are Soybean Oil, Soapstock, and Tallow. 

(ii) (a) The name of the products are: 

1. Soybean Oil - Soyabean 
2. Soapstock - Soapstock 

3. Tallow - Tallow 

(b) Description of the product is: 

1. pale yellow hquid 
2. pale yellow liquid 
3. daiic yellow liquid 

•** (c) The odor of the products are: 
^ 1. weak odor 
^ 2. weak odor 

3. waxy odor 

(d) Heated tallow can bum eyes and skin. No other handling 
hazards. 

(e) Follow normal safety procedures. Gloves needed for handling 
hot hoses. 

(f) If leak or spill occurs, stop pumping. Contain spill. Scoop up or 
cover hquid with absorbent. 

(g) For fire use foam, water, or carbon dioxide. Water may be 
ineffective, use for cooling exposed containers. 



DOCKMAN DUTIES/PROCEDURES 

The minimum number of men on duty on shore during pumping will be one 
(1), anytime loading/unloading is in progress, duties include pre-transfer and 
during transfer check of. 

1. Vessel moorings (156-120-A) 

2. Transfer hoses; length (156-120-B-C) 

3. Transfer system; ahgnment (156-120-D) 

4. Transfer hoses; blanked (156-120-E-F) 

5. Transfer hoses; condition (156-120-1-J) 

6. Transfer system; leak-firee at facility (156-120-P) 

7. Communication system and language fluency (156-120-Q-V) 

8. Emergency shutdown procedures (156-120-R) 

9. SufScient personnel witii traimng (156-120-S-T-U) 

10. Agreement to begin transfer (156-120-W-X) 

11. Transfer connections (156-130) 



EMERGENCY TELEPHONE NUMBERS 

The following telephone numbers are the people to contact in an 
emergency: 

Egan Marine Corporation 
Dennis Egan 
Daniel Egan 
Barre Nail 

708-739-0947 
708-972-0948 
708-972-1116 
815-722-8516 

Coast Guard NRC 800-424-8800 

Coast Guard M.S.O. 708-789-5830 7:00am - 3:30pm 
414-747-7190 4:00pm - 7:30am 

Coast Guard Milwaukee 414-747-7181 3:30pm - 7:00am 

Fire Department (Lemont) 911 

Illinois EPA 708-345-9780 



COMMUNICATIONS 

Continuous two-way voice communication between die person in 
charge of die vessel transfer and the person in charge of fecility transfer 
is via portable radio device. Radios are intrinsically safe as defined in 
46 CFR 110.15-100(1) and meet class I, Group D requirements as 
defined in 46 CFR 111.80. 

DRIP AND DISCHARGE COLLECTION 

Collection of product discharge and drip will be by a five (5) gallon 
bucket located under die valve on the truck tank. 

EMERGENCY SHUTDOWN SYSTEMS 

During truck to barge transfers, product movement will initially be by 
portable pump and will be continued by gravity. Should an emergency 
arise, transfer can be halted by closing the discharge valve on the truck. 

During barge to truck transfers, product movement wiH be by barge 
cargo pump. Should an emergency arise, transfer can be stopped by 
use of the emergency shutdown cable located on the barge. 

CONTAINMENT EQUIPMENT 

Absorbent material wHi be available to personnel for small spills on 
dock or barge. This will include individual 16 1/2" x 20" absorbent 
pads, each capable of 32 oz. of absorption and two (2) 8" x 10' 
sections of absorbent boom, for iromediate containment of any spillage 
into canal. Containment equipment for immediate use will be located 
at an area within 5 minutes of deployment. In die event of a possible 
release of product into waterway, one section of 8" x 10' boom would 
be placed at the firont and rear of barge, extending firom barge to dock 
fece wall. This would prevent product firom moving up or down 
stream. Absorbent pads would then be used to absorb product, until 
professional remediators are on site. Heritage is located aU tihrough the 
Chicago area for quick response. 



FIRE EXTINGUISHERS 

Two (2) CO2 fire extinguishers will be on site and will be readily 
available to personnel. To use diem, pull the pin and direct the hose to 
the base of the fire. Squeeze the handle to release the contents. 

MAXIMUM SYSTEM PRESSURE 

The maximimi system pressure is rated 150 psi. 

"PROCEDURES FOR": 

Transfer of product wiU not commence imttl each person in charge 
designated under 154.710 and 154.700 has filled out and signed die 
declaration of inspection form described in paragraph (c) of 156.150. 
No person in charge may sign declaration unless he or she has 
determined by inspection, and indicated by initialing in the appropriate 
space on form. Once transfer is ready to commence, and each person 
on vessel and shore are ready to receive product, valve on track is 
opened and transfer is initiated. Facility and vessel keep constant 
contact via two-way radio. 

After product transfer is complete, tank track valve is closed and is 
evacuated of any product while still coimected to barge header. Once 
emptied of product, hose is disconnected fi'om barge header and 
immediately blanked while over barge spill pan. 



TANK TRUCK OIL TRANSFER 
PROCEDURES 

1. Personnel Required ~ This tank track is to be attended by one qualified 
person and a barge side counterpart who is a U.S.C.G. Licensed 
Tankerman with appropriate grade as required by the U.S.C.G. Captain 
of die Port. 

2. Duties — The assigned qualified person shall be in charge and: 
,̂  A.) Make or supervise aU cargo connections connecting to the tanker. 

B.) Make frequent checks and perform minor maintenance on the transfer 
pump and engine when in use. This is to include but not limited to: 

"̂  1.) Pump packing 
•» 2.) Engine oil and &el levels, water temperature, oil pressure, 
^ RPM, etc. 

C.) Ensure truck / tanker has brakes locked / engaged and / or tires 
chocked 

3. Voice cominunications between barge tankerman and shore personnel 
'̂  should be maintained at all times. 
- 4. Topping-offtanker: No tanker is to be loaded hi^er than bottom of 

hatch trunk lip. 

* 5. E m e r g e n c y - FoUow Emergency Responce Plan posted on tanker 
IN CASE OF DISCHARGE OR THREAT OF DISCHARGE 

1. PROTECT HUMAN LIFE 
2. CONTACT IHE EGAN MARINE OWNER / OPERATOR / 

QUALIFIED INDIVIDUAL AT 1-708-739-0947 
3. CONTACT THE NATIONAL RESPONCE CENTER AT 

1-800-424-8802 
4. STOP AND / OR CONTAIN DISCHARGE- IF IT CAN BE 

DONE WTIHOUT ENDANGERING HUMAN SAFETY. 
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TANK TRUCK DISCHARGE 
PROCEDURE CHECKLIST 

Fill out and sign the Declaration of Inspection. 

Ensure tractor / tanker has brakes locked / engaged and / or tires 

chocked. 

Open top hatch or other suitable method of venting. 

Connect die hose to die tankers discharge piping using proper gasket 
and fastening components. 
Check communications system to make sure instractions can be 
understood cleariy by everyone before commencing the transfer. 

While transfer is progressing - Stay alert for leaks at connections and 
position of hose. 

Upon completion of transfer close all valves, disconnect the hose and 
blind / cap accordingly using proper gasket and appropriate festening 
components. 

Before embarking, the tanker should be secured as follows: 
A.) Dog all hatches, vents, etc. 
B.) Drain and wipe clean as necessary all discharge containment 

systems. 
C.) Sectire booms, cargo hose and any other gear that is not a 

permanent part of the tanker. 



TANK TRUCK LOADING 
PROCEDURE CHECKLIST 

Fill out and sign die Declaration of Inspection. 

Ensure tractor / tanker has brakes locked / engaged and / or tires 

chocked. 

Open top hatch or other suitable method of venting. 

Connect die hose to die tankers loading piping system using proper 
gasket and fastening components. 
Check communications system to ensure instractions can be 
understood clearly by everyone before commencing the transfer. 

While transfer is progressing - Stay alert for leaks at connections and 
proper position of hose. 

Upon completion of transfer close all valves, disconnect the hose and 
blind / cap accordingly using proper gasket and appropriate festening 
components. 

Before embarking, the tanker should be secured as follows: 
A.) Dog all hatches, vents, etc. 
B.) Drain and wipe clean as necessary aU discharge containment 

systems. 
C.) Secure booms, cargo hose and any other gear that is not a 

permanent part of the tanker. 
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EMERGENCY PHONE NUMBERS 

In the event of an emergency, cellular communication will be used to 
contact Egan Marine Corporation office, followed by Coast Guard, 
NRC, and fire departments if need be. 

CONTAINMENT PROCEDURE 

In case of a spdl in the water immediate containment would be handled 
by EMC and consists of the following: 

Initial containment of anv spillage into the canal would consist of 
placing sections of absorbent boom at the front and rear of vessel, 
extending from dock face wall to vessel. Absorbent pads and pillows 
would be used to absorb product untQ professional remediators arrive 
on site. Simultaneously the following contacts would be made as 
needed: 

1-
2-

3-
4 ' 
5-
6-

• Coast Guard National Response Center 
-CoastGuard 7:30am-4:00pm 

4:00pm - 7:30am 
- Egan Marine Corporation 
- Heritage 
- Fire department (if required) 
-EPA 

800-424-8800 
708-789-5830 
414-747-7190 
708-739-0947 
708-385-0515 
911 
708-345-9780 

11 



HAZARDOUS MATERL^L POLLUTION LAWS 

Federal Regulations prohibit the discharge of oil in harmfiil quantities 
in or on any waters of die United States. Harmfiil quantity has been 
defined as sufficient oil to create a sheen. Presentiy, penalties up to 
$10,000.00 are assessed by die Coast Guard for any person, firm or 
corporation who causes a discharge. Included in this act, is the 
provision for the Coast Guard to conduct cleanup action and later bill 
the polluter if the polluter is slow or delinquent in the cleanup of a 
pollution incident. 

Other provisions of tiiis Act indude the extension of Coast Guard 
jurisdiction. That is, oil spilled on any waters of the United States is 
subject to dus Act and die Coast Guard's enforcement of the Act. 
Also, there is a referral provision for possible criminal prosecution for 
any person who "fail̂ ; to immediately notify the Coast Guard of a spdi. 
This is, of course, providing the person is in charge of the activities that 
produced the spill. 

State Laws pertainiag to water poEution are enforced by the Illinois 
Environmental Protection Agency. Although die State of Illinois 
claims jurisdiction over all Illinois rivers, streams and waterways 
relative to discharging of polluting materials to diese waters, they have 
not attempted to duplicate die efforts of the U.S. Coast Guard of die 
Metropolitan Sanitary District in the surveillance of oil transfers and 
the arrest and prosecution of those accused of spilling oil or other 
hydrocarbon Uquids accidentally or otherwise to the Sanitary and Ship 
Canal. They are more concerned widi discharges which afifect the 
quality of water as opposed to spillages which have only a temporary 
effect. 

The MetropoUtan Saiutary District of Greater Chicago has in its books 
a Sewage and Waste Control Ordinance. This ordinance is to provide 
for abatement and prevention of pollution by regulating and controlling 
the quantity and quality of sewage and industrial wastes admitted to or 
discharged into the sewage systems, sewage works and natural outiets 
under the jurisdiction of the Metropolhan Sanitary District of Greater 
Chicago. Hereinafter to be known as "The Sewage and Waste Control 
Ordinance". Approved and adopted by die board of trustees of the 

12 



• . X * 

Metropolitan Sanitary District of Greater Chicago on September 18, 
1969. 

This ordinance, promulgated by die Metropolitan Sanitary District of 
Greater Chicago, hereinafter called the Sanitary District, has as it 
purpose the protection of die pubhc health and safety by abating and 
preventing pollution through the regulation and control cf die quantity 
and quahty of sewage and industrial wastes admitted to or discharged 
into the sewage systems, sewage works, waters, water courses and 
natural oudets under the jurisdiction of the Sanitary District. 

Whoever fails to comply with an order of the Sanitary District issued in 
pursuance of diis ordinance, shall be fined S 100.00. Each day's 
continuance of such failure is a separate offense. The penalties so 
unposed are recoverable by the Sanitary District upon its suit, as debts 
are recoverable at law. 

13 



PROCEDURES FOR LIGHIING 

Portable hghting will be directed such that it does not interfer with 
water traffic. Lights will be pointed away from the river whenever possible. 
When not possible, shutters will be used to direct die h ^ t in a manner so that 
boats will not be hingered. 

PERSONS IN CHARGE 

(a) No person may serve, and the facility operator may not use the 
services of a person, as person in charge of facdity transfer 
operations unless: 

All persons in charge have been designated so by facihty 
operator. 

AU persons will have in excess of 48 hours of experience in 
transfer operations. 

Persons in charge know the hazards of each product to be 
transferred; rules in parts 145, and 156; fecility operating 
procedures as described in operations manual; vessel 
transfer systems, in general; each facdity transfer system 
to be used; local discharge reporting procedures; the 
facihty's contingency plan for discharge, reporting, and 
containment. 

14 



Persons In Charge: 

Dennis Egan 
Danid Egan 
Barre Nail 
Joseph Rogers 
Robert Wondowiowsld 
John Harmon 
Andrew Chanda 
William Rodgers 
Tom Renardo, Sr. 

Infonnaiional records of ail Persons In Charge are available at the Egan Marine 
Corporation office. 

15 



Drills 

Drills will be scheduled in accordance with 33 CFR 154.1050. 

MontMy - Facility personnel and qualified individual notification drills. 

Semiannually - Fadlity equipment deployment drills 

Yeariy - SpiU management team tabletop drill. 

Annual - Unannounced drill during which the spill removal organizational and spill 
management team shall be activated. 

16 
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Written Commitment of Resources 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont, Illinois 

SPCC PLAN -- COMMITMENT OF RESOURCES 
(9/2001) 

I hereby certify that the enclosed SPCC Plan was prepared under my direction and supervision and 
that I am familiar with the provisions of the SPCC Plan developed for the Service Welding and Ship 
Building Bulk Storage Plant Operations. 

I additionally certify that Service Welding and Ship Building will commit the necessary resources 
(manpower, equipment and materials) required to expeditiously control and remove any harmful 
quantity of oil discharged as outlined within the enclosed SPCC Plan. 

Dennis Egan. Owner 
Date 

Signature 

Service Welding, Lemont, IL 
SPCC Plan, 9/2001 

Attachment 6 



ATTACHMENT 7: 

Inspection Procedures and Forms 

Service Welding, Lemont, Illinois 
SPCC Plan, Rev. 9/2001 
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SERVICE WELDING 
N.E. CANAL BANK ROAD, LEMONT, ILLINOIS 

SPCC PLAN - ATTACHMENT 7 

DAILY INSPECTION REQUIREMENTS - 9/2001 

GENERAL FACILITY PREMISES 

AT BEGINNING OF EACH WORK DAY 

A. Check Fence, gates and signs for good repair and signs being present. 

B. Check buildings for unauthorized entries, damage and missing equipment. 

0. Check emergency equipment - fire extinguishers are present and have covers on them 

(outdoor extinguishers). 

D. All trucks and trailers on the property to be checked for leaks. 

E. Barge transfer area for irregularities? 

F. Alarm Systems/Communications Systems accessible and working? 

G. Are good housekeeping practices being observed? 

H. Report all problems to your supervisor and take corrective action as necessary. 

TANK FARMS 

EVERY WORK DAY (Both at the start and end of your shift). 

A. Visually inspect the tank farm for changes, since your last inspection. 
Specifically check for: 

a. Are all tanks' valves properly closed? 
b. Are any tanks' valves leaking? 
c. Are temperature of the tanks within their proper ranges? 
d. Tank construction any erosion, corrosion, leaking fittings seams? 
e. Area surrounding tank -- look for signs of leaks? 
f. Any noticeable defects in secondary containment devices? 

B. Visually inspect the barge transfer area. 

C. Inspect all areas to insure that good housekeeping is maintained. 

D. Fill out Inspection Forms at the End of the Day, if necessary. 

E. Report all problems to your supervisor and take corrective action as necessary. 
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SERVICE WELDING 
N.E. CANAL BANK ROAD, LEMONT, ILLINOIS 

SPCC PLAN - DAILY INSPECTION SCHEDULE -- 9/2001 

DATE: INSPECTOR: SIGNATURE: 

ITEM INSPECTION ELEMENT/TYPE OF PROBLEM 

GENERAL ITEMS 

Fence 

Gates 

Buildings 

'Inspect entire perimeter for breaches or damage. 

•Check for proper gate lock function. 

•Check for unauthorized entries, damage, and missing equipment. 

SAFETY & EMERGENCY EQUIPMENT 

Alarm Systems 

ntemal/Extemal (Phone 
fend Rack)) Ccmmincatiofj 

Systems 

Fire Extinguishers 

•Check accessibility. 

•Check for proper operation. 

•Check accessibility. 

•Check for operation 

•Check accessibility, present 

TANK STORAGE INSPECTION 

GENERAL 
AREAS 

•Check for evidence of spills or releases in unloading area(s) 

•Check for removal of spill absorbent and cleanup materials 

•Inspect vacuum tanker hoses for deterioration or leakage 

•Inspect containment system(s) for deterioration 

•Check for cracks and gaps in base, dike, and sumps 

COMMENTS 1 

Description of Problem Noted Repairs Implemented/Date 
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SERVICE WELD/NG 2 
N.E. CANAL BANK ROAD. LEMONT, ILLINOIS 

SPCC PLAN - DAILY INSPECTION SCHEDULE -- 9/2001 

ITEM 

Boiler 
Fuel 

Tanks 
(Primary 
Storage) 

Boiler Fuel 
Tanks 

Emergencj 
Backup) 

Fuel Tanks 

Product 
Tanks -
Temp. 

Storage 

B-1 Thru 
B-4 

U1-U22 

8 

9 

10 

40-1 Thru 
40-7 

INSPECTION ELEMENT/TYPE OF PROBLEM 
COMMENTS 1 

Description of Problem Noted 

•Check for evidence of seepage outside containment (e.g. discMlorati n) 

•Check for debris, cleanup residue, improperly stored equipment 

•Inspect exterior for cracks, leaks, discoloration, and obvious deformc 

Access Hatches, Vents, and Sampling Ports -
•Check for leaks 
•Check for damage 

Fill/Drain and Overflow Piping -
•Inspect piping for leaks 
•Inspect valve seals for leaks 
•Check that handles are not bent or damaged 

Tank Integrity -
•Inspect exterior for cracks, leaks, 
discoloration, and obvious deformation 

Liquid Levels -
•Check if operators log book is up to date 
•Check liquid tank levels 

All Ancillary Equipment -
•Visual inspection for leaks 

ion 

Repairs Implemented/Date 



SERVICE WELDING 
N.E. CANAL BANK ROAD, LEMONT, ILLINOIS 

SPCC PLAN (9/2001) - ATTACHMENT 7 
WEEKLY INSPECTION PROCEDURES 

In the addition to the daily inspection, a more detailed (logged) weekly inspection is to be conducted. 
The itenns listed below are to be checked to ensure that there is no potential release of materials into 
the environment, that all safety and emergency equipment is present and operational, that all materials 
and secondary containment systems are structurally sound, that all monitoring equipment is operating 
and recalibrated as required, that all processing equipment is in good working order, and that security 
structures and signs are present and intact. 

ITEMS TO BE CHECKED: 
Security Structures 

1. Fence 
2. Gates 
3. Warning signs 

Containment and Secondary Containment 
1. Tanks 
2. Truck Unloading Area(s) 
3. Barge Transfer Area 

Safety Equipment 
1. First Aid Stations 
2. Emergency Shower 
3. Eye Wash Station 
4. Personal Protective Equipment 

Emergency Equipment 
1. Fire Extinguishers 
2. Alarm System 
3. Spill Control Materials (Boom, Pads, Oil- Dri, etc.) 

Monitoring Equipment 
1. Temperature Gauges 
2. pH Meters 
3. Tank Levels (Manual) 

Processing Equipment 
1. 
2. 

Pumps 
Heavy Equipment 
a. Bobcat 
b. End Loaders 
c. Backhoe 
d. Bulldozer 

REPORT ALL PROBLEMS TO YOUR SUPERVISOR AND TAKE ACTION AS NEEDED - ATTACHED FORMS 
ARE TO BE USED 
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SERVICE WELDING 1 
N.E. CANAL BANK ROAD, LEMONT, ILLINOIS 

SPCC PLAN - WEEKLY INSPECTION SCHEDULE ~ 9/2001 

DATE: INSPECTOR: SIGNATURE: 

ITEM INSPECTION ELEMENT/TYPE OF PROBLEM DESCRIPTION OF PROBLEM DESCRIPTION OF REPAIRS/DATE 

GENERAL ITEMS 

Lighting 
System 

•Check lights for operability. 

SAFE 1Y & EMERGENCY EQUIPMENT 

Protective 
Gear(e.g., Helmets, 
Goggles, Boots, 

Gloves, 
Disposable suits. 
Disposable Bags) 

Breathing 
Apparatus (e.g., 

Half-Face 
Respirators, 
Cartridges) 

First Aid Kits 

Portable Eyewash 

Wafer Lines 

Fire Extinguishers 

•Check accessibility. 

•Check for adequate supply. 

•Check for deterioration, damage. 

•Check for accessibility. 
•Check for adequate supply, full charge on canisters, and all 
air tanks. 

•Check for deterioration and damage. 
•Check for function. 

•Check accessibility. 
•Check for adequate supply. 

•Check accessibility. 
•Check for adequate supply. 

•Check for adequate pressure. 

*Check pressure gauge for full charge indication. 
•Check inspection tag to insure annual maintenance by outs 
fire service is up-to-date. 

•Check seal to ensure no one has used extinguisher. 
•Check for deterioration. 

•Check for adequate supply. 
•Check accessibility. 

de 
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SERVICE WELDING 
N.E. CANAL BANK ROAD, LEMONT, ILLINOIS 

SPCC PLAN - WEEKLY INSPECTION SCHEDULE ~ 9/2001 

ITEM 

Absorbent Supply 

Recovery Drums 

Other Emergency 
and 

Decontamination 
Equipment 

Pumps 

Heavy Equipment 

INSPECTION ELEMENT/TYPE OF PROBLEM 

•Check for adequate supply. 

•Check for adequate supply. 

•Check accessibility. 
•Check for proper operation . 
•Check for deterioration/damage. 

•Check for proper operation. 
•Inquire with maintenance department. 

•Check for proper operation. 
•Inquire with maintenance department. 

DESCRIPTION OF PROBLEM DESCRIPTION OF REPAIRS/DATE 

-



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont Illinois 

SPCC PLAN (9/2001) - ATTACHMENT 7 

ANNUAL TANK INSPECTION 

DATE:. 

PERFORMED BY_ 

ORDERED BY: 

TANK NO: 

VISUAL INSPECTIONS 

ITEMS: 

A: EXTERIOR: 

LADDER: (RUNGS, ANCHORS) 

EXTERIOR OF VESSEL: 

ROOF: 

INSULATION: 

B: INTERIOR: 

MANWAY: (COVER & GASKETS) 

FLOOR: (WELDS) 

WALLS: (WELDS) 

COILS: (TEST UNDER PRESSURE) 

C: VALVES: 

PACKING: 

MANUAL OPERATION: 

TEST VALVES UNDER PRESSURE: 

AJOINING PIPING UNDER PRESSURE: 

D: VENTS: 

VAC: 

PRESSURE: 

PRESSURE RELIEF VALVES: 

COMMENTS: 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont Illinois 

SPCC PLAN (9/2001) - ATTACHMENT 7 

VISUAL / ANNUAL TANK INSPECTION INSTRUCTIONS 

Tank must be empty and cleaned before this inspection. 
When inspecting the tank all confined space entry regulations must be followed, refer to 
Safety Manual. 
Tank to have continuous LEUGj monitoring during inside inspection. 
All valves on the inlet and discharge must be secured closed before entry to tank. 
When making visual inspection record all rust, pitting , cracks, discolored paint (which may 
indicate leaks) in the comment space provided. 
all comment area's are to be filled out; Example (Exterior or vessel) if tank is insulated, indicate it 
is. 

Additional Comments: 

Reviewing Supervisor 



'*TTACHMENT8: 

^ "an, Rev. 9/2001 



SERVICE WELDING AND SHIP BUILDING 
NE Canal Bank Road, Lemont Illinois 

SPCC PLAN (9/2001) - ATTACHMENT 8 

TRAINING LOG RECORDS 

EMPLOYEE NAME:_ 

POSITION: 

HIRED DATE: 

DATE TYPE OF TRAINING ' SIGNATURE / SUPERVISOR - (TRAINER) •SIGNATURE / EMPLOYEE 

' The signature confirms ttiat ttie employee has received the appropriate training as outlined in the SPCC Plan. 
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